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				Equipment List

																																						Install Date						Warranty
Date						Total Cost				YTD
Cost		Budget Cost						Is Running?

						EQ #																Location												Manufacturer

														Description																Parent

						3100ROOF								3100 Main Roof										001SYS														5/3/2004						5/3/2004				0.00						0.00		0.00								Y

						ABPK2840								BREAKING APPARATUS, FL										100										MSA														0.00						0.00		0.00								Y

														13, RESPONSE CENTER

														RM

						ABPK2841								BREATHING APPARATUS,										100										MSA														0.00						0.00		0.00								Y

														FL 13, HALL OUTSIDE

														CHILLER AREA

						AHU3021								AIR HANDLING UNIT, FL 13,										100										CUSTOM				10/3/2000										0.00						0.00		0.00								Y

														MECH RM SOUTHEAST

														SIDE

						AHU3022								AIR HANDLING UNIT, FL 13,										100										CUSTOM				10/3/2000										0.00						0.00		0.00								Y

														SOUTHEAST MECH RM

						AHU3023								AIR HANDLING UNIT, FL 13,										100										TRANE				10/3/1983										0.00						0.00		0.00								Y

														SOUTHEAST MECH RM

						AHU3024								AIR HANDLING UNIT, FL 13,										100										TRANE				10/3/1983										0.00						0.00		0.00								Y

														NORTHEAST MECH RM

						AHU3029								AIR HANDLING UNIT#4, FL										100										TRANE				10/3/1984										0.00						0.00		0.00								Y

														13, SOUTHWEST MECH RM

						AHU3030								AIRHANDLING UNIT#3, FL										100										TRANE				10/3/1984										0.00						0.00		0.00								Y

														13, SOUTHWEST MECH

						AHU3031								AIR HANDLING UNIT, FL 13,										100										CUSTOM				10/3/2000										0.00						0.00		0.00								Y

														SOUTHWEST MECH RM

						AHU3032								AIR HANDLING UNIT, FL 13,										100										CUSTOM				10/3/2000										0.00						0.00		0.00								Y

														SOUTHWEST MECH RM

						AHU3036								AIR HANDLING UNIT, FL 14,										100										TRANE				10/3/2000										0.00						0.00		0.00								Y

														PENTHOUSE TO

														ELEVATOR RM

						AHU3087								FAN COILUNIT 12-1, FL 12										100																								0.00						0.00		0.00								Y

														ABOVE CEILING,

														12A05CONFERENCE RM

						AHU3088								FAN COIL UNIT 12-2, FL 12										100																								0.00						0.00		0.00								Y

														ABOVE CEILING, HALLWAY

														AT RM 12A09

						AHU3089								FAN COIL UNIT 12-3, FL 12										100																								0.00						0.00		0.00								Y

														ABOV CEILING, 12B06

														OFFICE RM

						AHU3092								FAN COIL UNIT 11-3, FL 11,										100																								0.00						0.00		0.00								Y

														LOBBY ABOVE CEILING

						AHU3093								FAN COIL UNIT 11-2, FL 11,										100																								0.00						0.00		0.00								Y

														BREAKROOM ABOVE

														CEILING

						AHU3147								COMPUTER ROOM A/C, FL										100										KRUGER														0.00						0.00		0.00								Y

														6, RM 637 ABOVE CEILING

						AHU3166								AIR HANDLING UNIT 4-1, FL										100										TRANE				10/6/1984										0.00						0.00		0.00								Y

														4, RM 4A05 MECH

						AHU3167								AIR HANDLING UNIT 4-2, FL										100										TRANE				10/6/1984										0.00						0.00		0.00								Y

														4, RM 4A05 MECH

						AHU3168								AIR HANDLING UNIT 4-3, FL										100										TRANE				10/6/1984										0.00						0.00		0.00								Y

														4, RM 4A05 MECH

						AHU3169								AIR HANDLING UNIT 4-4, FL										100										TRANE				10/6/1984										0.00						0.00		0.00								Y

														4, RM 4A05 MECH

						AHU3170								AIR HANDLING UNIT 4-5, FL										100										TRANE				10/6/1984										0.00						0.00		0.00								Y

														4, RM 4A05 MECH

						AHU3171								AIR HANDLING UNIT 4-6, FL										100										TRANE				10/6/1984										0.00						0.00		0.00								Y

														4, RM 4A05 MECH

						AHU3175								AIR HANDLING UNIT 4-7, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														4, 4A15 MECH RM

						AHU3176								AIR HANDLING UNIT 4-8, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														4, 4A15 MECH RM

						AHU3177								AIR HANDLING UNIT 4-9, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														4, 4A15 MECH RM

						AHU3178								AIR HANDLING UNIT 4-10,										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														FL 4, 4A15 MECH RM

						AHU3179								AIR HANDLING UNIT 4-11,										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														FL 4, 4A15 MECH RM

						AHU3180								AIR HANDLING UNIT 4-12,										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														FL 4, 4A15 MECH RM

						AHU3199								FAN COIL UNIT 4-5, FL 4,										100																								0.00						0.00		0.00								Y

														LOBBY SOUTH

						AHU3200								FAN COIL UNIT 4-1, FL 4,										100																								0.00						0.00		0.00								Y

														LOBBY MIDDLE

						AHU3201								FAN COIL UNIT 4-1, FL 4,										100																								0.00						0.00		0.00								Y

														LOBBY NORTH

						AHU3214								FAN COIL UNIT 4-2, FL 4,										100										ROE														0.00						0.00		0.00								Y

														RM 4E15 SECURITY

														DISPATCH

						AHU3232								AIR HANDLING UNIT 3-1, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														3, 3A09 MECH RM

						AHU3233								AIR HANDLING UNIT 3-2, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														3, 3A09 MECH RM

						AHU3234								AIR HANDLING UNIT 3-3, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														3, 3A09 MECH RM

						AHU3235								AIR HANDLING UNIT 3-4, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														3, 3A09 MECH RM

						AHU3236								AIR HANDLING UNIT 3-5, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														3, 3A09 MECH RM

						AHU3237								AIR HANDLING UNIT 3-6, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														3, 3A09 MECH RM

						AHU3238								AIR HANDLING UNIT 3-13,										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														FL 3, 3A09 MECH RM

						AHU3240								AIR HANDLING UNIT 3-7, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														3, 3A19 MECH RM

						AHU3241								AIR HANDLING UNIT 3-8, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														3, 3A19 MECH RM

						AHU3242								AIR HANDLING UNIT 3-9, FL										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														3, 3A19 MECH RM

						AHU3243								AIR HANDLING UNIT 3-10,										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														FL 3, 3A19 MECH RM

						AHU3244								AIR HANDLING UNIT 3-11,										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														FL 3, 3A19 MECH RM

						AHU3245								AIR HANDLING UNIT 3-12,										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														FL 3, 3A19 MECH RM

						AHU3247								FAN COIL UNIT 3-3, FL 3,										100																								0.00						0.00		0.00								Y

														3A16 STUDIO FRONT

						AHU3248								FAN COIL UNIT 3-2, FL 3,										100																								0.00						0.00		0.00								Y

														3A11 HR TRAINING RM

						AHU3249								FAN COIL UNIT 3-4, FL 3,										100																								0.00						0.00		0.00								Y

														3A02 CONFERENEC RM

						AHU3250								FAN COIL UNIT 3-1, FL 3,										100										MC														0.00						0.00		0.00								Y

														3D12 COMPUTER LAB

						AHU3265								AIR HANDLING UNIT 2-2,										100										TRANE				10/7/1984										0.00						0.00		0.00								Y

														2B10 AIR HANDLER RM

						AHU3266								AIR HANDLER UNIT#2-3,										100																								0.00						0.00		0.00								Y

														FL2, RM 2B10 AIR

														HANDLER RM

						AHU3267								AIR HANDLER UNIT#2-4, FL										100										TRANE				10/10/2000										0.00						0.00		0.00								Y

														2, MECH RM 2A04

						AHU3271								FAN COIL UNIT, FL 2,										100																								0.00						0.00		0.00								Y

														STORAGE RM 2A01, Police

														has Key

						AHU3272								AIR HANDLER UNIT 0201,										100										TRANE				10/10/1984										0.00						0.00		0.00								Y

														FL 2, MECH RM 2B02

						AHU3291								AIR HANDLER UNIT, FL 1										100										TRANE				10/10/2000										0.00						0.00		0.00								Y

														MECH RM 1C24

						AHU3292								AIR HANDLER UNIT, FL 1,										100										TRANE				10/10/2000										0.00						0.00		0.00								Y

														MECH RM 1C24

						AHU3337								AIR HANDLER UNIT,										100										CARRIER				10/11/1997										0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BD08

						AHU3358								AIR HANDLER, OUTSIDE,										100																								0.00						0.00		0.00								Y

														BASEMENT, BD00 PUMP

						AHU3360								AIR HANDLER UNIT,										100										TRANE				10/11/1984										0.00						0.00		0.00								Y

														BAEMENT, PUMP RM BD01

						AHU3361								FAN COIL UNIT#17,										100										KRUGER														0.00						0.00		0.00								Y

														BASEMENT, PROP RM

														BC13

						AHU3367								AIR HANDLER UNIT,										100										TRANE				10/11/2000										0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB32

						AHU3388								AIR HANDLER UNIT,										100										TRANE														0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB17

						AHU3389								AIR HANDLER UNIT,										100										TRANE														0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB17

						AHU3390								FAN COIL UNIT, BASEMENT,										100																								0.00						0.00		0.00								Y

														MECH RM BB17

						AHU3391								AIR HANDLER UNIT,										100																								0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB17

						AHU3452								FAN COIL UNIT, FL 1,										100																								0.00						0.00		0.00								Y

														COMMUNICATION

														EQUIPMENT RM

						AHU3455								AIR HANDLER UNIT, FL 1,										100										LENNOX														0.00						0.00		0.00								Y

														TENANT COPY CENTER

						AHU3462								AIR HANDLER UNIT, FL 1,										100										CARRIER														0.00						0.00		0.00								Y

														HCC POLICE OFFICER

						AHU3467								FAN COIL UNIT, ROOF,										100										TRANE														0.00						0.00		0.00								Y

														ELEVATOR EQUIPMENT

						AHU3477								FAN COIL UNIT, FL 7,										100										MGA														0.00						0.00		0.00								Y

														RECEPTIONIST AREA

						AHU3478								FAN COLIL UNIT, FL 7,										100										MGA														0.00						0.00		0.00								Y

														RECEPTIONIST AREA

						AIRC3295								DOOR AIR CURTAIN, FL 1,										100										MARS														0.00						0.00		0.00								Y

														LOADING DOCK KITCHEN

														DOOR

						ATS3025								TRANSFER SWITCH#1, FL										100										ONAN														0.00						0.00		0.00								Y

														13, GENERATOR RM

						ATS3027								TRANSFER SWITCH#2, FL										100										ASCO														0.00						0.00		0.00								Y

														13, GENERATOR RM

						ATS3033								AUTOMATIC TRANSFER										100																								0.00						0.00		0.00								Y

														SWITCH, FL 14, OUTSIDE

														MAIN ELEVATOR RM

						ATS3034								AUTOMATIC TRANSFER										100																								0.00						0.00		0.00								Y

														SWITCH, FL 14, OUTSIDE

														MAIN ELEVATOR RM

						ATS3439								AUTOMATIC TRANSFER										100																								0.00						0.00		0.00								Y

														SWITCH, FL 1, ELECTRICAL

														EQUIPMENT

						BFPV3127								BACK FLOW PREVENTOR,										100										WATTS														0.00						0.00		0.00								Y

														FL 13, BOILER RM

						BHW3065								BOILER#1, FL 13, BOILER										100										SELLER				10/4/2000										0.00						0.00		0.00								Y

														RM

						BHW3066								BOILER#2, FL 13, BOILER										100										SELLER				10/4/2000										0.00						0.00		0.00								Y

						BUILDOUT								Build out of area																																		0.00						0.00		0.00								Y

						CHR3006								CHILLER-ACCH1, ROOF										100										TRANE				10/3/2000										0.00						0.00		0.00								Y

						CHR3050								CHILLER#1, FL 13, CHILLER										100										TRANE				10/4/2000										0.00						0.00		0.00								Y

														RM

						CHR3051								CHILLER#2, FL 13, CHILLER										100										TRANE				10/4/2000										0.00						0.00		0.00								Y

														RM

						CHR3052								CHILLER#3, FL 13, CHILLER										100										TRANE														0.00						0.00		0.00								Y

														RM

						CHWP3056								CHILLED WATER PUMP-										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														CHWP4, FL 13, CHILLER

														RM

						CHWP3057								CHILLED WATER PUMP, FL										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														13, CHILLER RM

						CHWP3058								CHILLED WATER PUMP-										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														CHWP6, FL 13, CHILLER

														RM

						CHWP3059								CHILLED WATER PUMP-										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														CHW12, FL 13, CHILLER RM

						CHWP3060								CHILLED WATER PUMP-										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														CHWP11, FL 13, CHILLER

														RM

						CHWP3072								EMERGENCY CHILL										100										TACO														0.00						0.00		0.00								Y

														WATER PUMP, FL 13,

														BOILER RM

						CIRC3368								CONDENSATE PUMP,										100										VENTRITE				10/11/2000										0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB32

						CIRC3369								CONDENSATE PUMP,										100										VENTRITE				10/11/2000										0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB32

						COMP3053								CONDENSER WATER										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														PUMP-CWP1, FL 13,

														CHILLER RM

						COMP3054								CONDENSER WATER										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														PUMP-CWP2, FL 13,

														CHILLER RM

						COMP3055								CONDENSER WATER										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														PUMP-CWP3, FL 13,

														CHILLER RM

						COND3008								A/C CONDENSING UNIT,										100										CARRIER														0.00						0.00		0.00								Y

														ROOF

						COND3010								A/C CONDENSING UNIT,										100										CARRIER														0.00						0.00		0.00								Y

														ROOF

						COND3453								A/C CONDENSING UNIT, FL										100										LENNOX														0.00						0.00		0.00								Y

														1, OUSIDE

														COMMUNICATION RM

						COND3454								A/C CONDENSING UNIT, FL										100										LENNOX														0.00						0.00		0.00								Y

														1, OUTSIDE

														COMMUNICATION RM

						COND3461								A/C CONDENSING UNIT, FL										100										CARRIER														0.00						0.00		0.00								Y

														1, OUTSIDE HCC POLICE

														OFFICE

						COND3471								A/C CONDENSING UNIT,										100										TRANE														0.00						0.00		0.00								Y

														ROOF, OUTSIDE ELEVATOR

														EQUIPMENT RM

						CONP3368								CONDENSATE PUMP,										100										VENTRITE				10/11/2000										0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB32

						CONP3369								CONDENSATE PUMP,										100										VENTRITE				10/11/2000										0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB32

						COOL3046								COOLING TOWER#1,										100										PERM				10/3/1983										0.00						0.00		0.00								Y

														ROOF, COOLING TOWER

														BAY

						COOL3047								COOLING TOWER#2,										100										PERM				10/4/1983										0.00						0.00		0.00								Y

														ROOF, COOLING TOWER

														BAY

						COOL3048								COOLING TOWER#3,										100										PERM				10/4/1983										0.00						0.00		0.00								Y

														ROOF, COOLING TOWER

														BAY

						COOL3049								COOLING TOWER#4,										100										PERM				10/4/1983										0.00						0.00		0.00								Y

														ROOF, COOLING TOWER

														BAY

						DISC3098								ELECTRICAL DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 11, 11A23 ELECTRCI RM

						DISC3218								ELECTRICAL DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 3, 3A12A ELECTRICAL

														RM

						DISC3283								ELECTRICAL DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL RM 1C26

						DISC3284								ELECTRIC DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL RM 1C26

						DISC3285								ELECTRICAL DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL RM 1C26

						DISC3286								ELECTRICAL DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL RM 1C26

						DISC3287								ELECTRICAL DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL RM 1C26

						DISC3288								ELECTRICAL DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL RM 1C26

						DISC3289								ELECTRICAL DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL RM 1C26

						DISC3290								ELECTRICAL DISCONNECT,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL RM

														1C26,LOADING DOCK

						DISC3339								ELECTRICAL DISC FOR										100																								0.00						0.00		0.00								Y

														TRANSFORMER,

														BASEMENT, PUM RM BD00

						DISC3340								ELECTRIC DISC FOR K										100																								0.00						0.00		0.00								Y

														PANEL, BASEMENT, MECH

														RM BD08

						DISC3341								ELECTRIC DISCONNECT										100																								0.00						0.00		0.00								Y

														FOR WIREWAY, BASEMENT,

														PUMP RM BD00

						DISC3342								ELECTRIC DISCONNECT										100																								0.00						0.00		0.00								Y

														FOR TRANSFORMER,

														BASEMENT,

						DISC3343								ELECTRICAL DISCONNECT										100																								0.00						0.00		0.00								Y

														FOR WIREWAY, BASEMENT,

														PUMP RM BD00

						DISC3376								MAIN ELECTRIC SWITCH,										100																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														ELECTRICAL RM BB07

						DISC3377								ELECTRICAL DISCONNECT										100																								0.00						0.00		0.00								Y

														SWITCH, BASEMENT, MAIN

														ELECTRICAL RM BB07

						DISC3378								ELECTRICAL DISCONNECT										100																								0.00						0.00		0.00								Y

														SWITCH, BASEMENT, MAIN

														ELECTRIC RM BB07

						DISC3379								EELCTRICAL DISCONNECT										100																								0.00						0.00		0.00								Y

														SWITCH, BASEMENT, MAIN

														ELECTRIC RM BB07

						DISC3380								ELECTRIC DISCONNECT										100																								0.00						0.00		0.00								Y

														SWITCH , BASEMENT, MAIN

														ELECTRIC RM BB07

						DISC3381								ELECTRIC DISCONNECT										100																								0.00						0.00		0.00								Y

														SWITCH, BASSEMENT,

														MAIN ELECTRIC RM BB07

						DISC3382								ELECTRIC DICONNECT										100																								0.00						0.00		0.00								Y

														SWITCH, BASEMENT, MAIN

														ELECTRIC RM BB07

						DISC3383								ELECTRIC DISCONNECT										100																								0.00						0.00		0.00								Y

														SWITCH, BASEMENT, MAIN

														ELECTRIC RM BB07

						DISC3399								ELECTRIC DISCONNECT,										100																								0.00						0.00		0.00								Y

														BASEMENT, STORAGE RM

														BC03

						DISC3401								ELECTRIC DISCONNECT,										100																								0.00						0.00		0.00								Y

														BASEMENT STORAGE RM

														BC03

						DISC3438								ELECTRIC DISCONNECT										100																								0.00						0.00		0.00								Y

														SWITCH, FL 1, OUTSIDE

														GENERATOR RM

						DST3028								DIESEL FUEL TANK,										100										ULTRA														0.00						0.00		0.00								Y

														BASEMENT, STORAGE RM

														BA03

						DWP3351								DOMESTIC WATER										100										GRUND														0.00						0.00		0.00								Y

														PUMP#1, BASEMENT,

														PUMP RM BD00

						DWP3352								DOMESTIC WATER										100																								0.00						0.00		0.00								Y

														PUMP#2, BASEMENT,

														PUMP RM BD00

						DWP3353								DOMESTICE WATER										100										GRUND														0.00						0.00		0.00								Y

														PUMP#3, BASEMENT,

														PUMP RM BD00

						EGEN100								Generator Inspection										100																								0.00						0.00		0.00								Y

														(Monthly)

						EGEN3026								EMERGENCY										01-13										ONAN														0.00						0.00		0.00								Y

														GENERATOR#1, FL 13,

														GENERATOR RM

						EGEN3028								EMERGENCY										01-13										CAT														0.00						0.00		0.00								Y

														GENERATOR#2, FL 13,

														GENERATOR RM

						EGEN3437								EMERGENCY GENERATOR,										003SYS										CATA														0.00						0.00		0.00								Y

														FL 1, GENERATOR RM

						ELEV100								Test Elevator Telephones										100																								0.00						0.00		0.00								Y

														(Monthly)

						ELEVF100								Elevator Fire Recall Test										100																								0.00						0.00		0.00								Y

														(Weekly)

						ELWP2357								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														2HE, FL 2, 2A00 STORAGE

														RM

						ELWP2838								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 7, AT ELEVATOR BANK

						ELWP2839								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 4, AT ELEVATOR BANK

						ELWP3018								CIRCUIT BREAKER PANEL,										100										WEST														0.00						0.00		0.00								Y

														FL 14

						ELWP3035								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 14, OUTSIDE MAIN

														ELEVATOR RM

						ELWP3038								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 14, MAIN ELEVATOR

						ELWP3039								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 14, MAIN ELEVATOR

						ELWP3074								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 13, ELECTRICAL 13A00

														RM

						ELWP3075								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														13LEM, FL 13, ELECTRICAL

														13A00 RM

						ELWP3078								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														12HW, FL 12, ELECTRICAL

														AT ELEVATOR

						ELWP3079								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														12LW, FL 12, ELECTRICAL

														AT ELEVATOR

						ELWP3081								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														12LE, FL 12, ELECTRICAL

														12A10 RM

						ELWP3082								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 12, ELECTRICAL 12A10

														RM

						ELWP3083								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														12CE, FL 12, ELECTRICAL

														12A10 RM

						ELWP3085								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														12CW, FL 12, STORAGE

														12A00 RM

						ELWP3091								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														11LW, FL 11, ELECTRICAL

														11A11 RM

						ELWP3094								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														11LE, FL 11, 11A23

														ELECTRCAL RM

						ELWP3095								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														11HE, FL 11, 11A23

														ELECTRICAL

						ELWP3096								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														11CE, FL 11, 11A23

														ELECTRICAL RM

						ELWP3099								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 11, 11A00 STORAGE RM

						ELWP3100								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														11CW, FL 11, 11A00

														STORAGE RM

						ELWP3104								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														9LE, FL 9, ELECTRICAL AT

														STAIR D

						ELWP3105								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														C, FL 9, ELECTRICAL AT

														STAIR D

						ELWP3106								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														PCAE, FL 9, ELECTRICAL

														AT STAIRS D

						ELWP3107								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														9CE, FL 9, ELECTRICAL AT

														STAIR D

						ELWP3109								CIRCUIT BREAKERR										100																								0.00						0.00		0.00								Y

														PANEL-9CW, FL 9, 9028

														MDF RM

						ELWP3110								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														9HAC, FL 9, RM 9028 MDF

														RM

						ELWP3113								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														A, FL 9, ELECTRIC BY

														FRIEGHT ELEVATOR

						ELWP3114								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														B, FL 9, ELECTRIC AT

														FRIEGHT ELEVATOR

						ELWP3115								CICUIT BREAKER PANEL A,										100																								0.00						0.00		0.00								Y

														FL 10, ELECTRICAL AT

														FREIGHT ELEVATOR

						ELWP3116								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														B, FL 10, ELECTRICAL AT

														FREIGHT ELEVATOR

						ELWP3117								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														C, FL 10, ELECTRIC AT

														STAIR D

						ELWP3118								CIRCUIT BREAKERR										100																								0.00						0.00		0.00								Y

														PANEL-10LE, FL 10,

														ELECTRICAL AT STAIR D

						ELWP3119								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														10BE, FL 10, ELECTRICAL

														AT STAIR D

						ELWP3120								CIRCUIT BREAKERR										100																								0.00						0.00		0.00								Y

														PANEL-10CE, FL 10,

														ELECTRICAL AT STAIR D

						ELWP3121								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														10CE, FL 10, ELECTRICAL

														AT STAIR D

						ELWP3123								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														10BW, FL 10, 1022 IDF RM

						ELWP3124								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														10CW, FL 10, 10022 IDF RM

						ELWP3125								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														10CW, FL 10, 10022 IDF RM

						ELWP3128								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 8, ELECTRICAL AT STAIR

														D

						ELWP3129								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														D, FL 8, ELECTRICAL AT

														STAIR D

						ELWP3130								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														C, FL 8, ELECTRICAL AT

														STAIR D

						ELWP3131								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														8B, FL 8, ELECTRICAL AT

														STAIR D

						ELWP3136								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														A, FL 8, ELECTRICAL AT

														FREIGHT ELEVATOR

						ELWP3137								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														A, FL 8, ELECTRICAL AT

														FREIGHT ELEVATOR

						ELWP3138								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														7HW, 7 FL, ELCTRICAL AT

														FREIGHT ELEVATOR

						ELWP3139								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														7LW, FL 7, ELECTRICAL AT

														FREIGHT ELEVATOR

						ELWP3143								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														A, FL 6, ELECTRICAL AT

														FREIGHT ELEVATOR

						ELWP3144								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														B, FL 6, ELECTRICAL AT

														FREIGHT ELEVATOR

						ELWP3146								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														SLD1, FL 6, RM 637

														SERVER

						ELWP3149								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														D, FL 6, ELECTRICAL AT

														STAIR D

						ELWP3150								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														B, FL 6, ELECTRICAL AT

														STAIR D

						ELWP3152								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														6B, FL 6, ELECTRICAL AT

														STAIR D

						ELWP3154								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														HL5A, FL 5, ELECTRICAL AT

														FREIGHT ELEVATOR

						ELWP3155								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														5A, FL 5, ELECTRICAL AT

														FREIGHT ELEVATOR

						ELWP3158								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														L5B, FL 5, ELECTRICAL AT

														STAIR D

						ELWP3159								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														L5C, FL 5, ELECTRICAL

														STAIR D

						ELWP3160								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														5B, FL 5, ELECTRICAL AT

														STAIR D

						ELWP3162								ELECTRICAL DISCONNECT										100																								0.00						0.00		0.00								Y

														PANEL-4A, FL 4, RM 4A06

														ELECTRICAL

						ELWP3163								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														4HW, FL 4, RM  4A06

														ELECTRICAL

						ELWP3164								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														4LW, FL 4, RM 4A06

														ELECTRICAL

						ELWP3172								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 11, RM 11A11

														ELECTRICAL

						ELWP3173								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 11, RM 11A11

														ELECTRICAL

						ELWP3183								ELECTRIC DISTIBUTION										100																								0.00						0.00		0.00								Y

														PANEL-D4B, FL 4, 4A17

														ELECTRICAL RM

						ELWP3184								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														4LE, FL 4, 4A17

														ELECTRICAL RM

						ELWP3185								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 4, 4A17 ELECTRICAL RM

						ELWP3186								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														4HE, FL 4, 4A17

														ELECTRICAL RM

						ELWP3187								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														4CW, FL 4, 4A17

														ELECTRICAL RM

						ELWP3188								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 4, 4A17 ELECTRICAL RM

						ELWP3189								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														4CE, FL 4, 4A17

														ELECTRCIAL RM

						ELWP3193								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 4, 4A00 UPS RM

						ELWP3197								CIRCUIT BREAKER										100																								0.00						0.00		0.00								Y

														PASNEL, FL 4, 4A00 UPS

														RM

						ELWP3205								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														UPS-A, FL 4, 4A04 EAST

						ELWP3206								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														UPS-B, FL 4, 4A04 EAST

						ELWP3207								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														UPS-C, FL 4, 4A04 EAST

						ELWP3208								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														UPS-D, FL 4, 4A04 EAST

						ELWP3209								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														UPS-D1, FL 4, 4A04 EAST

						ELWP3211								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														PBXL, FL 4, 4D04 SERVER

														RM

						ELWP3212								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														MDF, FL 4, 4A08 SERVER

														RM

						ELWP3216								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														3HW, FL3, 3A12A

														ELECTRICAL RM

						ELWP3217								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														3LW, FL 3, 3A12A

														ELECTRICAL RM

						ELWP3224								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														3LE, FL 3, 3A21

														ELECTRICAL RM

						ELWP3225								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														3G, FL 3, 3A21 ELECTRICAL

														RM

						ELWP3226								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														3HE, FL 3, 3A21

														ELECTRICAL RM

						ELWP3227								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														3CE2, FL 3, 3A21

														ELECTRICAL RM

						ELWP3228								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														3CE, FL 3, 3A21

														ELEECTRCIAL RM

						ELWP3230								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														3CW, FL 3, 3A00 STORAGE

														RM

						ELWP3251								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														2HW, FL 2, 2A04

														ELECTRICAL RM

						ELWP3252								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 2, 2A04 ELECTRICAL RM

						ELWP3253								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 2, 2A04 ELECTRICAL RM

						ELWP3256								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														2L, FL 2, 2A00 STORAGE

														RM

						ELWP3258								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														2CW, FL 2, 2A00

														ELECTRCIAL RM

						ELWP3259								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														2CWA, FL 2, 2A00

														ELECTRICAL RM

						ELWP3260								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														2CE, FL 2, 2A00

														ELECTRICAL RM

						ELWP3264								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 2, 2B08 ELECTRICAL RM

						ELWP3268								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														2C, FL 2, COMMUNCATION

														RM 2A07

						ELWP3269								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														2D-1, FL 2,

														COMMUNICATION RM 2A07

						ELWP3270								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														2D-2, FL 2,

														COMMUNICATION RM 2A07

						ELWP3274								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														2F, FL 2, MECH RM 2B02

						ELWP3275								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 2, MECH RM 2B02

						ELWP3277								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														A, FL 1, ELECTRICAL RM

														1A03

						ELWP3278								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														B, FL 1, ELECTRICAL RM

														1A03

						ELWP3279								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														K1, FL 1, ELECTRICAL RM

														1C26

						ELWP3280								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL RM 1C26

						ELWP3281								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														K, FL1, ELECTRICAL RM

														1C26

						ELWP3282								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														LA, FL 1, ELECTRICAL RM

														1C26

						ELWP3306								CIRCUIT BREAKER PANEL										100																								0.00						0.00		0.00								Y

														ICE, FL 1, STORAGE 1A00

						ELWP3330								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BD29

						ELWP3331								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BD29

						ELWP3332								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BD29

						ELWP3334								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BD08A

						ELWP3335								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BD08A

						ELWP3363								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BA06

						ELWP3364								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BA06

						ELWP3365								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BA06

						ELWP3371								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BB13

						ELWP3372								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BB13

						ELWP3373								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BB13

						ELWP3394								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, STORAGE RM

														BA03

						ELWP3395								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, STORAGE RM

														BA03

						ELWP3400								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, STORAGE RM

														BC03

						ELWP3442								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 1, ELECTRICAL

														EQUIPMENT

						ELWP3443								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														LIGHTING, FL 1,

														ELECTRICAL EQUIPMENT

														RM

						ELWP3444								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL, 1, ELECTRICAL

														EQUIPMENT RM

						ELWP3457								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 1, TENANT COPY

														CENTER

						ELWP3458								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 1, TENANT COPY

														CENTER

						ELWP3478								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 7, SERVER RM AT

														RECEPTIONIST

						ELWP3479								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 7, SERVER RM AT

														RECEPTIONIST

						ELWP3481								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 7, ELECTRIC RM AT

														STAIR D

						ELWP3482								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 7, ELECTRIC RM AT

														STAIR D

						ELWP3483								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 7, ELECTRIC RM AT

														STAIR D

						ELWP3484								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														FL 7, ELECTRICAL AT STAIR

														D

						EPP3014								DISCONNECT PANEL-DP14-										100																								0.00						0.00		0.00								Y

														1, FL 14, TOP OF SPIRAL

														STAIRS

						EPP3015								MCC, FL 14, TOP OF										100										WEST														0.00						0.00		0.00								Y

														SPIRAL STAIRS

						EPP3017								DISCONNECT PANEL, FL										100										WEST														0.00						0.00		0.00								Y

														14, TOP OF SPIRAL STAIRS

						EPP3061								MOTOR CONTROL										100																								0.00						0.00		0.00								Y

														CENTER, FL 13, CHILLER

														RM

						EPP3071								ELECTRIC DISTRIBUTION										100																								0.00						0.00		0.00								Y

														PANEL, FL 13, BOILER RM

						EPP3077								ELECTRIC DISTRIBUTION										100																								0.00						0.00		0.00								Y

														PANEL, FL 12, ELECTRICAL

														AT ELEVATOR

						EPP3080								ELECTRIC DISTRIBUTION										100																								0.00						0.00		0.00								Y

														PANEL, FL 12, ELECTRICAL

														12A10 RM

						EPP3103								ELECTRIC DISTRIBUTION										100																								0.00						0.00		0.00								Y

														PANEL, FL9, ELECTRICAL

														AT STAIR D

						EPP3112								ELECTRIC DISTRIBUTION										100																								0.00						0.00		0.00								Y

														PANEL, FL 9, ELECTRIC AT

														FREIGHT ELEVATOR

						EPP3142								ELECTRIC DISCONNECT										100																								0.00						0.00		0.00								Y

														PANEL-D6A, FL 6,

														ELECTRICAL AT FREIGHT

														ELEVATOR

						EPP3151								ELECTRICAL DISCONNECT										100																								0.00						0.00		0.00								Y

														PANEL-D6B, FL 6,

														ELECTRICAL AT STAIR D

						EPP3165								MCC-41B, FL 4, RM 4A05										100																								0.00						0.00		0.00								Y

														MECH

						EPP3174								MCC, FL 4, 4A15 MECH RM										100																								0.00						0.00		0.00								Y

						EPP3192								ELECTRICAL										100																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL-

														MBPBH111, FL 4, 4A00 UPS

														RM

						EPP3215								ELECTRICAL										100																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL, FL

														3, 3A12A ELECTRICAL RM

						EPP3222								ELECTRICAL										100																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL-D3B,

														FL 3, 3A21 ELECTRICAL RM

						EPP3223								ELECTRICAL										100																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL-D3C,

														FL 3, 3A21 ELECTRICAL RM

						EPP3239								MCC 1-A, FL 3, 3A09 MECH										100																								0.00						0.00		0.00								Y

														RM

						EPP3246								MCC, FL , 3A19 MECH RM										100																								0.00						0.00		0.00								Y

						EPP3273								ELECTRIC DISTRIBUTION										100																								0.00						0.00		0.00								Y

														PANEL, FL 2, MECH RM

														2B02

						EPP3276								ELECTRIC DISTRIBUTION										100																								0.00						0.00		0.00								Y

														PANEL, FL 1, ELECTRICAL

														RM 1A03

						EPP3325								MAIN ELECTRICAL										100																								0.00						0.00		0.00								Y

														SWITCH, BASEMENT,

														MECH RM BD29

						EPP3326								ELECTRICAL										100																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL,

														BASEMENT, MECH RM

														BD29

						EPP3327								ELECTRICAL										100																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL,

														BASEMENT, MECH RM

														BD29

						EPP3328								MCC 4A, BASSEMENT,										100																								0.00						0.00		0.00								Y

														MECH RM BD29

						EPP3329								ELECTRICAL										100																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL,

														BASEMENT, MECH RM

														BD29

						EPP3344								ELECTRICAL DISCONNECT										100																								0.00						0.00		0.00								Y

														PANEL, BASEMENT, PUMP

														RM BD00

						EPP3440								ELECTRICAL										100																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL, FL

														1, ELECTRICAL

														EQUIPMENT

						EPP3441								ELECTRICAL										100																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL, FL

														1, ELECTRICAL

														EQUIPMENT RM

						EWLP3392								CIRCUIT BREAKER PANEL,										100																								0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB17

						EXHF3012								EXHAUST FAN, ROOF										100										GREEN														0.00						0.00		0.00								Y

						EXHF3016								EXHAUST FAN-1301, FL 14,										100										CHI														0.00						0.00		0.00								Y

														TOP OF SPIRAL STAIRS

						EXHF3020								EXHAUST FAN, ELEVATOR										100										DYN														0.00						0.00		0.00								Y

														PENT HOUSE, SERVER

														ELEVATOR RM

						EXHF3062								EXHAUST FAN, FL 13,										100										GREEN														0.00						0.00		0.00								Y

														CHILLER RM

						EXHF3063								EXHAUST FAN, FL 13,										100										GREEN														0.00						0.00		0.00								Y

														CHILLER RM

						EXHF3073								EXHAUST FAN, FL 13,										100																								0.00						0.00		0.00								Y

														BOILER-OVERHEAD

						EXHF3293								EXHAUST FAN, FL 1, MECH										100										DAY														0.00						0.00		0.00								Y

														RM 1C23 LOADING DOCK

						EXHF3296								EXHAUST FANM FL 1,										100																								0.00						0.00		0.00								Y

														LOADING DOCK

						EXHF3300								EXHAUST FAN, FL 1, MECH										100										GREEN														0.00						0.00		0.00								Y

														RM 1C24

						EXHF3304								STAIRWELL										100										GREEN														0.00						0.00		0.00								Y

														PRESSUREZATION FAN, FL

														1, STORAGE RM 1A00

						EXHF3305								STAIRWELL										100										GREEN														0.00						0.00		0.00								Y

														PRESSUREZATION FAN, FL

														1, STORAGE RM 1A00

						EXHF3370								EXHAUST FAN, BASEMENT,										100										GREEN														0.00						0.00		0.00								Y

														MECH RM BB32

						EXHF3375								EXHAUST FAN, BASEMENT,										100										GREEN														0.00						0.00		0.00								Y

														MAIN ELECTRICAL RM

														BB07

						FAMP3347								FIRE PUMP CONTROLLER,										100										FIRE														0.00						0.00		0.00								Y

														BASMENT, PUMP RM BD00

						FAMP3447								FIRE PUMP CONTROLLER,										100																								0.00						0.00		0.00								Y

														FL 1, FFIRE PUMP RM

						FEX003								Fire Extinguisher Inspection										003SYS																								0.00						0.00		0.00								Y

														(Monthly)

						FEX100								Fire Extinguisher Inspection										100																								0.00						0.00		0.00								Y

						FIREP3346								FIRE PUMP, BASEMENT,										100										PEER														0.00						0.00		0.00								Y

														PUMP RM BD00

						FIREP3348								JOCKEY FIRE PUMP,										100										GRUND														0.00						0.00		0.00								Y

														BASEMENT, PUMP RM

														BD00

						FIREP3446								FIRE PUMP, FL 1, FIRE										100										PAT														0.00						0.00		0.00								Y

														PUMP RM

						FJP3349								JOCKEY PUMP										100										SQD														0.00						0.00		0.00								Y

														CONTROLLER, BASEMENT,

														PUMP RM BD00

						FJP3448								JOCKEY FIRE PUMP, FL1,										100										GRUND														0.00						0.00		0.00								Y

														FIRE PUMP RM

						FJP3449								JOCKEY PUMP										100																								0.00						0.00		0.00								Y

														CONTROLLER, FL 1, FIRE

														PUMP RM

						FOUN3134								WATER COOLER, FL 8,										100										OASIS														0.00						0.00		0.00								Y

														HALL ATY MENS

														RESTROOM

						FOUN3134A								WATER COOLER, FL 8,										100										OASIS														0.00						0.00		0.00								Y

														HALL ATY MENS

														RESTROOM

						FOUN3135								WATER COOLER, FL 8,										100										OASIS														0.00						0.00		0.00								Y

														HALL ATY MENS

														RESTROOM

						FOUN3135A								WATER COOLER, FL 8,										100										OASIS														0.00						0.00		0.00								Y

														HALL ATY MENS

														RESTROOM

						FOUN3140								WATER COOLER, FL 7,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3140A								WATER COOLER, FL 7,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														REWSTROOM

						FOUN3141								WATER COOLER, FL 7,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3141A								WATER COOLER, FL 7,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3145								WATER COOLER, FL 6,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3145A								WATER COOLER, FL 6,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3148								WATER COOLER, FL 6,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3148A								WATER COOLER, FL 6,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3156								WATER COOLER, FL 5,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMES

														RESTROOM

						FOUN3156A								WATER COOLER, FL 5,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3157								WATER COOLER, FL 5,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3157A								WATER COOLER, FL 5,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3182								WATER COOLER, FL 4,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3182A								WATER COOLER, FL 4,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3198								WATER COOLER, FL 4,										100										OASIS														0.00						0.00		0.00								Y

														HAAL AT WOMENS

														RESTROOM

						FOUN3198A								WATER COOLER, FL 4,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3219								WATER COOLER, FL 3,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3219A								WATER COOLER, FL 3,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3220								WATER COOLER, FL 3,										100										OASIS														0.00						0.00		0.00								Y

														HALL MENS RESTROOM

						FOUN3220A								WATER COOLER, FL 3,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3254								WATER COLLER, FL 2,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3254A								WATER COOLER, FL 2,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3255								WATER COOLER, FL 2,										100										OASIS														0.00						0.00		0.00								Y

														HALL MENS RESTROOM

						FOUN3255A								WATER COOLER, FL 2,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3301								WATER COOLER, FL 1,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3301A								WATER COOLER, FL 1,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3302								WATER COOLER, FL 1,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT MENS RESTROOM

						FOUN3302A								WATER COOLER, FL 1,										100										OASIS														0.00						0.00		0.00								Y

														HALLS AT MENS

														RESTROOM

						FOUN3314								WATER COOLER, FL 1,										100										OASIS														0.00						0.00		0.00								Y

														KITCHEN

						FOUN3322								WATER COOLER, FL 1,										100										OASIS														0.00						0.00		0.00								Y

														BAKERY

						FOUN3338								WATER COOLER										100										PERFECT														0.00						0.00		0.00								Y

														REFRIGERATOR UNIT,

														BASEMENT, MECH RM

														BD08

						FOUN3359								WATER COOLER(2),										100										OASIS														0.00						0.00		0.00								Y

														BASEMENT HALL AT MENS

														RESTROOM

						FOUN3359A								WATER COOLER,										100										OASIS														0.00						0.00		0.00								Y

														BASEMENT, HALL AT MENS

														RESTROOM

						FOUN3362								WATER COOLER(2),										100										OASIS														0.00						0.00		0.00								Y

														BASEMENT, HALL OF

														WOMENS RESTROOM

						FOUN3362A								WATER COOLER,										100										OASIS														0.00						0.00		0.00								Y

														BASSEMENT, HALL AT

														WOMENS RESTROOM

						FOUN3419								WATER COOLER, FL 9,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3419A								WATER COOLER, FL 9,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3420								WATER COOLER, FL 9,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3420A								WATER COOLER, FL 9,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3423								WATER COOLER, FL 10,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3423A								WATER COOLER, FL 10,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3424								WATER COOLER, FL 10,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3424A								WATER COOLER, FL 10,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3425								WATER COOLER, FL 11,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3425A								WATER COOLER, FL 11,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3426								WATER COOLER, FL 11,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3426A								WATER COOLER, FL 11,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3429								WATER COOLER, FL 12,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3429A								WATER COOLER, FL 12,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3430								WATER COOLER, FL 12,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						FOUN3430A								WATER COOLER, FL 12,										100										OASIS														0.00						0.00		0.00								Y

														HALL AT WOMENS

														RESTROOM

						GENB100								Generator Battery Inspection										100																								0.00						0.00		0.00								Y

														(Weekly)

						GGAT3459								TRAFFICE GATE, FL 1,										100										DC				10/13/2001										0.00						0.00		0.00								Y

														SOUTHWEST EXIT

						GGAT3460								TRAFFIC GATE, FL 1,										100										DC				10/13/2001										0.00						0.00		0.00								Y

														SOUTHWEST EXIT

						GGAT3463								TRAFFIC GATE, FL 1,										100										DC				10/13/2001										0.00						0.00		0.00								Y

														SOUTHEAST GATE

						GGAT3464								TRAFFIC GATE, FL 1,										100										DC				10/13/2001										0.00						0.00		0.00								Y

														SOUTHEAST ENTRANCE

						GGAT3465								TRAFFIC GATE, FL 1,										100										DC				10/13/2004										0.00						0.00		0.00								Y

														SOUTHEAST ENTRANCE

						GGAT3466								TRAFFIC GATE										100										WPS				10/13/2001										0.00						0.00		0.00								Y

														CONTROLLER, FL 1,

														SOUTHEAST ENTRANCE

						HWCP3067								HOT WATER COOLING										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														PUMP-HWP8, FL 13,

														BOILER RM

						HWCP3068								HOT WATER COOL PUMP-										100										TACO				10/4/2000										0.00						0.00		0.00								Y

														HWP9, FL 13, BOILER RM

						HWCP3069								HOT WATER COOL PUMP-										100										WORTH														0.00						0.00		0.00								Y

														HWP10, FL 13, BOILER RM

						ICE3090								ICE MACHINE, FL 12,										100										SCOTT														0.00						0.00		0.00								Y

														BREAKROOM

						ICE3102								ICE MACHINE, FL 11, 11A14										100																								0.00						0.00		0.00								Y

														BREAKROOM

						ICE3133								ICE MACHINE, FL 8,										100										FOLL														0.00						0.00		0.00								Y

														BREAKROOM

						ICE3181								ICE MACHINE, FL 4, 4A09										100										SCOTT														0.00						0.00		0.00								Y

														BREAKROOM

						ICE3221								ICE MACHINE, FL 3, 3A12										100										SCOTT														0.00						0.00		0.00								Y

														BREAKROOM

						ICE3303								ICE MACHINE, FL 1, STAFF										100										SCOTT														0.00						0.00		0.00								Y

														LOUNGE RM 1C01

						KGT3357								KITCHEN GREASE TRAP,										100										RHEEM														0.00						0.00		0.00								Y

														BASEMENT, BD00

						LIFTP3323								SEWER PUMP, BASEMENT,										100										CHI														0.00						0.00		0.00								Y

														MECH RM BD29

						LIFTP3324								SEWER PUMP, BASEMENT,										100										CHI														0.00						0.00		0.00								Y

														MECH RM BD29

						PKG3007								ROOF TOP UNIT#1, ROOF										100										TRANE				10/3/2000										0.00						0.00		0.00								Y

						PKG3202								COMPUTER RM A/C #1, FL										100										LIE														0.00						0.00		0.00								Y

														4, 4A04 WEST

						PKG3203								COMPUTER RM A/C #2, FL										100										LIE														0.00						0.00		0.00								Y

														4, 4A04 NORTH

						PKG3204								COMPUTER RM A/C #3, FL										100										LIE														0.00						0.00		0.00								Y

														4, 4A04 SOUTH

						PKG3210								PACKAGE A/C #4, FL 4,										100										LIE														0.00						0.00		0.00								Y

														4D04 SERVER RM

						PKG3212								CIRCUIT BREAKER PANEL-										100																								0.00						0.00		0.00								Y

														MDF, FL 4, 4A08 SERVER

														RM

						PKG3213								COMPUTER RM A/C #5, FL										100										LIE														0.00						0.00		0.00								Y

														4, 4A58 SERVER RM

						RCON3294								REFRIGERATION										100										RDT														0.00						0.00		0.00								Y

														CONDENSING UNIT, FL 1,

														LOADING DOCK

						RLDR3298								ROLL UP DOOR, FL 1,										100										LIFT														0.00						0.00		0.00								Y

														LOADING DOCK

						RLDR3299								ROLL UP DOOR, FL 1,										100										LIFT														0.00						0.00		0.00								Y

														LOADING DOCK

						RMTR2842								REFRIGERANT MONITOR,										100										TRANE														0.00						0.00		0.00								Y

														FL 13, RESPONSE CENTER

						SHTR3451								UNIT HEATER, FL 1, FIRE										100										BERKO														0.00						0.00		0.00								Y

														PUMP RM

						SUMP3386								SUMP PUMP#1, BASEMENT										100										WEIL														0.00						0.00		0.00								Y

														MECH RM BB03

						SUMP3387								SUMP PUMP#2,										100										WEIL														0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB03

						SUPF3009								SUPPLY FAN, ROOF										100										GREEN														0.00						0.00		0.00								Y

						SUPF3011								SUPPLY FAN, ROOF										100										GREEN														0.00						0.00		0.00								Y

						TRNS3013								TRANSFORMER, 14TH FL										100										FPC														0.00						0.00		0.00								Y

						TRNS3019								TRANSFORMER,										100										HAM														0.00						0.00		0.00								Y

														ELEVATOR PENT HOUSE,

														SERVER ELEVATOR RM

						TRNS3040								TRANSFORMER, FL 14,										100																								0.00						0.00		0.00								Y

														MAIN ELEVATOR

						TRNS3041								TRANSFORMER, FL 14,										100																								0.00						0.00		0.00								Y

														MAIN ELEVATOR

						TRNS3042								TRANSFORMER, FL 14,										100																								0.00						0.00		0.00								Y

														MAIN ELEVATOR

						TRNS3043								TRANSFORMER, FL 14,										100																								0.00						0.00		0.00								Y

														MAIN ELEVATOR

						TRNS3044								TRANSFORMER FL 14,										100																								0.00						0.00		0.00								Y

														MAIN ELEVATOR

						TRNS3045								TRANSFORMER, FL 14,										100																								0.00						0.00		0.00								Y

														MAIN ELEVATOR

						TRNS3064								TRANSFORMER, FL 13,										100																								0.00						0.00		0.00								Y

														TRANSFORMER RM

						TRNS3076								TRANSFORMER, FL 13,										100																								0.00						0.00		0.00								Y

														ELECTRICAL 13A00 RM

						TRNS3084								TRANSFORMER, FL 12,										100																								0.00						0.00		0.00								Y

														ELECTRICAL 12A10 RM

						TRNS3086								TRANSFORMER, FL 12,										100																								0.00						0.00		0.00								Y

														STORAGE 12A00

						TRNS3097								TRANSFORMER, FL 11,										100																								0.00						0.00		0.00								Y

														11A23 ELECTRICAL RM

						TRNS3101								TRANSFORMER, FL 11,										100																								0.00						0.00		0.00								Y

														11A00 STORAGE RM

						TRNS3108								TRANSFORMER, FL 9,										100																								0.00						0.00		0.00								Y

														ELECTRICAL AT STAIRS D

						TRNS3111								TRANSFORMER, FL 9, 9028										100																								0.00						0.00		0.00								Y

														MDF RM

						TRNS3122								TRANSFORMER, FL 10,										100																								0.00						0.00		0.00								Y

														ELECTRICAL AT STAIR D

						TRNS3126								TRANSFORMER, FL 10,										100																								0.00						0.00		0.00								Y

														10022 IDF RM

						TRNS3132								TRANSFORMER, FL 8,										100																								0.00						0.00		0.00								Y

														ELECTRICAL AT STAIR D

						TRNS3153								TRANSFORMER, FL 6,										100																								0.00						0.00		0.00								Y

														ELECTRICAL AT STAIR D

						TRNS3161								TRANSFORMER, FL 5,										100																								0.00						0.00		0.00								Y

														ELECTRICAL AT STAIR D

						TRNS3190								TRANSFORMER, FL 4, 4A17										100																								0.00						0.00		0.00								Y

														ELECTRICAL RM

						TRNS3191								TRANSFORMER, FL 4, 4A17										100																								0.00						0.00		0.00								Y

														ELECTRICAL RM

						TRNS3194								TRANSFORMER, FL 4, 4A00										100																								0.00						0.00		0.00								Y

														UPS RM

						TRNS3195								TRANSFORMER, FL 4, 4A00										100																								0.00						0.00		0.00								Y

														UPS RM

						TRNS3196								TRANSFORMER, FL 4, 4A00										100																								0.00						0.00		0.00								Y

														UPS RM

						TRNS3229								TRANSFORMER, FL3, 3A21										100																								0.00						0.00		0.00								Y

														ELECTRICAL RM

						TRNS3231								TRANSFORMER, FL3, 3A00										100																								0.00						0.00		0.00								Y

														STORAGE RM

						TRNS3261								TRANSFORMER, FL 2, 2A00										100																								0.00						0.00		0.00								Y

														ELECTRICAL RM

						TRNS3262								TRANSFORMER, FL 2, 2A00										100																								0.00						0.00		0.00								Y

														STORAGE RM

						TRNS3263								TRANSFORMER, FL 2, 2A00										100																								0.00						0.00		0.00								Y

														STORAGE RM

						TRNS3307								TRANSFORMER, FL 1,										100																								0.00						0.00		0.00								Y

														STORAGE 1A00

						TRNS3333								TRANSFORMER,										100																								0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BD29

						TRNS3336								TRANSFORMER,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BD08A

						TRNS3345								TRANSFORMER,										100																								0.00						0.00		0.00								Y

														BASEMENT, PUMP RM

														BD00

						TRNS3366								TRANSFORMER,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BA06

						TRNS3374								TRANSFORMER,										100																								0.00						0.00		0.00								Y

														BASEMENT, ELECTRICAL

														RM BB13

						TRNS3384								TRANSFORMER,										100																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														ELECTRIC RM BB07

						TRNS3385								TRANSFORMER,										100																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														ELECTRIC RM BB07

						TRNS3393								TRANSFORMER,										100																								0.00						0.00		0.00								Y

														BASEMENT, MECH RM

														BB17

						TRNS3396								TRANSFORMER,										100																								0.00						0.00		0.00								Y

														BASEMENT, STORAGE RM

														BA03

						TRNS3445								TRANSFORMER, FL 1,										100																								0.00						0.00		0.00								Y

														ELECTRICAL EQUIPMENT

						TRNS3456								TRANSFORMER, FL 1,										100																								0.00						0.00		0.00								Y

														TENANT COPY CENTER

						TRNS3468								TRANSFORMER, ROOF,										100																								0.00						0.00		0.00								Y

														ELEVATOR EQUIPMENT

						TRNS3469								TRANSFORMER, ROOF,										100																								0.00						0.00		0.00								Y

														ELEVATOR EQUIPMENT

						TRNS3470								TRANSFORMER, ROOF,										100																								0.00						0.00		0.00								Y

														ELEVATOR EQUIPMENT

						TRNS3480								TRANSFORMER, FL 7,										100																								0.00						0.00		0.00								Y

														SERVER RM

														RECEPTIONIST

						TRNS3485								TRANSFORMER, FL 7,										100																								0.00						0.00		0.00								Y

														ELECTRICAL AT STAIR D

						WTNK3350								FIRE PUMP TANK,										100																								0.00						0.00		0.00								Y

														BASEMENT, PUMP RM

														BD00

						WTNK3450								FIRE WATER TANK, FL 1,										100										PARK				10/13/2000										0.00						0.00		0.00								Y

														FIRE PUMP RM

						WTRH3070								HOT WATER HEATER, FL										100																								0.00						0.00		0.00								Y

														13, BOILER RM

						WTRH3354								WATER HEATER,										100										RHEEM														0.00						0.00		0.00								Y

														BASEMENT, BD00 PUMP

														RM

						WTRH3355								WATER HEATER,										100										RHEEM														0.00						0.00		0.00								Y

														BASEMENT, BD00 PUMP

														RM

						WTRH3356								WATER HEATER,										100										RHEEM														0.00						0.00		0.00								Y

														BASEMENT, PUMP RM

														BD00
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						AC1463								AIR COMPRESSOR, FL 1,										003										QUINCY														0.00						0.00		0.00								Y

														MECH RM

						AC1464								COMPRESSOR AIR DRYER,										003										HANK														0.00						0.00		0.00								Y

														FL 1, MECH RM

						AC1990								AIR COMPRESSOR, FL 1,										014										DAY				9/2/1991										0.00						0.00		0.00								Y

														RM 118 MECH

						AC2472								AIR COMPRESSOR AND										011										DALLAS														0.00						0.00		0.00								Y

														RECEIVER #2, MAIN MECH

														RM, SECTION A-EASTSIDE

						AC2473								AIR COMPRESSOR AND										011										ROBERT														0.00						0.00		0.00								Y

														RECEIVER #1, MAIN MECH

														RM, SECTION A-EASTSIDE

						AC2506								AIR COMPRESSOR,										009										QUINCY				9/2/2005										0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						AC2569								AIR COMPRESSOR, ABOVE										008										QUINCY														0.00						0.00		0.00								Y

														STAGE #2, MECH RM

						AC2611								AIR COMPRESSOR,										015										QUINCY														0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						AC2646								AIR COMPRESSOR, FL 1,										018										QUINCY														0.00						0.00		0.00								Y

														MECH RM, EAST BLDG

						AC2647								AIR DRYER, EAST BLDG,										018										BAR														0.00						0.00		0.00								Y

														FL 1, MECH RM

						AC2776								AIR COMPRESSOR, FL 3,										013										CAMP														0.00						0.00		0.00								Y

														RM 350

						AC2786								AIR COMPRESSOR, FL 2,										013										RAK														0.00						0.00		0.00								Y

														MECH RM

						AD1991								COMPRESSOR AIR DRYER,										014										HONEY				9/2/1991										0.00						0.00		0.00								Y

														FL 1, RM 118 MECH

						AD2474								AIR DRYER, MAIN MECH										011										KANK														0.00						0.00		0.00								Y

														RM, SECTION A-EASTSIDE

						AD2475								AIR DYER, MAIN MECH RM,										011										KANK														0.00						0.00		0.00								Y

														SECTION A-EASTSIDE

						AD2507								AIR DRYER, BASEMENT,										009										HANK				9/2/2005										0.00						0.00		0.00								Y

														MAIN MECH/ELECT

						AD2570								AIR DRYER, ABOVE STAGE										008										HANK														0.00						0.00		0.00								Y

														#2

						AD2612								AIR DRYER, BASEMENT,										015										HANK														0.00						0.00		0.00								Y

														RM B-4 MECH

						AHU1468								AIR HANDLER #1, FL 2,										003										CARRIER				8/31/1985										0.00						0.00		0.00								Y

														EAST MECH

						AHU1469								AIR HANDLER#2, FL 2,										003										CARRIER				8/31/1985										0.00						0.00		0.00								Y

														EAST MECH RM

						AHU1470								AIR HANDLER#3, FL 2,										003										CARRIER				8/31/1985										0.00						0.00		0.00								Y

														WEST MECH RM

						AHU1471								AIR HANDLER#4, FL 2,										003										CARRIER				8/31/1985										0.00						0.00		0.00								Y

														WEST MECH RM

						AHU1481								AIR HANDLER#7, FL 3,										003										CARRIER				8/31/1985										0.00						0.00		0.00								Y

														WEST MECH RM

						AHU1482								AIR HANDLER#8, FL 3,										003										CARRIER				8/31/1985										0.00						0.00		0.00								Y

														WEST MECH RM

						AHU1488								AIR HANDLER#5, FL 3,										003										CARRIER				8/31/1985										0.00						0.00		0.00								Y

														EAST MECH RM

						AHU1489								AIR HANDLER#6, FL 3,										003										CARRIER				8/31/1985										0.00						0.00		0.00								Y

														EAST MECH RM

						AHU1494								AIR HANDLING UNIT#7, FL										004										TRANE				9/1/1983										0.00						0.00		0.00								Y

														3, RM 323 EAST MECH

						AHU1495								AIR HANDLING UNIT, FL 3,										004										TRANE														0.00						0.00		0.00								Y

														RM 323 EAST MECH

						AHU1496								AIR HANDLING UNIT#5, FL										004										TRANE				9/1/1983										0.00						0.00		0.00								Y

														3, RM 322 WEST MECH

						AHU1497								AIR HANDLING UNIT#6, FL										004										TRANE				9/1/1983										0.00						0.00		0.00								Y

														3, RM 322 WEST MECH

						AHU1499								AIR HANDLING#1, FL 2, RM										004										TRANE				9/1/1983										0.00						0.00		0.00								Y

														222 EASTSIDE MECH

						AHU1500								AIR HANDLING #2, FL 2, RM										004														9/1/1983										0.00						0.00		0.00								Y

														222 EASTSIDE MECH

						AHU1968								AIR HANDLING#3, FL 2,										004										TRANE				9/1/1983										0.00						0.00		0.00								Y

														WESTSIDE MECH

						AHU1969								AIR HANDLING UNIT, FL 2,										004										TRANE				9/1/1983										0.00						0.00		0.00								Y

														WESTSIDE MECH

						AHU1975								FAN COIL UNIT-FC1, FL 1,										004										MC														0.00						0.00		0.00								Y

														HAAL OUTSIDE ENTRANCE

						AHU1976								FAN COIL UNIT-FC1, FL 1,										003										CARRIER				8/31/1985										0.00						0.00		0.00								Y

														HALL OUTSIDE ELEVATOR

						AHU1987								AIRHANDLING UNIT #1, FL										014										TRANE				9/2/2004										0.00						0.00		0.00								Y

														1, RM 118 MECH R

						AHU1992								AIR HANDLER #2, FL 2, RM										014										TRANE				9/2/2004										0.00						0.00		0.00								Y

														215 MECH

						AHU1997								AIR AHANDLER #3, FL 2,										014										CARRIER														0.00						0.00		0.00								Y

														RM 254 COPY ROOM

						AHU2368								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														FL 1, CEILING IN HALL BY

														RM 136B

						AHU2369								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 1, CEILING IN HALL BY

														RM 136B

						AHU2370								AIR HANDLING#2, FL 1,										012										MC														0.00						0.00		0.00								Y

														BOOK STORE

						AHU2371								AIR HANDLING UNIT#3, FL										012										MC														0.00						0.00		0.00								Y

														1, BOOK STORE

						AHU2372								AIR HANDLING UNIT#1, FL										012										MC				9/16/1986										0.00						0.00		0.00								Y

														1, BOOK STORE

														WAREHOUSE

						AHU2377								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														241 EAST UNIT

						AHU2378								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														241 WEST UNIT

						AHU2379								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														239 EAST UNIT

						AHU2380								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														239 WEST UNIT

						AHU2381								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														237 EAST UNIT

						AHU2382								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														237 WEST UNIT

						AHU2383								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														235 EAST UNIT

						AHU2384								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														235 WEST UNIT

						AHU2385								FAN COIL UNIT, FL2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														233 EAST UNIT

						AHU2386								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														233 WEST UNIT

						AHU2387								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														231 EAST UNIT

						AHU2388								FAN COIL UNIT, FL 2, RM										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														231 WEST UNIT

						AHU2392								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 232

						AHU2393								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 232

						AHU2394								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 234

						AHU2395								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 234

						AHU2396								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 236

						AHU2397								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 236

						AHU2398								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 238

						AHU2399								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 238

						AHU2400								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				8/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 240

						AHU2401								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 240

						AHU2402								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				8/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 242

						AHU2403								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				8/16/1986										0.00						0.00		0.00								Y

														FL 2, RM 242

						AHU2407								FAN COIL UNT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														NORTHEAST UNIT, FL 3, RM

														337

						AHU2408								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														NORTHWEST UNIT, FL 3,

														RM 337

						AHU2409								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														SOUTHEAST UNIT, FL 3, RM

														337

						AHU2410								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														SOUTHWEST UNIT, FL 3,

														RM 337

						AHU2411								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 3, RM 335

						AHU2412								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 3, RM 335

						AHU2413								FAN COIL UNIT-NORTH										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														UNIT, FL 3, RM 333

						AHU2414								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														SOUTHEAST UNIT, FL 3, RM

														333

						AHU2415								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														SOUTHWEST UNIT, FL 3,

														RM 333

						AHU2416								AIR HANDLING UNIT-1A, FL										012										THERMAL														0.00						0.00		0.00								Y

														3, MECH RM

						AHU2420								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 3, RM 334

						AHU2421								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 3, RM 334

						AHU2422								FAN COIL UNIT-WEST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 3, RM 336

						AHU2423								FAN COIL UNIT-EAST UNIT,										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														FL 3, RM 336

						AHU2424								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														NORTHWEST UNIT, FL 3,

														RM 338

						AHU2425								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														NORTHEAST UNIT, FL 3, RM

														338

						AHU2427								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														SOUTHEAST UNIT, FL 3, RM

														338

						AHU2428								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														SOUTHWEST UNIT, FL 3,

														RM 340

						AHU2429								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														SOUTHEAST UNIT, FL 3, RM

														340

						AHU2430								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														NORTHWEST UNIT, FL 3,

														RM 340

						AHU2431								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														NORTHEAST UNIT, FL 3, RM

														340

						AHU2432								A/C CONDENSING UNIT,										012										LENNOX														0.00						0.00		0.00								Y

														ROOF, EASTSIDE

						AHU2434								AIR HANDLING UNIT, FL 2,										011										MC														0.00						0.00		0.00								Y

														RM 150

						AHU2487								AIR HANDLING UNIT #5,										011										MC														0.00						0.00		0.00								Y

														ROOF, EASTSIDE

						AHU2496								FAN COIL UNIT #101, FL 1,										011										GW														0.00						0.00		0.00								Y

														RM 101

						AHU2497								FAN COIL UNIT, FL 1, RM										011										GW														0.00						0.00		0.00								Y

														102

						AHU2498								FAN COIL UNIT, FL 1, RM										011										GW														0.00						0.00		0.00								Y

														103

						AHU2526								FAN COIL UNIT-										012										HERMAN-N				9/16/1986										0.00						0.00		0.00								Y

														SOUTHWEST UNIT, FL 3,

														RM 338

						AHU2527								AIR HANDLING UNIT#5, FL										009										MC				9/2/1978										0.00						0.00		0.00								Y

														2, MECH RM 224

						AHU2528								AIR HANDLING UNIT#4, FL										009										MC				9/2/1978										0.00						0.00		0.00								Y

														2, MECH RM 224

						AHU2529								AIR HANDLING UNIT#3, FL										009										MC														0.00						0.00		0.00								Y

														2, MECH RM 224

						AHU2538								AIR HANDLING UNIT, FL 1,										009										MC				9/6/1978										0.00						0.00		0.00								Y

														MECH RM 120

						AHU2539								AIR HANDLING UNIT, FL 1,										009										MC														0.00						0.00		0.00								Y

														MECH RM 120

						AHU2552								AIR HANDLING UNIT, FL 1,										009										MC														0.00						0.00		0.00								Y

														RM 125 CLASSROOM

						AHU2603								FAN COIL UNIT, BASEMENT,										008																								0.00						0.00		0.00								Y

														LOWER LOBBY-WOMENS

														RESTROOM

						AHU2619								AIR HANDLING UNIT#1,										015										YORK														0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						AHU2620								AIR HANDLING UNIT#2,										015										YORK														0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						AHU2621								AIR HANDLING UNIT#3,										015										YORK														0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						AHU2622								AIR HANDLING UNIT#4,										015										YORK														0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						AHU2623								AIR HANDLING UNIT#10,										015										BORG														0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						AHU2624								AIR HANDLING UNIT#11,										015										BORG														0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						AHU2632								AIR HANDLING UNIT#9,										015										YORK														0.00						0.00		0.00								Y

														BASEMENT, RM B-2 MECH

						AHU2633								AIR HANDLING UNIT#5, FL										015										YORK														0.00						0.00		0.00								Y

														2, MECH RM NEXT TO RM

														106

						AHU2640								AIR HANDLING UNIT, FL 2,										015										YORK														0.00						0.00		0.00								Y

														MECH SPACE-ABOVE

														STAGE

						AHU2641								AIR HANDLING UNIT#7, FL										015										YORK														0.00						0.00		0.00								Y

														2, MECH SPACE-ABOVE

														STAGE

						AHU2642								AIR HANDLING UNIT#8, FL										015										YORK														0.00						0.00		0.00								Y

														2, MECH SPACE-ABOVE

														STAGE

						AHU2656								AIR HANDLING UNIT, EAST										018										CARRIER														0.00						0.00		0.00								Y

														BLDG, FL 1, IDF/MDF RM

						AHU2662								AIR HANDLING UNIT, EAST										018										GOOD														0.00						0.00		0.00								Y

														BLDG, COURTYARD

														ENTRANCE, MECH RM

						AHU2663								AIR HANDLING UNIT-B2,										018										GOOD														0.00						0.00		0.00								Y

														EAST BLDG, COUTRYARD

														ENTRANCE, MECH RM

						AHU2675								AIR HANDLING UNIT-D1,										018										CARRIER														0.00						0.00		0.00								Y

														WEST BLDG, FL 2, MECH

														RM

						AHU2676								AIR HANDLING UNIT-D2,										018										CARRIER														0.00						0.00		0.00								Y

														WEST BLDG, FL 2, MECH

														RM

						AHU2678								AIR HANDLING UNIT#1, FL										001										YORK														0.00						0.00		0.00								Y

														2, MECH RM

						AHU2679								AIR HANDLING UNIT#2, FL										001										YORK														0.00						0.00		0.00								Y

														2, MECH RM

						AHU2680								AIR HANDLING UNIT, FL 2,										001										YORK														0.00						0.00		0.00								Y

														MECH

						AHU2731								AIR HANDLER, FL 1,										006										YORK				9/13/1985										0.00						0.00		0.00								Y

														MECHANICAL

						AHU2732								AIR HANDLER, FL 1, MECH										006										YORK				9/13/1985										0.00						0.00		0.00								Y

						AHU2738								AIR HANDLER, FL 3, MECH										006										YORK														0.00						0.00		0.00								Y

						AHU2744								AIR HANDLER, FL 2, MENS										006										YORK				9/13/1986										0.00						0.00		0.00								Y

														RESTROOM

						AHU2745								AIR HANDLER, FL 2, MENS										006										YORK				9/13/1986										0.00						0.00		0.00								Y

														RESTROOM

						AHU2750								AIR HANDLING UNIT, ROOF,										013										TRANE														0.00						0.00		0.00								Y

														PENTHOUSE

						AHU2755								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														345 SOUTHWEST UNIT

						AHU2757								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														345 NORTHWEST UNIT

						AHU2758								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														345 NORTHEAST UNIT

						AHU2759								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														345 SOUTHEAST UNIT

						AHU2760								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														345 NORTH OFFICE

						AHU2761								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														346 EAST UNIT

						AHU2762								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														346 WEST UNIT

						AHU2763								FAN COIL UNIT, FL 3, RRM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														351 NORTHWEST UNIT

						AHU2764								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														351 NORTHEAST UNIT

						AHU2765								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														351 SOUTHEAST UNIT

						AHU2766								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														351 SOUTHWEST UNIT

						AHU2770								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														352

						AHU2771								FAN COIL UNIT, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														352

						AHU2772								FAN COIL UNIT#5, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														352

						AHU2773								FAN COIL UNIT#4, FL 3, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														352

						AHU2774								FAN COIL UNIT, EAST UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														FL 3, RM 350

						AHU2775								FAN COIL UNIT, WEST UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														FL 3, RM 350

						AHU2777								FAN COIL UNIT, EAST UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														FL 3, RM 348

						AHU2778								FAN COIL UNIT, WEST UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														FL 3, RM 348

						AHU2779								FAN COIL UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														SOUTHEAST UNIT, FL 3, RM

														254

						AHU2780								FAN COIL UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														SOUTHWEST UNIT, FL 3,

														RM 254

						AHU2781								FAN COIL UNIT, NORTH										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														UNIT, FL 3, RM 254

						AHU2782								FAN COIL UNIT, EAST UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														FL 2, RM 252

						AHU2783								FAN COIL UNIT, WEST UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														FL 2, RM 252

						AHU2784								FAN COIL UNIT, EAST UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														FL 2, RM 250

						AHU2785								FAN COIL UNIT, WEST UNIT,										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														FL 2, RM 250

						AHU2787								AIRHANDLING , FL 2, MECH										013										CARRIER				9/14/2001										0.00						0.00		0.00								Y

														RM

						AHU2793								FAN COIL UNIT, FL 2, RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														349 SOUTH UNIT

						AHU2794								FAN COIL UNIT,NORTH										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														UNIT, FL 3, RM 349

						AHU2795								FAN COIL UNIT, NORTH										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														UNIT, FL 3, RM 347

						AHU2796								FAN COIL UNIT, SOUTH										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														UNIT, FL3, RM 347

						AHU2797								AIR HANDLING UNIT, FL 1,										013																								0.00						0.00		0.00								Y

														RM 150 FACILITY OFFICR

						AHU2798								AIR HANDLER UNIT#16, FL										013																								0.00						0.00		0.00								Y

														1, FACITIES CONFERENCE

														RM 148

						AHU2802								AIR HANDLER UNIT#72, FL										013										MC														0.00						0.00		0.00								Y

														1, TOOL RM

						AHU2807								FAN COIL UNIT, FL 2 , RM										013										HERMAN-N				9/14/1986										0.00						0.00		0.00								Y

														245

						AHU794								FAN COIL UNIT, FL 1, RM										011										GW														0.00						0.00		0.00								Y

														105

						AHU795								FAN COIL UNIT, FL 1, RM										011										GW														0.00						0.00		0.00								Y

														106

						AHU796								FAN COIL UNIT, FL 1, RM										011										GW														0.00						0.00		0.00								Y

														108

						AHU797								FAN COIL UNIT, FL 1,										011										GW				9/16/1977										0.00						0.00		0.00								Y

														WOMENS RESTROOM

						AHU800								FAN COIL UNIT, FL 1, RM										011										GW														0.00						0.00		0.00								Y

														107

						AHU801								FAN COIL UNIT, FL 1, RM										011										GW				9/16/1977										0.00						0.00		0.00								Y

														109

						AHU804								FAN COIL, FL 1, RM 110A										011										GW														0.00						0.00		0.00								Y

						AHU805								AIR HANDLING UNIT, FL 1,										011										MC														0.00						0.00		0.00								Y

														RM 112 CONFERENCE RM

						AHU806								FAN COIL UNIT, FL 1, RM										011										GW				9/16/1977										0.00						0.00		0.00								Y

														111

						AHU807								AIRHANDLING UNIT, FL 1,										011										CARRIER														0.00						0.00		0.00								Y

														FITNESS CENTER MECH

														RM

						AHU818								FAN COIL UNIT, FL 1, MENS										011										GW				9/16/1977										0.00						0.00		0.00								Y

														RESTROOM EAST

						AHU820								FAN COIL UNIT, FL 1, RM										011										SNYDER														0.00						0.00		0.00								Y

														118A

						AHU821								FAN COIL UNIT, FL 1, RM										011										SNYDER														0.00						0.00		0.00								Y

														118B

						AHU822								AIR HANDLING UNIT, FL 1,										011										TRANE				9/16/1996										0.00						0.00		0.00								Y

														RM 118D

						AHU823								AIR HANDLING UNIT, FL 1,										011										GW				9/16/1977										0.00						0.00		0.00								Y

														RM 116A

						AHU824								FAN COIL UNIT, FL 1, RM										011										MGA				9/16/2004										0.00						0.00		0.00								Y

														116B

						AHU825								FAN COIL UNIT, FL 1, RM										011										GW														0.00						0.00		0.00								Y

														120

						AHU826								AIR HANDLING UNIT, FL 1,										011										TRANE				9/16/2000										0.00						0.00		0.00								Y

														COSMOTOLOGY MECH RM

						AHU827								FAN COIL UNIT, FL 1,										011																								0.00						0.00		0.00								Y

														COSMOTOLOGY MECH RM

						AHU830								AIR HANDLING UNIT, FL 1,										011										MGA				9/16/2005										0.00						0.00		0.00								Y

														RM 124

						AHU831								FAN COIL UNIT, FL 1, RM										011										GW														0.00						0.00		0.00								Y

														125

						AHU832								FAN COIL UNIT, FL 1, RM										011										GW				9/16/1977										0.00						0.00		0.00								Y

														126

						AHU842								AIR HANDLING UNIT, FL 2,										011										MC														0.00						0.00		0.00								Y

														MECH RM BY RM 221

						AHU844								FAN COIL UNIT, FL 2 , RM										011										GW														0.00						0.00		0.00								Y

														228

						AHU845								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														228

						AHU848								AIR HANDLING UNIT, FL 2,										011										CARRIER														0.00						0.00		0.00								Y

														LIBRARY MECH RM,

														SERVER RM

						AHU850								AIR HANDLING UNIT, FL 2,										011										MC														0.00						0.00		0.00								Y

														PREVIEW AREA 3 LIBRARY

						AHU851								FAN COIL UNIT, FL 2, RM										011										HERMAN-N														0.00						0.00		0.00								Y

														216

						AHU852								AIR HANDLING UNIT, FL 2,										011										CARRIER														0.00						0.00		0.00								Y

														RM 218

						AHU853								FAN COIL UNIT, FL 2, RM										011										HERMAN-N														0.00						0.00		0.00								Y

														220

						AHU854								FAN COIL UNIT, FL 2, MENS										011																								0.00						0.00		0.00								Y

														RESTROOM-WESTSIDE

						AHU857								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														203 OFFICE

						AHU858								AIR HANDLING UNIT, FL 2,										011										CARRIER														0.00						0.00		0.00								Y

														RM 201 OFFICE

						AHU859								AIR HANDLING UNIT, FL 2,										011										CARRIER														0.00						0.00		0.00								Y

														RM 202 COMPUTER LAB

						AHU860								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														205 CALSSROOM

						AHU861								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														206 OFFICE

						AHU863								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														211 OFFICE

						AHU864								AIR HANDLING UNIT, FL 2,										011										MC														0.00						0.00		0.00								Y

														RM 210A

						AHU865								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														213

						AHU866								FAN COIL UNIT, FL 2, EAST										011																								0.00						0.00		0.00								Y

														HALL MENS RESTROOM

						AHU867								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														209

						AHU868								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														207

						AHU869								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														215

						AHU870								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														218 LAB

						AHU871								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														216

						AHU872								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														217

						AHU873								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														ROOF BY WESTSIDE GYM

						AHU874								FAN COIL UNIT, FL 2,										011										GW														0.00						0.00		0.00								Y

														FACILITY LOUNGE RM 223

						AHU875								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														224

						AHU876								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														226

						AHU915								FAN COIL UNIT, RM 204										011										GW														0.00						0.00		0.00								Y

						AHU916								AIR HANDLING UNIT, FL 3,										011										CARRIER														0.00						0.00		0.00								Y

														RM 301

						AHU920								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														308

						AHU921								FAN COIL UNIT, FL 3, RM										011										MC														0.00						0.00		0.00								Y

														303

						AHU922								FAN COIL UNIT, FL 3, RM										011										MC														0.00						0.00		0.00								Y

														303

						AHU925								FAN COIL UNIT, FL 3, EAST										011																								0.00						0.00		0.00								Y

														MENS RESTROOM

						AHU926								FAN COIL UNIT, FL 3 RM										011										GW														0.00						0.00		0.00								Y

														312

						AHU927								FAN COIL UNIT, FL 3 , RM										011										GW														0.00						0.00		0.00								Y

														314

						AHU928								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														316

						AHU929								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														311

						AHU930								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														317

						AHU932								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														322

						AHU933								FAN COIL UNIT, FL 3, RM										011										MGA				9/20/2004										0.00						0.00		0.00								Y

														324

						AHU934								FAN COIL UNIT, FL 3, RM										011										GW				9/20/2004										0.00						0.00		0.00								Y

														326

						AHU935								FANCOIL UNIT, FL 3, RM										011										MGA				9/20/2004										0.00						0.00		0.00								Y

														923

						AHU936								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														923

						AHU937								FAN COIL UNIT, FL 3, RM										011										GW				9/20/2004										0.00						0.00		0.00								Y

														313

						AHU938								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														320

						AHU939								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														319

						AHU940								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														325A

						AHU941								FANCOIL UNIT, FL 3, RM										011										MGA				9/20/2004										0.00						0.00		0.00								Y

														331

						AHU942								FAN COIL UNIT, FL 3, RM										011										MGA				9/20/2004										0.00						0.00		0.00								Y

														329

						AHU943								FAN COIL UNIT, FL 2, RM										011										GW														0.00						0.00		0.00								Y

														219

						AHU946								FAN COIL UNIT, FL 3, RM										011										MGA														0.00						0.00		0.00								Y

														327

						AHU947								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														307

						AHU948								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														307

						AHU949								FAN COIL UNIT, FL 3, RM										011										RECO														0.00						0.00		0.00								Y

														307

						AHU950								FAN COIL UNIT, FL 3, RM										011										GW														0.00						0.00		0.00								Y

														305

						ATS2437								EMERGENCY TRANSFER										011										GUARD														0.00						0.00		0.00								Y

														SWITCH, BASEMENT, OLD

														GUN RANGE RM

						BHW2452								HOT WATER BOILER,										011										RAY														0.00						0.00		0.00								Y

														BASEMENT, SECTION C

														SOUTHSIDE

						BHW2464								HOT WATER BOILER#1, FL										011										RBI				9/15/2001										0.00						0.00		0.00								Y

														1 SECTION A, MAIN MECH

														SOUTHSIDE

						BHW2465								HOT WATER BOILER#2,FL 1										011										RBI				9/15/2002										0.00						0.00		0.00								Y

														SECTION A, MAIN MECH

														SOUTHSIDE

						BHW2466								HOT WATER BOILER#3, FL1										011										RBI				9/15/2001										0.00						0.00		0.00								Y

														SECTION A, MAIN MECH

														SOUTHSIDE

						BHW2691								HOT WATER BOILER, FL 1,										001										LAARS														0.00						0.00		0.00								Y

														BOILER RM

						BLR2000								PAPER BAILER, OUTSIDE,										009										LOAD														0.00						0.00		0.00								Y

														WESTSIDE

						BLR2438								WATER HEATER(BOILER),										011										RAY														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHSIDE

														BLDG

						BLR2625								BOILER, BASEMENT, RM B-										015										PAT														0.00						0.00		0.00								Y

														4 MECH

						CENROOFS								Central College Roofs										200																								0.00						0.00		0.00								Y

						CHR1485								CHILLED WATER COOL										004										TACO				9/1/1982										0.00						0.00		0.00								Y

														PUMP, ROOF

						CHR2613								CHILLER #2, BASEMENT,										015										YORK														0.00						0.00		0.00								Y

														RM B-4 MECH

						CHR2614								CHILLER #1, BASEMENT,										015										YORK														0.00						0.00		0.00								Y

														RM B-4 MECH

						CHRA1475								CHILLER, ROOF										003										TRANE				8/31/1982										0.00						0.00		0.00								Y

						CHRA1483								CHILLER, ROOF										004										TRANE				9/1/1982										0.00						0.00		0.00								Y

						CHRA1978								CHILLER, OUTSIDE,										014										TRANE														0.00						0.00		0.00								Y

														NORTH

						CHRA2440								AIR COOLED CHILLER-										011										TRANE														0.00						0.00		0.00								Y

														CH1, OUTSIDE,

														SOUTHSIDE BLDG

						CHRA2462								CHILLER#2, OUTSIDE,										011										TRANE				9/1/2004										0.00						0.00		0.00								Y

														SOUTHEAST ON TRAILER

						CHRA2463								CHILLER#1, OUTSIDE,										011										TRANE				9/1/2004										0.00						0.00		0.00								Y

														SOUTHEAST ON TRAILER

						CHRA2501								CHILLER, BASEMENT, MAIN										009										TRANE														0.00						0.00		0.00								Y

														MECH/ELECT

						CHRA2568								CHILLER-CH1, OUTSIDE										009										MC														0.00						0.00		0.00								Y

														PAD, WESTSIDE

						CHRA2690								CHILLER#1, OUTSIDE,										001										YORK														0.00						0.00		0.00								Y

														EAST BLDG

						CHRA955								CHILLER ACWC-D1,										018										CARRIER				9/21/1987										0.00						0.00		0.00								Y

														OUTSIDE, NORTHEAST RM

						CHWP1477								CHILLED WATER COOL										003										AURORA														0.00						0.00		0.00								Y

														PUMP, ROOF

						CHWP1979								CHILL WATER C-PUMP,										014										TACO														0.00						0.00		0.00								Y

														OUTSIDE, NORTH

						CHWP2441								CHILLED WATER PUMP,										011										WEIN														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHSIDE

														BLDG

						CHWP2470								CHILLED WATER COOL										011										BG														0.00						0.00		0.00								Y

														PUMP#2, SECTION A, MAIN

														MECH EASTSIDE

						CHWP2471								CHILLED WATER COOL										011										WEIN														0.00						0.00		0.00								Y

														PUMP#1, SECTION A, MAIN

														MECH EASTSIDE

						CHWP2502								CHILLED WATER COOL										009										BG														0.00						0.00		0.00								Y

														PUM#1, BASEMENT, MAIN

														MECH/ELECTRICAL

						CHWP2503								CHILL WATER PUMP#2,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECTRICAL

						CHWP2530								IN LINE COOL WATER										009										TEEL														0.00						0.00		0.00								Y

														PUMP, FL 2, RM 224-OVER

														HEAD

						CHWP2583								CHILLED WATER PUMP #1,										008										MUE														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHEAST

														ENCLOSURE

						CHWP2584								CHILLED WATER PUMP#2,										008										MUE														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHEAST

														ENCLOSUER

						CHWP2615								CHILL WATER COOL										015										TACO														0.00						0.00		0.00								Y

														PUMP#1, BASEMENT, RM

														B-4 MECH

						CHWP2616								CHILL WATER COOL										015										TACO														0.00						0.00		0.00								Y

														PUMP#2, BASEMENT, RM

														B-4 MECH

						CHWP2694								CHILLED WATER COOL										001										BG														0.00						0.00		0.00								Y

														PUMP#CHP-1, FL 1,

														BROILER RM

						CHWP957								CHILLED WATER COOL										018										ARM														0.00						0.00		0.00								Y

														PUMP, OUTSIDE,

														NORTHEAST

						CIRP2617								CONDENSOR WATER										015										PEER														0.00						0.00		0.00								Y

														COOL PUMP#1,

														BASEMENT, RM B-4 MECH

						CIRP2618								CONDENSOR WATER										015										TACO														0.00						0.00		0.00								Y

														COOL PUMP#2,

														BASEMENT, RM B-4 MECH

						COMP2504								CONDENSER WATER										009										BAYOU														0.00						0.00		0.00								Y

														COOL PUMP#2,

														BASEMNET, MAIN

														MECH/ELECTRICAL

						COMP2505								CONDENSER WATER										009										BG														0.00						0.00		0.00								Y

														COOL PUMP#1,

														BASEMENT, MAIN

														MECH/ELECTRICAL

						COND1982								A/C CONDENSING UNIT,										014										GOOD														0.00						0.00		0.00								Y

														OUTSIDE, SOUTH

						COND2442								AC CONDENSOR UNIT,										011										TRANE														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHSIDE

						COND2443								A/C CONDENSOR UNIT,										011										TRANE														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHSIDE

														BLDG

						COND2659								A/C CONDENSING UNIT,										018										RUDD														0.00						0.00		0.00								Y

														EAST BLDG, ROOF, NORTH

														RM

						COND2660								A/C CONDENSING UNIT,										018										CARRIER														0.00						0.00		0.00								Y

														EAST BLDG, ROOF NORTH

						COND2751								A/C CONDENSING UNIT,										013										CARRIER														0.00						0.00		0.00								Y

														ROOF, WEST RM

						COND2752								A/C CONDENSING UNIT,										013										CARRIER														0.00						0.00		0.00								Y

														ROOF, WEST RM

						COND2753								A/C CONDENSING UNIT,										013										CARRIER														0.00						0.00		0.00								Y

														ROOF, EAST

						COND961								A/C CONDENSING UNIT,										018										UNITED														0.00						0.00		0.00								Y

														ROOF

						COOL1998								COOLING TOWER,										009										SPECTRUM														0.00						0.00		0.00								Y

														OUTSIDE, WESTSIDE

						COOL1999								COOLING TOWER,										009										MARLEY														0.00						0.00		0.00								Y

														OUTSIDE, WESTSIDE

						COOL2636								COOLING TOWER#1, ROOF										015										EVA				9/8/2001										0.00						0.00		0.00								Y

						COOL2637								COOLING TOWER#2, ROOF										015										EVA				9/8/2001										0.00						0.00		0.00								Y

						DISC1476								ELECTRICAL DISCONNECT,										003																								0.00						0.00		0.00								Y

														ROOF

						DISC1484								ELECT DISCONNECT(FOR										004																								0.00						0.00		0.00								Y

														CHILLER), ROOF

						DISC2447								ELECTRIC DISCONNCET,										011										CUTLER														0.00						0.00		0.00								Y

														BASEMENT, SECTION C,

														SOUTHSIDE

						DISC2578								FIRE PUMP SWITCH, FL 1,										007																								0.00						0.00		0.00								Y

														ELECTRIC EQUIP RM

						DISC2589								ELECTRICAL DISCONNECT,										008																								0.00						0.00		0.00								Y

														FL 1, ELECTRIC RM

						DISC2595								ELECTRIC DISCONNECT,										008																								0.00						0.00		0.00								Y

														FL 2, ELECTRIC

														EQUIPMENT AT CONTROL

														RM

						DISC2601								ELECTRICAL DISCONNECT,										008																								0.00						0.00		0.00								Y

														BASEMENT, LOWER

														LOBBY-MECH RM

						DISM1980								ELECTRIC DISCONNECT										014																								0.00						0.00		0.00								Y

														SWITCH, OUTSIDE, NORTH

						DISM1981								MAIN ELECTRIC SERVICE										014																								0.00						0.00		0.00								Y

														DISCONNECT, OUTSIDE

														WALL, EAST

						DISM2689								ELECTRICAL DISCONNECT										001																								0.00						0.00		0.00								Y

														SWITCH, OUTSIDE, EAST

														BLDG

						DISM837								DISCONNECT										011										CUTLER														0.00						0.00		0.00								Y

														TRANSFORMER, FL 1,

														STORAGE RM BY WOMENS

														RESTROOM

						DRYR814								COM. DRYER, FL 1, POOL										011										HUE														0.00						0.00		0.00								Y

														AREA LAUNDRY

						DRYR815								COM. DRYER, FL 1, POOL										011										HUE														0.00						0.00		0.00								Y

														AREA LAUNDRY

						EGEN200								Generator Inspection										200																								0.00						0.00		0.00								Y

														(Monthly)

						ELEV200								Test Elevator Telephones										200																								0.00						0.00		0.00								Y

														(Monthly)

						ELEVF200								Elevator Fire Recall Test										200																								0.00						0.00		0.00								Y

														(Weekly)

						ELWP1472								CIRCUIT BREAKER PANEL-										003																								0.00						0.00		0.00								Y

														HA, FL 2, ELECT/COMM

														EQUIPMENT

						ELWP1473								CIRCUIT BREAKER PANEL-										003																								0.00						0.00		0.00								Y

														LB, FL 2, ELECT/COMM

														EQUIPMENT

						ELWP1474								CIRCUIT BREAKER PANEL-										003																								0.00						0.00		0.00								Y

														LA, FL 2, ELECT/COMM

														EQUIPMENT RM

						ELWP1480								CIRCUIT BREAKER PANEL-										003																								0.00						0.00		0.00								Y

														HC, FL 3, JANITOR CLOSET

						ELWP1487								CIRCUIT BREAKER PANEL-										004																								0.00						0.00		0.00								Y

														HC, FL 3, JANITOR CLOSET

						ELWP1490								CIRCUIT BREAKER PANEL-										004																								0.00						0.00		0.00								Y

														HB, FL 3, ELECT/COMM

														EQUIPMENT RM

						ELWP1491								CIRCUIT BREAKER PANEL-										004																								0.00						0.00		0.00								Y

														LC, FL 3, ELECT/COMM

														EQUIPMENT RM

						ELWP1492								CIRCUIT BREAKER PANEL-										004																								0.00						0.00		0.00								Y

														LD, FL 3, ELECT/COMM

														EQUIPMENT RM

						ELWP1983								CIRCUIT BREAKER PANEL-										014																								0.00						0.00		0.00								Y

														IL, FL 1, RM 113 ELECT

						ELWP1984								CIRCUIT BREAKER PANEL-										014																								0.00						0.00		0.00								Y

														1H, FL 1, RM 113 ELECT

						ELWP1985								ELECTRIC DISTRIDUTION										014																								0.00						0.00		0.00								Y

														PANEL-DP, FL 1, RM 113

														ELECT

						ELWP1993								CIRCUIT BREAKER PANEL-										014																								0.00						0.00		0.00								Y

														2L, FL 2, 210 ELECT EQUIP

														RM

						ELWP1994								CIRCUIT BREAKER, FL 2,										014																								0.00						0.00		0.00								Y

														RM 210 ELCT EQUIP

						ELWP2375								BREAKER PANEL-PIA3N, FL										012										GE														0.00						0.00		0.00								Y

														1, MECH RM

						ELWP2390								CIRCUIT BREAKER PANEL-										012										POW														0.00						0.00		0.00								Y

														P2A1

						ELWP2404								CIRCUIT BREAKER PANEL-										012										POW														0.00						0.00		0.00								Y

														P3A3, FL 3, JANITORS

														CLOSET

						ELWP2405								BREAKER PANEL-P3A1, FL										012										POW														0.00						0.00		0.00								Y

														3, JANITOR CLOSET

						ELWP2406								BREAKER PANEL-P3A2, FL										012										POW														0.00						0.00		0.00								Y

														3, JANITOR CLOSET

						ELWP2417								BREAKER PANEL-P3A1, FL										012										POW														0.00						0.00		0.00								Y

														3, MECH RM

						ELWP2418								BREAKER PANEL-P3A2, FL										012										POW														0.00						0.00		0.00								Y

														3, MECH RM

						ELWP2446								BREAKER PANEL,										011										WIL														0.00						0.00		0.00								Y

														BASEMENT, SECTION C,

														SOUTHSIDE

						ELWP2448								CIRCUIT BREAKER PANEL,										011										WEST														0.00						0.00		0.00								Y

														BASEMENT, SECTION C,

														SOUTHSIDE

						ELWP2525								ELECTRIC DISCONNECT										009																								0.00						0.00		0.00								Y

														PANEL-DP2, BASEMENT,

														MAIN MECH/ELECT

						ELWP2526								ELECTRIC DISCONNECT										009																								0.00						0.00		0.00								Y

														PANEL-HJ, BASEMENT,

														MAIN MECH/ELECT

						ELWP2531								BREAKER PANEL-HC, FL 2,										009										GE														0.00						0.00		0.00								Y

														MENS RESTROOM #224

						ELWP2532								BREAKER PANEL-SG, FL 2,										009										GE														0.00						0.00		0.00								Y

														RM 228

						ELWP2533								CIRCUIT BREAKEER										009										GE														0.00						0.00		0.00								Y

														PANEL-HH1,FL 2, RM 228

						ELWP2534								BREAKER PANEL-HH2, FL										009										GE														0.00						0.00		0.00								Y

														2, RM 228

						ELWP2535								BREAKWER PANEL-LH, FL										009										ITE														0.00						0.00		0.00								Y

														2, RM 216

						ELWP2536								BREAKER PANEL-SF, FL 2,										009										ITE														0.00						0.00		0.00								Y

														RM 214

						ELWP2540								BREAKER PANEL-HE, FL 1,										009										GE														0.00						0.00		0.00								Y

														MECH RM 120

						ELWP2541								BREAKER PANEL-SC, FL 1,										009										GE														0.00						0.00		0.00								Y

														RM 118 WELDING SHOP

						ELWP2545								BREAKER PANEL, FL 1, RM										009										GE														0.00						0.00		0.00								Y

														115

						ELWP2546								BREAKER PANEL-LC, FL 1,										009										GE														0.00						0.00		0.00								Y

														RM 115

						ELWP2547								BREAKER PANEL-SB, FL 1,										009										GE														0.00						0.00		0.00								Y

														RM 115

						ELWP2548								BREAKER PANEL-HC										009										GE														0.00						0.00		0.00								Y

						ELWP2550								CIRCUIT BREAKER PANEL-										009										GE														0.00						0.00		0.00								Y

														LA, FL 1, RM 119 MECH

														SHOP

						ELWP2551								CIRCUIT BREAKER PANEL-										009										GE														0.00						0.00		0.00								Y

														LA2, FL 1, RM 119 MECH

														SHOP

						ELWP2577								CIRCUIT BREAKER PANEL-										007																								0.00						0.00		0.00								Y

														H6, FL 1, ELECT EQUIP

						ELWP2589								BREAKER PANEL-SH, FL 1,										009										GE														0.00						0.00		0.00								Y

														RM 119 MECH SHOP

						ELWP2591								CIRCUIT BREAKER PANEL-										008																								0.00						0.00		0.00								Y

														LB, FL 1, ELECTRIC RM

						ELWP2592								CIRCUIT BREAKER PANEL-										008																								0.00						0.00		0.00								Y

														LB2, FL 1, ELECTRICAL RM

						ELWP2597								CIRCUIT BREAKER PANEL-										008																								0.00						0.00		0.00								Y

														LA SECTION 1, BASEMENT,

														LOWER LOBBY ELECT

														EQUIPMENT

						ELWP2598								CIRCUIT BREAKER PANEL-										008																								0.00						0.00		0.00								Y

														LA SECTION 2, BASEMENT,

														LOWER LOBBY-ELECTRIC

														EQUIPMENT

						ELWP2609								CIRCUIT BREAKER										015																								0.00						0.00		0.00								Y

														PANEL"LB", BASEMENT, RM

														B-4 MECH

						ELWP2610								CIRCUIT BREAKER										015																								0.00						0.00		0.00								Y

														PANEL"LDP", BASEMENT,

														RM B-4 MECH

						ELWP2634								CIRCUIT BREAKER										015																								0.00						0.00		0.00								Y

														PANEL"LIA", FL 2, MECH

														RM NEXT TO RM 106

						ELWP2638								CIRCUIT BREAKER PANEL,										015																								0.00						0.00		0.00								Y

														FL 2, LIGHT DIMMING

														SYSTEM RM

						ELWP2639								ELECTRIC DISCONNECT										015																								0.00						0.00		0.00								Y

														SWITCH, FL 2, LIGHT

														DIMMING SYSTEM RM

						ELWP2643								CIRCUIT BREAKER										015																								0.00						0.00		0.00								Y

														PANEL"LA", FL 2, MECH

														SPACE-ABOVE STAGE

						ELWP2644								ELECTRIC DISCONNECT										015																								0.00						0.00		0.00								Y

														DIMMER LIGHT, FL 2, MECH

														SPACE-ABOVE STAGE

						ELWP2650								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														IAC, EAST BLDG, FL 1,

														MECH RM

						ELWP2651								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														IDC, EAST BLDG, FL 1,

														MECH RM

						ELWP2653								CIRCUIT BREAKER PANEL,										018																								0.00						0.00		0.00								Y

														EAST BLDG, FL 1,

														ELECTRIC EQUIPMENT

						ELWP2654								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														IC, EAST BLDG, FL 1,

														ELECT EQUIPMENT RM

						ELWP2655								CIRCUIT BREAKER PANEL,										018																								0.00						0.00		0.00								Y

														EAST BLDG, FL 1,

														ELECTRIC EQUIPMENT RM

						ELWP2667								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														IDB, WEST BLDG, FL 1,

														ELECTRIC EQUIPMENT

						ELWP2668								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														IDA, WEST BLDG, FL 1,

														ELECTRIC EQUIPMENT

						ELWP2669								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														IDD, WEST BLDG, FL 1,

														ELECTRIC EQUIPMENT

						ELWP2670								ELECTRIC DISCONNECT										018																								0.00						0.00		0.00								Y

														PANEL-2DM, WEST BLDG,

														FL 2, RM C248 ELECTRIC

														EQUIPMENT

						ELWP2671								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														2DD, WEST BLDG, FL 2, RM

														C248 ELECTRIC

														EQUIPMENT

						ELWP2672								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														2D SECTION 1, WEST

														BLDG, FL 2, RM C248

														ELECTRIC EQUIPMENT

						ELWP2673								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														2D SECTION 2, WEST

														BLDG, FL 2, RM C248

														ELECTRIC EQUIPMENT

						ELWP2674								CIRCUIT BREAKER PANEL-										018																								0.00						0.00		0.00								Y

														E2D, WEST BLDG, FL 2, RM

														C248 ELECTRIC

														EQUIPMENT

						ELWP2681								CIRCUIT BREAKER PANEL-										001																								0.00						0.00		0.00								Y

														CB2, FL 1, RM 127

														STOREROOM/ELECT

						ELWP2682								CIRCUIT BREAKER PANEL-										001																								0.00						0.00		0.00								Y

														CB1, FL 1, RM 127

														STOREROOM/ELECT

						ELWP2683								CIRCUIT BREAKER PANEL-										001																								0.00						0.00		0.00								Y

														HB, FL 1, RM 127

														STOREROOM/ELECT

						ELWP2684								CIRCUIT BREAKER PANEL-										001																								0.00						0.00		0.00								Y

														LB1, FL 1, RM 127

														STOREROOM/ELECT

						ELWP2685								CIRCUIT BREAKER PANEL-										001																								0.00						0.00		0.00								Y

														LB1, FL 1, RM 127

														STOREROOM/ELECT

						ELWP2686								CIRCUIT BREAKER PANEL-										001																								0.00						0.00		0.00								Y

														LB2, FL 1, RM 127

														STOREROOM/ELECT

						ELWP2734								CIRCUIT BREAKER PANEL-										006										SQD														0.00						0.00		0.00								Y

														H1, MECH

						ELWP2735								BREAKER PANEL-L1, FL 1,										006										SQD														0.00						0.00		0.00								Y

														MECH

						ELWP2736								BREAKER PANEL-L4, FL 1,										006										SQD														0.00						0.00		0.00								Y

														MECH

						ELWP2739								BREAKER PANEL-L3, FL 3,										006										SQD														0.00						0.00		0.00								Y

														ELECTRICAL RM

						ELWP2740								BREAKER PANEL-H3, FL 3,										006										SQD														0.00						0.00		0.00								Y

														ELECTRICAL

						ELWP2746								BREAKER PANEL-H2, FL 2,										006										SQD														0.00						0.00		0.00								Y

														MENS RESTROOM

						ELWP2747								BREAKER PANEL-L2, FFL 2,										006																								0.00						0.00		0.00								Y

														MECH

						ELWP2755								CIRCUIT BREAKER PANEL-										013																								0.00						0.00		0.00								Y

														P3B1, FL 3, MECH RM

						ELWP2768								BREAKER PANEL-P3B2, FL										013										POW														0.00						0.00		0.00								Y

														3, JANITOR CLOSET

						ELWP2769								ELECTRIC DISCONNECT,										013										ITE														0.00						0.00		0.00								Y

														FL 3, JANITOR CLOSET

						ELWP2784								BREAKER PANEL-P23B1,										013										POWELL														0.00						0.00		0.00								Y

														FL 2, MECH RM

						ELWP2791								BREAKER PANEL-P2B2, FL										013										POW														0.00						0.00		0.00								Y

														2, ELECTRIC JANITOR RM

						ELWP2792								BREAKER PANEL-P2B, FL										013										POW														0.00						0.00		0.00								Y

														2, BREAKER PANEL EAST

														UNIT

						ELWP2799								BREAKER PANEL-P1B5, FL										013										POW														0.00						0.00		0.00								Y

														1, MAINTENANCE

														COMMON AREA

						ELWP2800								BREAKER PANEL-P1B4										013										POW														0.00						0.00		0.00								Y

														SECTION 1, FL 1,

														MAINTENANCE COMMON

														AREA

						ELWP2801								BREAKER PANEL-P1B4										013										POW														0.00						0.00		0.00								Y

														SECTION 2, FL 1,

														MAINTENANCE COMMON

														AREA

						ELWP2804								BREAKER PANEL-L1B1, FL										013										POW														0.00						0.00		0.00								Y

														1, MECH RM

						ELWP789								BREAKER PANEL, FL 2,										011																								0.00						0.00		0.00								Y

														HALL BY RM 224

						ELWP790								BEAKER PANEL-2E, FL 2,										011																								0.00						0.00		0.00								Y

														EAST STAIR TOWER

						ELWP791								BREAKER PANEL-3SW, FL										011																								0.00						0.00		0.00								Y

														3, HALL BY RM 319A

						ELWP792								BREAKER PANEL-PNL2W,										011																								0.00						0.00		0.00								Y

														FL 2, WEST STAIR TOWER

						ELWP793								BREAKER PANLE-PNL1E,										011																								0.00						0.00		0.00								Y

														FL 1, EAST STAIR TOWER

						ELWP802								BREAKER PANEL, FL 1,										011										WEST														0.00						0.00		0.00								Y

														EAST STORAGE RM

						ELWP809								BREAKER PANEL-HA, FL 1,										011										GE														0.00						0.00		0.00								Y

														FITNESS CENTER ELECT

														CLASS

						ELWP811								BREAKER PANEL-LA, FL 1,										011										GE														0.00						0.00		0.00								Y

														FITNESS CENTER ELECT

														CL

						ELWP833								BREAKER PANEL -PKN1W,										011										WEST														0.00						0.00		0.00								Y

														FL 1, STORE RM BY

														WOMENS RESTROOM

						ELWP834								BREAKER PANEL, FL 1,										011										WEST														0.00						0.00		0.00								Y

														STORE RM BY WOMENS

														RESTROOM

						ELWP835								BREAKER PANEL, FL 1,										011										WEST														0.00						0.00		0.00								Y

														STORE RM BY WOMENS

														RESTROOM

						ELWP838								BREAKER PANEL, FL 1,										011										GE														0.00						0.00		0.00								Y

														COSMOTOLOGY LOCKER

														RM

						ELWP839								BREAKER PANEL, FL 1,										011										GE														0.00						0.00		0.00								Y

														COSMOTOLOGY LOCKER

														RM

						ELWP840								BREAKER PANEL, FL 1,										011										GE														0.00						0.00		0.00								Y

														COSMOTOLOGY LOCKER

														RM

						ELWP841								BREAKER PANEL, FL 2,										011										SQD														0.00						0.00		0.00								Y

														MECH RM BY RM 221

						ELWP843								BREAKER PANEL, FL 2,										011										WEST														0.00						0.00		0.00								Y

														HALL ACCESS FROM RM

														213

						ELWP847								BREAKER PANEL-L2A, FL 2,										011										CUTLER														0.00						0.00		0.00								Y

														LIBRARY MECH SERVER

						ELWP919								BREAKER PANEL, FL 3,										011																								0.00						0.00		0.00								Y

														OLD KITCHEN

						ELWP923								BREAKER PANEL, FL 3, RM										011										SIE														0.00						0.00		0.00								Y

														303A

						ELWP959								CIRCUIT BREAKER PANEL-										011																								0.00						0.00		0.00								Y

														1M

						ELWP960								CIRCUIT BREAKER PANEL-										011																								0.00						0.00		0.00								Y

														EM

						EPP1458								MAIN ELCTRICAL										003																								0.00						0.00		0.00								Y

														DISCONNECT PANEL-M, FL

														1, MECH RM

						EPP1459								ELECTRIC DISTRIBUTION										003																								0.00						0.00		0.00								Y

														PANEL-DP, FL 1, MECH

						EPP1972								ELECTRIC DISTRIBUTION										004																								0.00						0.00		0.00								Y

														PANEL-M, FL 1, MECH

														OUTSIDE ENTRANCE

						EPP2373								MAIN ELECTRIC										012										POW				9/16/1974										0.00						0.00		0.00								Y

														SWITCHBOARD, FL 1,

														MECH RM

						EPP2374								ELECTRIC DISCONNECT										012										POW														0.00						0.00		0.00								Y

														PANEL-PDIA, FL 1, MECH

														RM

						EPP2389								ELECTRIC DISCONNECT										012										POW														0.00						0.00		0.00								Y

														PANEL-PD2A,

						EPP2419								DISCONNECT PANEL-P3A2,										012										POW														0.00						0.00		0.00								Y

														FL 3, MECH RM

						EPP2444								PLAIN SWITCH GEAR,										011																								0.00						0.00		0.00								Y

														BASEMENT, SECTION C

														SOUTH

						EPP2445								ELECTRIC DISCONNECT										011										SQD														0.00						0.00		0.00								Y

														PANEL, BASEMENT,

														SECTION C, SOUTHSIDE

						EPP2476								ELECTRIC DISCONNECT										011										CUTLER														0.00						0.00		0.00								Y

														PANEL, MAIN MECH RM,

														SECTION A-EASTSIDE

						EPP2479								ELECTRIC DISCONNECT										011										CUTLER														0.00						0.00		0.00								Y

														PANEL, MAIN MECH RM,

														SECTION A-EASTSIDE

						EPP2480								ELECTRIC DISCONNECT										011										CUTLER														0.00						0.00		0.00								Y

														PANEL, MAIN MECH RM,

														SECTION A-EASTSIDE

						EPP2513								MAIN SWITCHBOARD-										009																								0.00						0.00		0.00								Y

														PANEL M-1 OF 5,

														BASEMENT, MAIN

														MECH/ELECT

						EPP2514								SWITCHBOARD 2 OF 5,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						EPP2515								SWITCHBOARD 3 OF 5,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						EPP2516								SWITCHBOARDW 4 OF 5,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						EPP2517								SWITCHBOARD 5 OF 5,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						EPP2518								SWITCHBOARD 1 OF 2,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						EPP2519								SWITCHBOARD 2 OF 2,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						EPP2520								SWITCHBOARD 1 OF 2,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						EPP2521								SWITCHBOARD 2 OF 2,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						EPP2542								SWITCHBOARD-SECT 3, FL										009										ITE				9/6/1978										0.00						0.00		0.00								Y

														1, RM 118 WELDING SHOP

						EPP2543								SWITCHBOARD-SECT 2, FL										009										ITE				9/6/1978										0.00						0.00		0.00								Y

														1, RM 118

						EPP2544								SWITCHBOARD-SECT 1, FL										009										ITE				9/6/1978										0.00						0.00		0.00								Y

														1, RM 118

						EPP2576								MAIN ELECTRIC										007																								0.00						0.00		0.00								Y

														SWITCHBOARD-MSB, FL 1,

														ELECT EQUIP

						EPP2587								ELECTRIC DISTRIBUTION										008																								0.00						0.00		0.00								Y

														PANEL-PP, OUTSIDE,

														SOUTHEAST

														ENCLOUSURE

						EPP2590								ELECTRIC DISTRIBUTION										008																								0.00						0.00		0.00								Y

														PANEL-DP, FL 1, ELECTRIC

														RM

						EPP2604								MAINTENANCE										015																								0.00						0.00		0.00								Y

														DISCONNECT PANEL

														"MDP", BASEMENT RM B-4

						EPP2605								MOTOR CONTROL										015																								0.00						0.00		0.00								Y

														CENTER, BASEMENT, RM

														B-4 MECH

						EPP2606								ELECTRIC DISTRIBUTION										015																								0.00						0.00		0.00								Y

														PANEL "DPP", BASEMENT,

														RM B-4 MECH

						EPP2658								ELECTRIC DISCONNECT-										018																								0.00						0.00		0.00								Y

														RTU1, EAST BLDG, ROOF,

														NORTH

						EPP2664								MAIN										018																								0.00						0.00		0.00								Y

														SWITCHBOARD"MSD"-1 OF

														3, WEST BLDG, FL 1,

														ELECT EQUIPMENT

						EPP2665								MAIN										018																								0.00						0.00		0.00								Y

														SWITCHBOARD"MSD"- 2 OF

														3, WEST BLDG, FL 1,

														ELECT EQUIPMENT

						EPP2666								MAIN SWITCHBOARD "										018																								0.00						0.00		0.00								Y

														MSD"-3 OF 3, WEST BLDG,

														FL 1, ELECTRIC

														EQUIPMENT

						EPP2733								MAIN ELECTRIC										006										SQD														0.00						0.00		0.00								Y

														DISCONNECT PANEL-MP,

														FL 1, MECH

						EPP2754								ELECTRICAL DISCONNECT										013																								0.00						0.00		0.00								Y

														PANEL-PD3B, FL 3, MECH

														RM

						EPP2767								DISCONNECT PANEL-P3B3,										013										POW														0.00						0.00		0.00								Y

														FL 3, JANITOR CLOSET

						EPP2788								DISCONNECT PANEL-										013										POW														0.00						0.00		0.00								Y

														PD2B, FL 2, MECH RM

						EPP2803								MAIN ELECTRIC SWITCH										013										POW														0.00						0.00		0.00								Y

														GEAR, FL 1, MECH RM

						EPP2805								DISRUPITION PANEL, FL 1,										013										POW														0.00						0.00		0.00								Y

														MECH RM

						EPP810								ELECTRIC DISCONNECT										011										GE														0.00						0.00		0.00								Y

														PANEL-DPA, FL 1, FITNESS

														CENTER ELECT CLASS

						EPP846								DISCONNECT PANEL-H2A,										011										CUTLER														0.00						0.00		0.00								Y

														FL 2, LIBRARY MECH

														SERVER

						EPP954								MAIN ELECTRICAL POWER										011										EEEC														0.00						0.00		0.00								Y

														SWITCH, FL 1, MAIN

														BOILER RM-EASTSIDE

						EPP956								ELECTRICAL										018																								0.00						0.00		0.00								Y

														DISCONNECT-CHILLER,

														OUTSIDE, NORTHEAST RM

						EPP958								MCC, FL 1										011																								0.00						0.00		0.00								Y

						EXHF1462								EXHAUST FAN, FL 1, MECH										003										LOREN														0.00						0.00		0.00								Y

														RM

						EXHF1466								EXHAUST FAN, FL 1,										003										LOREN														0.00						0.00		0.00								Y

														ELEVATOR EQUIPMENT

						EXHF1478								EXHAUST FAN, ROOF AT										003										LOREN														0.00						0.00		0.00								Y

														ROOF HATCH

						EXHF1479								EXHAUST FAN, ROOF,										003										LOREN														0.00						0.00		0.00								Y

														OVER ELEVATOR

						EXHF1486								EXHAUST FAN, ROOF, AT										004										GREEN														0.00						0.00		0.00								Y

														ROOF HATCH

						EXHF1971								EXHAUST FAN, FL 1,										004										GREEN														0.00						0.00		0.00								Y

														ELEVATOR EQUIPMENT

						EXHF1974								EXHAUST FAN, FL 1, MECH										004										GREEN														0.00						0.00		0.00								Y

														OUTSIDE ENTRANCE

						EXHF2257								EXHAUST FAN, ROOF										009										SKY														0.00						0.00		0.00								Y

						EXHF2258								EXHAUST FAN#1, ROOF										009										AVAHO														0.00						0.00		0.00								Y

						EXHF2454								EXHAUST FAN, OUTSIDE										011										GREEN														0.00						0.00		0.00								Y

														WALL, SOUTH BLDG

						EXHF2457								EXHAUST FAN, ROOF, GYM										011																								0.00						0.00		0.00								Y

														DRESSING RM

						EXHF2458								EXHAUST FAN, ROOF, GYM										011																								0.00						0.00		0.00								Y

														DRESSING RM

						EXHF2459								EXHAUST FAN, ROOF, GYM										011																								0.00						0.00		0.00								Y

														DRESSING RM

						EXHF2461								EXHAUST FAN, FL 1, GYM										011																								0.00						0.00		0.00								Y

						EXHF2484								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														WEIGHT RM

						EXHF2488								EXHAUST FAN,ROOF, EAST										011																								0.00						0.00		0.00								Y

														END OF BLDG

						EXHF2489								EXHAUST FAN, ROOF,										011										DRACO				9/15/1981										0.00						0.00		0.00								Y

														EAST END OF BLDG

						EXHF2490								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														EASTSIDE END

						EXHF2491								EXHAUST FAN, ROOF,										011										DRACO														0.00						0.00		0.00								Y

														EAST END

						EXHF2492								EXHAUST FAN, ROOF,										011										LOREN														0.00						0.00		0.00								Y

														OVER POOL

						EXHF2493								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														OVER POOL

						EXHF2494								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														OVER POOL

						EXHF2495								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														OVER POOL

						EXHF2555								EXHAUST FAN, ROOF										009										SKY														0.00						0.00		0.00								Y

						EXHF2556								EXHAUST FAN, ROOF										009										SKY														0.00						0.00		0.00								Y

						EXHF2559								EXHAUST FAN#2, ROOF										009										AVAHO														0.00						0.00		0.00								Y

						EXHF2560								EXHAUST FAN#3, ROOF										009										AVAHO														0.00						0.00		0.00								Y

						EXHF2561								EXHAUST FAN#4, ROOF										009										AVAHO														0.00						0.00		0.00								Y

						EXHF2562								EXHAUST FAN#5, ROOF										009										AVAHO														0.00						0.00		0.00								Y

						EXHF2563								EXHAUST FAN #6, ROOF										009										AVAHO														0.00						0.00		0.00								Y

						EXHF2564								EXHAUST FAN #7, ROOF										009										AVAHO														0.00						0.00		0.00								Y

						EXHF2565								EXHAUST FAN, ROOF										009										CENTRI														0.00						0.00		0.00								Y

						EXHF2566								EXHAUST FAN, ROOF										009										ACME														0.00						0.00		0.00								Y

						EXHF2567								EXHAUST FAN, ROOF										009										ROOF														0.00						0.00		0.00								Y

						EXHF2635								EXHAUST FAN, ROOF										015																								0.00						0.00		0.00								Y

						EXHF2717								IN LINE EXHAUST FAN#2,										001																								0.00						0.00		0.00								Y

														FL 1, RM 141

						EXHF2742								IN LINE EXHAUST FAN, FL										006										DELHI														0.00						0.00		0.00								Y

														2, RM 203

						EXHF2743								INLINE EXHAUST FAN, FL 2,										006										DELHI				9/13/1986										0.00						0.00		0.00								Y

														RM 203

						EXHF2750								EXHAUST FAN, FL 1, RM										006										CARNES														0.00						0.00		0.00								Y

														107 PRINT MAKING STUDIO

						EXHF816								EXHAUST FAN, FL 1, POOL										011										DAY														0.00						0.00		0.00								Y

														AREA LAUNDRY

						EXHF817								EXHAUST FAN, FL 1, POOL										011										DAY														0.00						0.00		0.00								Y

														LAUNDRY RM,

						EXHF877								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														SOUTH CENTER

						EXHF878								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														SOUTH CENTER

						EXHF879								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF880								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF881								EXHAUST FAN, ROOF ,										011																								0.00						0.00		0.00								Y

														WESTSIDE

						EXHF882								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														WESTSIDE

						EXHF883								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF884								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF885								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF886								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF887								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF888								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF889								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF890								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF891								EXHAUST FAN, ROOF										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF892								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF893								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF894								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF895								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF896								EXHUAST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF897								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF898								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF899								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF900								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF901								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF902								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF903								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF904								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF905								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF906								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF907								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF908								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF909								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF910								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF911								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF912								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF913								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER  SECTION

						EXHF914								EXHAUST FAN, ROOF,										011																								0.00						0.00		0.00								Y

														CENTER SECTION

						EXHF962								EXHAUST FAN, ROOF										018																								0.00						0.00		0.00								Y

						FEX001								Fire Extinguishers Inspection										001																								0.00						0.00		0.00								Y

														(Monthly)

						FEX003								Fire Extinguishers Inspection										003																								0.00						0.00		0.00								Y

														(Monthly)

						FEX004								Fire Extinguishers Inspection										004																								0.00						0.00		0.00								Y

														(Monthly)

						FEX005								Fire Extinguishers Inspection										005																								0.00						0.00		0.00								Y

														(Monthly)

						FEX006								Fire Extinguishers Inspection										006																								0.00						0.00		0.00								Y

														(Monthly)

						FEX007								Fire Extinguishers Inspection										007																								0.00						0.00		0.00								Y

														(Monthly)

						FEX008								Fire Extinguishers Inspection										008																								0.00						0.00		0.00								Y

														(Monthly)

						FEX009								Fire Extinguishers Inspection										009																								0.00						0.00		0.00								Y

														(Monthly)

						FEX010								Fire Extinguishers Inspection										010																								0.00						0.00		0.00								Y

														(Monthly)

						FEX011								Fire Extinguishers Inspection										011																								0.00						0.00		0.00								Y

														(Monthly)

						FEX012								Fire Extinguishers Inspection										012																								0.00						0.00		0.00								Y

														(Monthly)

						FEX013								Fire Extinguishers Inspection										013																								0.00						0.00		0.00								Y

														(Monthly)

						FEX014								Fire Extinguishers Inspection										014																								0.00						0.00		0.00								Y

														(Monthly)

						FEX015								Fire Extinguishers Inspection										015																								0.00						0.00		0.00								Y

														(Monthly)

						FEX016								Fire Extinguishers Inspection										016																								0.00						0.00		0.00								Y

														(Monthly)

						FEX018								Fire Extinguishers Inspection										018																								0.00						0.00		0.00								Y

														(Monthly)

						FEX021								Fire Extinguishers Inspection										021																								0.00						0.00		0.00								Y

														(Monthly)

						FIREP2571								FIRE PUMP, FL 1, FIRE										007										PAT														0.00						0.00		0.00								Y

														PUMP RM

						FIREP2572								FIRE PUMP, FL 1, FIRE										007										FIRE														0.00						0.00		0.00								Y

														PUMP RM

						FJP2573								JOCKEY PUMP, FL 1, FIRE										007										AURORA														0.00						0.00		0.00								Y

														PUMP RM

						FOUN799								DRINKING FOUNTAIN REF.										011										ELKAY														0.00						0.00		0.00								Y

														UNIT, FL 1, CEILING

														WOMENS RESTROOM-

														EAST

						FOUN819								FOUNTAIN WATER										011										ELKAY														0.00						0.00		0.00								Y

														COOLER, FL 1, MENS

														RESTROOM CEILING-EAST

						FOUN829								DRINKING FOUNTAIN UNIT,										011										ELKAY														0.00						0.00		0.00								Y

														FL 1, CEILING OF WEST

														STORAGE RM BY WOMENS

														RESTROOM

						FOUN855								DRINK UNIT COOLER, FL 2,										011										ELKAY														0.00						0.00		0.00								Y

														STORAGE RM BY WOMENS

														RESTROOM

						FOUN862								COOLER UNIT, FL 2,										011										ELKAY														0.00						0.00		0.00								Y

														WOMENS RESTROOM

														EASTSIDE

						FOUN924								WATER FOUNTAIN										011										ELKAY														0.00						0.00		0.00								Y

														COOLER UNIT, FL 3, EAST

														MENS RESTROOM

						FOUN931								WATER COOLER UNIT, FL										011										ELKAY														0.00						0.00		0.00								Y

														3, WEST MENS RESTROOM

						GEN2433								EMERGENCY GENERATOR,										011										GENERAC														0.00						0.00		0.00								Y

														OUTSIDE, SOUTH END OF

														LECTURE RM

						GEN2582								EMERGENCY GENERATOR,										008										GENERAC														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHEAST

														ENCLOSURE

						GENB200								Generator Battery Inspection										200																								0.00						0.00		0.00								Y

														(Weekly)

						HLIF2599								HANDICAP LIFT WENCH,										008																								0.00						0.00		0.00								Y

														BASEMWNT, LOWER

														LOBBY-ELECTRIC

														EQUIPMENT

						HWCP1989								HOT WATER C-PUMP, FL 1,										014										BG														0.00						0.00		0.00								Y

														RM 118 MECH

						HWCP2439								CIRCUIT PUMP-INLINE,										011										TACO														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHSIDE

														BLDG

						HWCP2467								HOT WATER COOL										011										BG														0.00						0.00		0.00								Y

														PUMP#1, FL 1 SECTON A,

														MAIN MECH SOUTHSIDE

						HWCP2468								HOT WATER COOL										011										BG														0.00						0.00		0.00								Y

														PUMP#2, SECTION A, MAIN

														MECH EASTSIDE

						HWCP2469								HOT WATER COOL										011										BG														0.00						0.00		0.00								Y

														PUMP#3, SECTION A, MAIN

														MECH EASTSIDE

						HWCP2510								HOT WATER COOL										009										TACO				9/2/2005										0.00						0.00		0.00								Y

														PUMP#2, BASEMENT, MAIN

														MECH/ELECT

						HWCP2511								**HOT WATER COOL										009										TACO				9/2/2005										0.00						0.00		0.00								Y

														PUMP#3, BASEMENT, MAIN

														MECH/ELECT

						HWCP2512								HOT WATER COOL										009										PACIFIC														0.00						0.00		0.00								Y

														PUMP#1, BASEMENT, MAIN

														MECH/ELECT

						HWCP2585								HOT WATER COOL										008										MUE														0.00						0.00		0.00								Y

														PUMP#2, OUTSIDE,

														SOUTHEAST ENCLOSUER

						HWCP2586								HOT WATER COOL										008										WEIN														0.00						0.00		0.00								Y

														PUMP#1, OUTSIDE,

														SOUTHEAST ENCLOSURE

						HWCP2627								HOT WATER COOL										015										TACO														0.00						0.00		0.00								Y

														PUMP#1, BASEMENT, RM

														B-4 MECH

						HWCP2628								HOT WATER COOL										015										TACO														0.00						0.00		0.00								Y

														PUMP#2, BASEMENT, RM

														B-4 MECH

						HWCP2629								IN LINE HOT WATER COOL										015										GRUND														0.00						0.00		0.00								Y

														PUMP, BAASEMENT, RM B-

														4 MECH

						HWCP2692								HOT WATER COOL										001										BG														0.00						0.00		0.00								Y

														PUMP#HWP-1, FL 1,

														BROILER RM

						HWCP2693								HOT WATER COOL										001										LAARS														0.00						0.00		0.00								Y

														PUMP#2, FL 1, BOILER RM

						PKC1996								PORTABLE A/C UNIT, FL 2,										014										MAY														0.00						0.00		0.00								Y

														RM 210 ELECT EQUIP

						PKG1977								HEAT & A/C ROOF TOP										003										TRANE														0.00						0.00		0.00								Y

														UNIT, ROOF

						PKG2435								WINDOW UNIT, FL 1, RM										011										MAY														0.00						0.00		0.00								Y

														149

						PKG2453								HEAT A/C UNIT, OUTSIDE,										011										CARRIER				9/15/2002										0.00						0.00		0.00								Y

														SOUTHSIDE BLDG

						PKG2455								ROOF TOP UNIT#4, ROOF,										011										CARRIER														0.00						0.00		0.00								Y

														BOYS DRESSING RM

						PKG2456								ROO TOP UNIT#5, ROOF,										011										CARRIER														0.00						0.00		0.00								Y

														GIRLS DRESSING RM

						PKG2481								ROOF TOP UNIT #7, ROOF,										011										CARRIER														0.00						0.00		0.00								Y

														GYM

						PKG2482								ROOF TOP UNIT #6, ROOF,										011										CARRIER														0.00						0.00		0.00								Y

														GYM

						PKG2483								ROOF TOP UNIT #2, ROOF,										011										CARRIER														0.00						0.00		0.00								Y

														WEIGHT RM

						PKG2485								A/C CONDENSING UNIT,										011										TRANE				9/15/2002										0.00						0.00		0.00								Y

														ROOF, 2ND AREA EAST OF

														WEST END

						PKG2486								ROOF TOP UNIT, ROOF,										011										TRANE														0.00						0.00		0.00								Y

														OVER POOL

						PKG2553								ROOF TOP UNIT, ROOF										009										MC														0.00						0.00		0.00								Y

						PKG2554								ROOF TOP UNIT , ROOF										009										MC														0.00						0.00		0.00								Y

						PKG2575								A/C PACKAGE UNIT, FL 1,										007										CARRIER														0.00						0.00		0.00								Y

														ELECT EQUIP

						PKG2580								A/C UNIT, FL 1, ELECT										007										CARRIER														0.00						0.00		0.00								Y

														EQUIP

						PKG2581								A/C UNIT, FL 1, ELECT										007										CARRIER														0.00						0.00		0.00								Y

														EQUIP

						PKG2657								ROOF TOP UNIT, EAST										018										CARRIER														0.00						0.00		0.00								Y

														BLDG, ROOF, NORTH

														LOBBY

						PKG2661								ROOF TOP UNIT-C2, EAST										018										CARRIER														0.00						0.00		0.00								Y

														BLDG, ROOF, NORTH

														CONFERENCE RM

						PKG2677								ROOF TOP UNIT, EAST										018																								0.00						0.00		0.00								Y

														BLDG, ROOF, GYM RM

						PKG2695								PACKAGE A/C UNIT(ACU-1),										001										LIE														0.00						0.00		0.00								Y

														FL 1, RM 147 MDF

						PKG2697								PACKAGE A/C UNIT(ACU-2),										001																								0.00						0.00		0.00								Y

														FL 1, RM 128 IDF

						PKG2713								A/C UNIT#3, FL 1, SERVER										001										LIE														0.00						0.00		0.00								Y

														RM 126

						PKG951								PACKAGE HEAT & A/C UNIT,										200										BARD														0.00						0.00		0.00								Y

														FL 1, EAST END OF BLDG

						PKG952								PACKAGE HEAT & A/C UNIT,										200										BARD														0.00						0.00		0.00								Y

														FL 1, SOUTHWEST OF

														BLDG

						PKG953								PACKAGE A/C & HEAT UNIT,										200										BARD														0.00						0.00		0.00								Y

														FL 1, SOUTHEAST OF

														BLDG

						PKG963								ROOF TOP UNIT, ROOF										018																								0.00						0.00		0.00								Y

						PKG964								ROOF TOP UNIT, ROOF										018																								0.00						0.00		0.00								Y

						PKG965								ROOF TOP UNIT, ROOF										018																								0.00						0.00		0.00								Y

						PKG966								ROOF TOP UNIT, ROOF										018																								0.00						0.00		0.00								Y

						PLSP2451								POOL SKIMMER PUMP,										011																								0.00						0.00		0.00								Y

														BASEMENT, SECTION C

														SOUTHSIDE

						PRG1493								PORTABLE A/C UNIT, FL 3,										004										MAY														0.00						0.00		0.00								Y

														ELECT/COMM EQUIPMENT

														RM

						SHTR1465								UNIT HEATER, FL 1,										003										MARK														0.00						0.00		0.00								Y

														ELEVATOR EQUIPMENT

						SHTR1970								UNIT HEATER, FL 1,										004										MARK														0.00						0.00		0.00								Y

														ELEVATOR EQIPMENT

						SHTR2574								UNIT HEATER,FL 1, FIRE										007										TRANE														0.00						0.00		0.00								Y

														PUMP

						SISROOF								Staff Instructional Sevices										014						CENROOFS				FLEX				1/7/2004						1/7/2009				0.00						0.00		0.00								Y

														Roof

						SUMP2436								SUMP PUMP, BASEMENT,										011																								0.00						0.00		0.00								Y

														OLD GUN RANGE

						SUMP2449								SUMP PUMP, BASEMENT,										011																								0.00						0.00		0.00								Y

														SECTION C SOUTHSIDE

						SUMP2450								SUMP PUMP, BASEMENT,										011																								0.00						0.00		0.00								Y

														SECTION C SOUTHSIDE

						SUMP2630								SUMP PUMP, BASEMENT,										015										FPC														0.00						0.00		0.00								Y

														RM B-4 MECH

						SUMP2631								SUMP PUMP, BASEMENT,										015										FPC														0.00						0.00		0.00								Y

														RM B-4 MECH

						SUST2588								MAIN ELECTRIC CIRCUIT										008																								0.00						0.00		0.00								Y

														BREAKER PANEL, FL 1,

														ELECTRICAL RM

						TRNS1460								TRANSFORMER-XL, FL 1,										003																								0.00						0.00		0.00								Y

														MECH RM

						TRNS1461								TRANSFORMER-XF, FL 1,										003																								0.00						0.00		0.00								Y

														MECH RM

						TRNS1973								TRANSFORMER-XL, FL 1,										004																								0.00						0.00		0.00								Y

														MECH OUTSIDE

														ENTRANCE

						TRNS1986								TRANSFORMER, FL 1, RM										014																								0.00						0.00		0.00								Y

														113 ELECT

						TRNS1995								TRANSFORMER, FL 2, RM										014																								0.00						0.00		0.00								Y

														210 ELECT EQUIP

						TRNS2391								TRANSFORMER										012										HEVI														0.00						0.00		0.00								Y

						TRNS2477								TRANSFORMER, MAIN										011										GE														0.00						0.00		0.00								Y

														MECH RM, SECTION A-

														EASTSIDE

						TRNS2478								TRANSFORMER, MAIN										011										HEVI														0.00						0.00		0.00								Y

														MECH RM, SECTION A-

														EASTSIDE

						TRNS2522								TRANSFORMER,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						TRNS2523								TRANSFORMER,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						TRNS2524								TRANSFORMER,										009																								0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						TRNS2579								TRANSFORMER, FL 1,										007																								0.00						0.00		0.00								Y

														ELECT EQUIP

						TRNS2593								TRANSFORMER, FL 1,										008																								0.00						0.00		0.00								Y

														ELECTRIC RM

						TRNS2594								TRANSFORMER, FL 1,										008																								0.00						0.00		0.00								Y

														ELECTRIC RM

						TRNS2596								TRANSFORMER, FL 2,										008																								0.00						0.00		0.00								Y

														ELECTRIC EQUIPMENT AT

														CONTROL RM

						TRNS2602								TRANSFORMER,										008																								0.00						0.00		0.00								Y

														BASEMENT, LOWER

														LOBBY-MECH RM

						TRNS2607								TRANSFORMER,																																		0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						TRNS2608								TRANSFORMER "TB",										015																								0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						TRNS2645								TRANSFORMER, FL 2,										015																								0.00						0.00		0.00								Y

														MECH SPACE ABOVE

														STAGE

						TRNS2687								TRANSFORMER, FL 1, RM										001																								0.00						0.00		0.00								Y

														127 STOREROOM/ELECT

						TRNS2688								TRANSFORMER, FL 1, RM										001																								0.00						0.00		0.00								Y

														127 STOREROOM/ELECT

						TRNS2737								TRANSFORMER-T1, FL 1,										006										SQD														0.00						0.00		0.00								Y

														MECH

						TRNS2741								TRANSFORMER, FL 3,										006										SQD														0.00						0.00		0.00								Y

														ELECTRICAL

						TRNS2748								TRANSFORMER-T2, FL 2,										006																								0.00						0.00		0.00								Y

														MECH

						TRNS2790								TRANSFORMER, FL 2,										013										HEVI														0.00						0.00		0.00								Y

														MECH RM

						TRNS803								TRANSFORMER, FL 1,										011										WEST														0.00						0.00		0.00								Y

														EAST STORAGE RM

						TRNS836								TRANSFORMER, FL 1,										011										WEST														0.00						0.00		0.00								Y

														STORAGE RM BY WOMENS

														RESTROOM

						TRNS849								TRANSFORMER, FL 2,										011										GE														0.00						0.00		0.00								Y

														LIBRARY MECH RM,

														SERVER RM

						VAV2696								VARIABLE AIR VOLUME																				TRANE														0.00						0.00		0.00								Y

														BOX(DDT-12), FL 1, RM 120

						VAV2698								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-10), FL 1, HALL

														OUTSIDE RM 101

						VAV2699								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-7), FL 1, RM 104

						VAV2700								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-8), FL 1, RM 104

						VAV2701								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-14), FL 1, RM 110

						VAV2702								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-4), FL 1, RM 111

						VAV2703								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-3), FL 1, RM 112

						VAV2704								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-2),FL 1, RM 113

						VAV2705								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-1), FL 1, RM 114

						VAV2706								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-17), FL 1, RM 116

						VAV2707								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-15), FL 1, RM 117

						VAV2708								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-16), FL 1, RM 118

						VAV2709								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-13), FL 1, RM 118

						VAV2710								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-5), FL 1, RM 119

						VAV2711								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-11), FL 1, RM 121

						VAV2712								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-28), FL 1, RM 151

						VAV2714								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-29), FL 1, RM 150

						VAV2715								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-33), FL 1, RM 148

						VAV2716								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-30), FL 1, RM

														141A STORAGE

						VAV2718								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-32), FL 1, RM 141

						VAV2719								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-31), FL 1, MENS

														RESTROOM

						VAV2720								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-20), FL 1, RM 135

						VAV2721								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-21), FL 1, RM 135

						VAV2722								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-19), FL 1, SOUTH

														LOBBY

						VAV2723								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-27), FL 1, NORTH

														LOBBY

						VAV2724								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-24), FL 1, HALL

														BY RM 131

						VAV2725								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-23), FL 1, RM 131

						VAV2726								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-22), FL 1, RM 130

														STORAGE

						VAV2727								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-18), FL 1, RM 124

						VAV2728								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-25), FL 1,

														BUSINESS OFFICE 133A

						VAV2729								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-26), FL 1, RM

														122A

						VAV2730								VARIABLE AIR VOLUME										001										TRANE														0.00						0.00		0.00								Y

														BOX(DDT-6), FL 1, WOMEN

														RESTROOM

						WASH812								COMP WASHER, FL 1,										011										WAS														0.00						0.00		0.00								Y

														POOL AREA LAUNDRY

						WASH813								COM. WASHER, FL 1, POOL										011										WAS														0.00						0.00		0.00								Y

														AREA LAUNDRY

						WTRH1467								WATER HEATER, FL 2,										003										RHEEM														0.00						0.00		0.00								Y

														JANITOR CLOSET

						WTRH1498								WATER HEATER, FL 2,										004										STAE														0.00						0.00		0.00								Y

														JANITOR CLOEST

						WTRH1988								WATER HEATER, FL 1, RM										014										AO														0.00						0.00		0.00								Y

														118 MECH

						WTRH2376								WATER HEATER, FL 1,										012										STATE														0.00						0.00		0.00								Y

														MECH RM

						WTRH2460								WATER HEATER, FL 1,										011										NICK														0.00						0.00		0.00								Y

														SOUTH TELEPHONE/MECH

						WTRH2508								WATER HEATER BOILER,										009										RBI				9/2/2005										0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						WTRH2509								WATER HEATER BOILER,										009										RBI				9/2/2005										0.00						0.00		0.00								Y

														BASEMENT, MAIN

														MECH/ELECT

						WTRH2537								WATER HEATER, FL 2,										009																								0.00						0.00		0.00								Y

														JANITOR CLOSET

						WTRH2600								WATER HEATER,										008										RHEEM														0.00						0.00		0.00								Y

														BASEMENT, LOWER

														LOBBY-MECH RM

						WTRH2626								WATER HEATER,										015										PVI														0.00						0.00		0.00								Y

														BASEMENT, RM B-4 MECH

						WTRH2648								WATER HEATER-EWH1,										018										STATE														0.00						0.00		0.00								Y

														EAST BLDG, FL 1, MECH

														RM

						WTRH2649								WATER HEATER-EWH2,										018										STATE														0.00						0.00		0.00								Y

														EAST BLDG, FL 1, MECH

														RM

						WTRH2652								WATER HEATER, EAST										018										STATE														0.00						0.00		0.00								Y

														BLDG, FL 1, LAUNDRY RM

						WTRH2749								WATER HEATER, FL 2,										006										STATE														0.00						0.00		0.00								Y

														MECH NEXT TO RM 205

						WTRH2806								WATER HEATER, FL 1,										013										STATE														0.00						0.00		0.00								Y

														MECH RM

						WTRH798								WATER HEATER, FL 1,										011										U.S.														0.00						0.00		0.00								Y

														WOMENS ESTROOM-WEST

														CEILING

						WTRH828								WATER HEATER, FL 1,										011										AO														0.00						0.00		0.00								Y

														CEILING OF WEST

														STORAGE RM BY WOMENS

														RESTROOM

						WTRH856								WATER HEATER, FL 2,										011										RHEEM														0.00						0.00		0.00								Y

														STORAGE RM BY WEST

														MENS RESTROOM

						WTRH917								WATER HEATER, FL 3,										011										AO														0.00						0.00		0.00								Y

														MECH ABOVE OLD

														KITCHEN

						WTRH918								WATER HEATER, FL 3,										011										AO														0.00						0.00		0.00								Y

														MECH ABOVE OLD

														KITCHEN

						WTRH944								WATER HEATER, FL 3,										011										AO														0.00						0.00		0.00								Y

														STORAGE RM BY WEST

														WOMENS RR

						WTRH945								WATER FOUNTAIN										011										ELKAY														0.00						0.00		0.00								Y

														COOLER, FL 3, STORAGE

														RM BY WEST WOMENS RR
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						AC2278								AIR COMPRESSOR, FL 2,										001NE										GAST														0.00						0.00		0.00								Y

														MECH RM 230

						AC2279								OILLESS COMPRESSOR,										001NE										FSC														0.00						0.00		0.00								Y

														FL 2, RM 230

						AC2287								AIR COMPRESSOR										002NE										SLB														0.00						0.00		0.00								Y

														W/TANK, FL 1, STORAGE

														#129

						AC2920								AIR COMPRESSOR 1, 1ST										008NE										SPEEDAIR				5/30/2008										0.00						0.00		0.00								Y

														FLOOR, BACK SIDE OF

														GUN RANGE IN AC ROOM

						AC2939								AIR COMPRESSOR										008NE										GENERAL				5/30/2008										0.00						0.00		0.00								Y

														#2,GROUND FLOOR,BTWN

														CLASSROOM ADN FIRING

														RANGE,STORAGE RM

						AD2921								AIR DRYERR, GROUND										008NE										SPPEDAIR				5/30/2008										0.00						0.00		0.00								Y

														FLOOR, BEHIND FIRING

														RANGE AC ROOM

						AHRA2261								AIR COOLED CHILLERS,										001NE										CARRIER														0.00						0.00		0.00								Y

														ROOF

						AHRA2263								AIR COOLED CHILLERS,										001NE										CARRIER														0.00						0.00		0.00								Y

														ROOF

						AHRA2265								AIR COOLED CHILLERS,										001NE										CARRIER														0.00						0.00		0.00								Y

														ROOF

						AHU2134								FAN COIL UNIT-VAV, FL 1										001NE										INTER				8/22/1998										0.00						0.00		0.00								Y

														HALL CEILING, BY NORTH

														DOOR TO RM 128

						AHU2135								FAN COIL UNIT-VAV, FL 1										001NE										INTER				8/23/1998										0.00						0.00		0.00								Y

														HALL CEILING, BY RM 126

						AHU2136								FAN COIL UNIT-VAV, FL 1										001NE										INTER				8/23/1998										0.00						0.00		0.00								Y

														HALL CEILING, BETWEEN

														RM 125 & 126

						AHU2137								FAN COIL UNIT-VAV,FL 1										001NE										INTER				8/23/1998										0.00						0.00		0.00								Y

														CEIKING EAST, STUDENT

														CENTER

						AHU2138								FAN COIL UNIT-VAV, FL 1										001NE										INTER				8/23/1998										0.00						0.00		0.00								Y

														CEILING WEST, STUDENT

														CENTER

						AHU2139								ENERGY RECOVERY UNIT,										001NE										GREEN				8/24/1999										0.00						0.00		0.00								Y

														FL 1 CEILING, HALL BY RM

														124 SOUTH END

						AHU2140								FAN COIL UNIT-VAV, FL 1										001NE										INTER				8/22/1998										0.00						0.00		0.00								Y

														HALL CEILING, RM 130

						AHU2141								FAN COIL UNIT-VAV, FL 1										001NE										INTER				8/22/1998										0.00						0.00		0.00								Y

														HALL CEILING, BY RM 128

						AHU2142								FAN COIL UNIT-VAV, FL 1										001NE										INTER				8/22/1998										0.00						0.00		0.00								Y

														HALL CEILING, BY RM 128

														SOUTH DOOR

						AHU2143								ENERGY RECOVERY UNIT,										001NE										GREEN				8/24/1999										0.00						0.00		0.00								Y

														FL 1 CEILING, HALL BY RM

														124 NORTH END

						AHU2144								FAN COIL UNIT, FL 1										001NE										INTER				8/24/1998										0.00						0.00		0.00								Y

														CEILING, HALL SOUTH OF

														RM 123

						AHU2145								FAN COIL UNIT, FL 1										001NE										INTER				8/24/1998										0.00						0.00		0.00								Y

														CEILING, HALL NORTH OF

														RM 123

						AHU2146								FAN COIL UNIT, FL 1										001NE										INTER				8/24/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY

														CASHIER WINDOW

						AHU2147								FAN COIL UNIT, FL 1										001NE										INTER				8/24/1998										0.00						0.00		0.00								Y

														CEILING, HALL NORTH OF

														RM 121

						AHU2149								FAN COIL UNIT, FL 1										001NE										INTER				8/24/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 140

						AHU2151								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 104

						AHU2152								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 105

						AHU2153								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL NORTH OF

														RM 105

						AHU2154								ENERGY RECOVERY UNIT,										001NE										GREEN				8/25/1999										0.00						0.00		0.00								Y

														FL 1 CEILING, WOMENS

														RESTROOM

						AHU2155								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL WEST OF

														RM 120

						AHU2156								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, ABOVE LIBRARY

														ENTRANCE DOOR

						AHU2157								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, LIBRARY EAST

														OF RM 111

						AHU2158								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, LIBRARY BY

														REFRENECE AREA

						AHU2159								ENERGY RECOVERY UNIT,										001NE										GREEN				8/25/1999										0.00						0.00		0.00								Y

														FL 1 CEILING, MEDIA

														ROOM

						AHU2160								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, BY BOOK SHELF

														#2

						AHU2161								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, BY BOOK SHELF

														#4

						AHU2162								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, BY BOOK SHELF

														#7

						AHU2163								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, BY BOOK SHELF

														#9

						AHU2164								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, BY SHELF #9

						AHU2166								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, EAST FOYER FOR

														LIBRARY

						AHU2167								FAN COIL UNIT, FL 1										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 214

						AHU2168								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 214

						AHU2169								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 218

						AHU2170								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, RM 218

						AHU2171								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 218

														WEST DOOR

						AHU2172								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 219

						AHU2173								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL WEST OF

														RM 219

						AHU2174								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL EAST OF

														RM 219, WEST DOOR

						AHU2175								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 212

						AHU2176								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL TO THE

														EAST OF RM 210

						AHU2177								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 210

						AHU2178								FAN COIL UNIT, FL  2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL EAST OF

														RM 210

						AHU2179								FAN COIL UNIT, FL 2										001NE										INTER				8/25/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 220

						AHU2181								ENERGY RECOVERY UNIT,										001NE										GREEN														0.00						0.00		0.00								Y

														FL 2 CEILING

						AHU2182								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY MENS

														RESTROOM

						AHU2183								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 205

						AHU2184								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY NORTH

														ELEVATOR

						AHU2185								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, RM 224

						AHU2186								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, RM 225

						AHU2187								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, RM 225

						AHU2188								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 226

						AHU2189								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING

						AHU2191								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, HALL SOUTH OF

														RM 226

						AHU2193								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 229

						AHU2194								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING

						AHU2195								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 231

						AHU2197								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 231

						AHU2198								FAN COIL UNIT, FL 2										001NE										INTER				8/26/1998										0.00						0.00		0.00								Y

														CEILING

						AHU2199								FAN COIL UNIT, FL 2										001NE										INTER				8/29/1998										0.00						0.00		0.00								Y

														CEILING, RM 234

						AHU2200								FAN COIL UNIT, FL 2										001NE										INTER				8/29/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 234

						AHU2201								FAN COIL UNIT, FL 2										001NE										INTER				8/29/1998										0.00						0.00		0.00								Y

														CEILING, RM 235

						AHU2240								ENERGY RECOVERY UNIT,										001NE										GREEN														0.00						0.00		0.00								Y

														ROOF

						AHU2241								ENERGY RECOVERY UNIT,										001NE										GREEN														0.00						0.00		0.00								Y

														ROOF

						AHU2273								FAN COIL UNIT, ROOF,										001NE										INTER														0.00						0.00		0.00								Y

														PENTHOUSE STORAGE RM

						AHU2274								ENERGY RECOVERY UNIT,										001NE										GREEN														0.00						0.00		0.00								Y

														FL 2 ROOF

						AHU2275								ENERGY RECOVERY UNIT,										001NE										GREEN														0.00						0.00		0.00								Y

														2ND FL ROOF

						AHU2277								AIR HANDLING UNIT, FL 2,										001NE										CARRIER														0.00						0.00		0.00								Y

														MECH RM 230

						AHU2284								ENERGY RECOVERY UNIT										002NE										GREEN				8/28/1998										0.00						0.00		0.00								Y

														ERV-1, ROOF ENCLOSURE

						AHU2314								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, EAST STAIR

														TOWER

						AHU2315								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 314B

						AHU2316								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 316

						AHU2317								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, RM 319

						AHU2318								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 320

						AHU2319								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 321

						AHU2320								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 314

						AHU2321								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 313

						AHU2322								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 322

						AHU2323								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 312C

						AHU2324								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 323

						AHU2325								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEIING, HALL BY RM 309

						AHU2326								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 324

						AHU2327								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 305

						AHU2328								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 305

						AHU2329								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 305

						AHU2330								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 325

						AHU2331								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 305

						AHU2332								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, HALL BY RM 305

						AHU2333								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, RM 327

						AHU2334								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, RM 329

						AHU2335								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, RM 329

						AHU2336								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING, RM 330

						AHU2337								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING

						AHU2338								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING

						AHU2339								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING

						AHU2340								FAN COIL UNIT, FL 3										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

														CEILING

						AHU2847								FAN COIL UNIT, 3RD FL										001NE																								0.00						0.00		0.00								Y

														CEILING RM 331

						AHU2848								FAN COIL UNIT, 3RD FL										001NE																								0.00						0.00		0.00								Y

														CEILING RM 331

						AHU2927								AHU #4, SF, ROOF										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

						AHU2928								AHU #3, SF, ROOF										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

						AHU2929								AHU #2, SF, ROOF										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

						AHU2930								AHU #1, SF,  ROOF										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

						AHU2945								AIR HANDLER UNIT										008NE														5/30/2008										0.00						0.00		0.00								Y

														#1,GRND FLOOR,INSIDE

														ELECTRICAL RM 1DF

						AHU437								AIR HANDLING UNIT, BLDG										004NE										GOOD														0.00						0.00		0.00								Y

														A, MECH SHOP, RM 214

						AHU438								AIR HANDLING UNIT, BLDG										004NE										GOOD														0.00						0.00		0.00								Y

														A, FL 2, RM 211

						AHU455								AIR HANDLER,BLDG B, FL										005NE										TRANE														0.00						0.00		0.00								Y

														2, MECH SHOP

						AHU456								AIR HANDLER, BLDG B, FL										005NE										TRANE														0.00						0.00		0.00								Y

														2, MECH SHOP

						ATS01								Automatic Transfer Switch										01-ROOF						GEN01																		0.00						0.00		0.00								Y

														Zenith Controls

						ATS2276								AUTOMATIC TRANSFER										001NE										ZENITH														0.00						0.00		0.00								Y

														SWITCH

						ATTCROOF								Roof - ATTC										005NE						NEROOFS								1/7/2004						1/7/2029				0.00						0.00		0.00								Y

						ATTRTU8								RTU - ATTC 8.5  ton										004NE										TRANE				8/17/2004						8/17/2005				0.00						0.00		0.00								Y

						BFPV101								6" Backflow Prevention										001NE										WILKENS														0.00						0.00		0.00								Y

														Assembly

						BFPV102								2" Backflow Prevention										002NE										WILKENS														0.00						0.00		0.00								Y

														Assembly

						BFPV104								3/4" Backflow Prevention										004NE										WATTS														0.00						0.00		0.00								Y

														Assembly

						BFPV107								1" Backflow Prevention										007NE														3/1/2005						3/1/2006				0.00						0.00		0.00								Y

														Assembly

						BFPV201								3/4" Backflow Prevention																				WILKENS														0.00						0.00		0.00								Y

														Assembly

						BFPV202								6" Backflow Prevention										002NE										WILKENS				8/11/1999										0.00						0.00		0.00								Y

														Assembly

						BFPV2913								BACK FLOW PREVENTOR,										001NE														12/1/2006										0.00						0.00		0.00								Y

														FL 2, RM 234 SOUTH

						BFPV2914								BACK FLOW PREVENTOR,										001NE														12/1/2006										0.00						0.00		0.00								Y

														FL 2, RM 226 NORTH

						BFPV2947								BACK FLOW,GRND										008NE														5/30/2008										0.00						0.00		0.00								Y

														FLOOR,ON FIRE

														SPRINKLER

														SYSTEM,STORAGE

						BFPV2948								BACK FLOW,GRND										008NE														5/30/2008										0.00						0.00		0.00								Y

														FLOOR,OUTSIDE AT CURB

														BY SINGLE DRIVE

						BFPV301								1" Backflow Prevention										01-1										WATTS														0.00						0.00		0.00								Y

														Assembly

						BFPV401								2" Backflow Prevention										001NE										FEBCO														0.00						0.00		0.00								Y

														Assembly

						BFPV501								1/2" Backflow Prevention										01-2										WILKENS														0.00						0.00		0.00								Y

														Assembly

						BFPV601								3/4" Backflow Prevention										01-ROOF										WATTS														0.00						0.00		0.00								Y

														Assembly

						BLR2247								HOT WATER BOILER,										001NE										LOC														0.00						0.00		0.00								Y

														ROOF, PENTHOUSE

						BLR2248								HOT WATER BOILER,										001NE										LOC														0.00						0.00		0.00								Y

														ROOF, PENTHOUSE

						BLR2249								HOT WATER BOILER,										001NE										LOC														0.00						0.00		0.00								Y

														ROOF, PENTHOUSE

						BLR2250								HOT WATER BOILER,										001NE										LOC														0.00						0.00		0.00								Y

														ROOF, PENTHOUSE

						BLR2957								HOT WATER BOILER,																				LOC				6/1/2008										0.00						0.00		0.00								Y

														ROOF, PENTHOUSE

						BLR2958								HOT WATER BOILER,																				LOC				6/1/2008										0.00						0.00		0.00								Y

														ROOF, PENTHOUSE

						CHR2190								CHILLED WATER COOLER,										001NE										CHETROL														0.00						0.00		0.00								Y

														FL 2 CEILING, MENS

														RESTROOM

						CHRA2261								AIR COOLED CHILLERS,										001NE										CARRIER														0.00						0.00		0.00								Y

														ROOF

						CHRA2263								AIR COOLER CHILLERS,										001NE										CARRIER														0.00						0.00		0.00								Y

														ROOF

						CHRA2265								AIR COOLER CHILLERS,										001NE										CARRIER														0.00						0.00		0.00								Y

														ROOF

						CHWP2245								CHILLED WATER PUMP,										001NE										BG														0.00						0.00		0.00								Y

														ROOF, PENTHOUSE

						CHWP2246								CHILLED WATER PUMP,										001NE										BG														0.00						0.00		0.00								Y

														ROOF, PENTHOUSE

						CHWP2262								CHILLED WATER RETURN										001NE																								0.00						0.00		0.00								Y

														PUMP #1, ROOF

						CHWP2264								CHILLED WATER RETURN										001NE																								0.00						0.00		0.00								Y

														PUMP #2, ROOF

						CHWP2266								CHILLED WATER RETURN										001NE																								0.00						0.00		0.00								Y

														PUMP, ROOF

						CHWP2922								CHILLED WATER RETURN										001NE																								0.00						0.00		0.00								Y

														PUMP #1, ROOF

						COD								Codwell Hall										001NE																								0.00						0.00		0.00								Y

						COD-HVAC								HVAC - Codwell Hall										001NE						COD																		0.00						0.00		0.00								Y

						COMP101								Gast Oilless Air Compressor										01-2										GAST														0.00						0.00		0.00								Y

						COMP102								Saylor-Beall Air Compressor										002NE										SAYLOR-B				8/11/1999						8/11/2000				0.00						0.00		0.00								Y

						COMP104								Ingersoll-Rand Air										004NE										IR				6/6/2003						6/6/2004				0.00						0.00		0.00								Y

														Compressor

						COMP105								Ingersoll-Rand Air										005NE										IR				3/30/2005						3/30/2006				0.00						0.00		0.00								Y

														Compressors

						COMP204								Ingersoll-Rand Air										004NE										IR				3/30/2005						3/30/2006				0.00						0.00		0.00								Y

														Compressor

						COMP205								Ingersoll-Rand Air										004NE														3/30/2005						3/30/2006				0.00						0.00		0.00								Y

														Compressor

						COND2270								ENERGY RECOVERY UNIT,										001NE																								0.00						0.00		0.00								Y

														ROOF

						COND2346								CONDESOR, OUTSIDE										001NE										CARRIER														0.00						0.00		0.00								Y

						COND2348								CONDENSOR, OUTSIDE										001NE										CARRIER														0.00						0.00		0.00								Y

						COND2931								A/C CONDENSER #1,ROOF										008NE										MITSUBIS				5/30/2008										0.00						0.00		0.00								Y

						COND439								CONDENCING UNIT, BLDG										004NE														8/5/1989										0.00						0.00		0.00								Y

														A, ROOF

						COND440								CONDENCING UNIT, BLDG										004NE														8/5/2002										0.00						0.00		0.00								Y

														A, ROOF

						COND453								CONDENCING UNIT, BLDG										005NE										GOOD				8/8/1996										0.00						0.00		0.00								Y

														B, OUTSIDE GROUND

						COND454								CONDENCING UNIT, BLDG										005NE										CARRIER				8/8/1991										0.00						0.00		0.00								Y

														B, OUTSIDE GROUND

						CP107								Circulation Pump										007NE										TACO				7/1/2005						7/1/2006				0.00						0.00		0.00								Y

						CUBCADET								ATV - Cub Cadet @										001NE						COD																		0.00						0.00		0.00								Y

														Northeast College

						DH-101								Dehumidifier										01-1										CARRIER				6/6/1999										0.00						0.00		0.00								Y

						DH-2O1								Dehumidifier										001NE										CARRIER				6/9/2004										0.00						0.00		0.00								Y

						DHUM2148								DEHUMIDIFIER, FL 1										001NE										HEAT				8/24/1998										0.00						0.00		0.00								Y

														CEILING, LIBRARY BY

														SHELF 7

						DHUM2165								DEHUMIDIFIER, FL 1										001NE										HEAT				8/25/1998										0.00						0.00		0.00								Y

														CEILING, BOOK STORE

						DP03								Distribution Panel										003NE										SIEMENS														0.00						0.00		0.00								Y

						DP1005								Distribution Panel 225 KVA										6NE-2										GE														0.00						0.00		0.00								Y

														XFMR

						DP101								Distribution Panel DPS &										001NE										SQUARE D														0.00						0.00		0.00								Y

														DPN

						DP105								Distribution Panel # 1										005NE										SEIMENS														0.00						0.00		0.00								Y

						DP2005								Distribution Panel 150 KVA										6NE-2										GE														0.00						0.00		0.00								Y

														XFMR

						DP205								Distribution Panel # 2										005NE										SIEMENS														0.00						0.00		0.00								Y

						DPB05								Distribution Panel B										005NE										SIEMENS														0.00						0.00		0.00								Y

						DPDP103								Distribution Panel  DP										004NE										SQUARE D														0.00						0.00		0.00								Y

						DPDPA05								Distribution Panel  DPA										6NE-2										GE														0.00						0.00		0.00								Y

						DPDPB05								Distribution Panel  DPB										6NE-2										GE														0.00						0.00		0.00								Y

						DPHA02								Distribution Panel HA										002NE										SQUARE D														0.00						0.00		0.00								Y

						DPLE04								Distribution Panel  LE										004NE										SQUARE D														0.00						0.00		0.00								Y

						EGEN2267								EMERGENCY GEN, ROOF										001NE										KOHLER														0.00						0.00		0.00								Y

						EGEN300								Generator Inspection										300																								0.00						0.00		0.00								Y

														(Monthly)

						ELEV101								Otis Hydraulic Passenger										001NE										OTIS				6/11/1999										0.00						0.00		0.00								Y

														Elevator # 1

						ELEV102								Otis Hydraulic Passenger										002NE										OTIS				8/11/1999										0.00						0.00		0.00								Y

														Elevator # 1

						ELEV103								Kone Hydraulic Passenger										003NE										KONE				8/17/1999										0.00						0.00		0.00								Y

														Elevator #1

						ELEV104								Otis Hydraulic Passenger										004NE										OTIS														0.00						0.00		0.00								Y

														Elevator # 1

						ELEV106								Dover Hydraulic Passenger										006NE										DOVER														0.00						0.00		0.00								Y

														Elevator # 1

						ELEV201								Otis Hydraulic Passenger										001NE										OTIS														0.00						0.00		0.00								Y

														Elevator # 2

						ELEV300								Test Elevator Telephones										300																								0.00						0.00		0.00								Y

														(Monthly)

						ELEV301								Otis Hydraulic Passenger										001NE										OTIS				6/11/1999										0.00						0.00		0.00								Y

														Elevator # 3

						ELEVF300								Elevator Fire Recall Test										300																								0.00						0.00		0.00								Y

														(Weekly)

						ELWP2002								BREAKER PANEL, BLDG B,										005NE										SIE														0.00						0.00		0.00								Y

														FL 1, EAST BODY SHOP

						ELWP2003								BREAKER PANEL, BLDG B,										005NE										SIE														0.00						0.00		0.00								Y

														FL 1, EAST BODY SHOP

						ELWP2005								BREAKER PANEL, BLDG B,										005NE										SIE														0.00						0.00		0.00								Y

														FL 1, WEST BODY SHOP

						ELWP2006								BREAKER PANEL, BLDG B,										005NE										SIE														0.00						0.00		0.00								Y

														FL 1, WEST BODY SHOP

						ELWP2038								BREAKER PANEL, FL 1, RM										006NE										GE														0.00						0.00		0.00								Y

														176

						ELWP2039								BREAKER PANEL, FL 1, RM										006NE										GE														0.00						0.00		0.00								Y

														176

						ELWP2040								BREAKER PANEL, FL 1,										006NE										GE														0.00						0.00		0.00								Y

														ELECTRIC RM

						ELWP2041								BREAKER PANEL, FL 1,										006NE										GE														0.00						0.00		0.00								Y

														ELECTRIC RM

						ELWP2042								BREAKER PANEL, FL 1, RM										006NE										GE														0.00						0.00		0.00								Y

														160

						ELWP2043								BREAKER PANEL, FL 2, RM										006NE										GE														0.00						0.00		0.00								Y

														200

						ELWP2044								BREAKER PANEL, FL 2, RM										006NE										GE														0.00						0.00		0.00								Y

														200

						ELWP2085								ENERGY BREAKER PANEL,										003NE										SIE														0.00						0.00		0.00								Y

														FL 1, RM 129

						ELWP2086								BREAKER PANEL, FL 1, RM										003NE										SIE														0.00						0.00		0.00								Y

														129

						ELWP2087								BREAKER PANEL,FL 1, RM										003NE										SIE														0.00						0.00		0.00								Y

														129

						ELWP2088								BREAKER PANEL, FL 1, RM										003NE										SIE														0.00						0.00		0.00								Y

														129

						ELWP2089								BREAKER PANEL, FL 1, RM										003NE										SIE														0.00						0.00		0.00								Y

														129

						ELWP2090								BREAKER PANEL, FL 1, RM										003NE										SIE														0.00						0.00		0.00								Y

														129

						ELWP2091								BREAKER PANEL, RM 129										003NE										SIE														0.00						0.00		0.00								Y

						ELWP2092								BREAKER PANEL, FL 1, RM										003NE										SIE														0.00						0.00		0.00								Y

														129

						ELWP2093								BREAKER PANEL, FL 1, RM										003NE										SIE														0.00						0.00		0.00								Y

														129

						ELWP2094								BREAKER PANEL, FL 1, RM										003NE										SIE														0.00						0.00		0.00								Y

														129

						ELWP2202								BREAKER PANEL, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														309

						ELWP2203								BREAKER PANEL, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														309

						ELWP2204								BREAKER PANEL, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														309

						ELWP2205								BREAKER PANEL, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														309

						ELWP2208								BREAKER PANEL, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														335A

						ELWP2209								BREAKER PANEL, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														335A

						ELWP2210								BREAKER PANEL, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														335A

						ELWP2212								BREAKER PANEL, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														210

						ELWP2213								BREAKER PANEL, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														210

						ELWP2214								BREAKER PANEL, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														210

						ELWP2215								BREAKER PANEL, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														210

						ELWP2218								BREAKER PANEL, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														230

						ELWP2219								BREAKER PANEL, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														230A

						ELWP2220								BREAKER PANEL, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														230A

						ELWP2221								BREAKER PANEL, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														230A

						ELWP2222								BREAKER PANEL, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														230A

						ELWP2227								BREAKER PANEL, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														111B

						ELWP2228								BREAKER PANEL, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														111B

						ELWP2229								BREAKER PANEL, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														111B

						ELWP2230								BREAKER PANEL, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														111B

						ELWP2234								BREAKER PANEL, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														138

						ELWP2235								BREAKER PANEL, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														138

						ELWP2236								BREAKER PANEL, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														138

						ELWP2288								BREAKER PANEL, FL 1, RM										002NE										SQD														0.00						0.00		0.00								Y

														126

						ELWP2289								BREAKER PANEL, FL 1, RM										002NE										SQD														0.00						0.00		0.00								Y

														126

						ELWP2290								BREAKER PANEL, FL 1, RM										002NE										SQD														0.00						0.00		0.00								Y

														126

						ELWP2291								BREAKER PANEL, FL 1, RM										002NE										SQD														0.00						0.00		0.00								Y

														126

						ELWP492								BREAKER PANEL, BLDG B,										005NE										SIE														0.00						0.00		0.00								Y

														FL 1 EAST BODY SHOP

						ELWP493								BREAKER PANEL, BLDG A,										004NE										SQD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP

						ELWP494								BREAKER PANEL, BLDG A,										004NE										SQD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP

						ELWP495								BREAKER PANEL, BLDG A,										004NE										SQD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP WEST

														END

						ELWP496								BREAKER PANEL, BLDG A,										004NE										SQD														0.00						0.00		0.00								Y

														FL 1, RM 125

						ELWP497								BREAKER PANEL, BLDG A,										004NE										SQD														0.00						0.00		0.00								Y

														FL 1, RM 125

						EPP2001								BREAKER PANEL, BLDG A,										004NE										SQD														0.00						0.00		0.00								Y

														FL 1, RM 129

						EPP2045								MAIN POWER										006NE										GE														0.00						0.00		0.00								Y

														DISCONNECT, FL 2, RM 200

						EPP2046								DISCONNECT PANEL, FL 2,										006NE										GE														0.00						0.00		0.00								Y

														RM 200

						EPP2047								DISCONNECT PANEL, FL 2,										006NE										GE														0.00						0.00		0.00								Y

														RM 200

						EPP2048								ELECTRIC SWITCHBOARD,										006NE										GE														0.00						0.00		0.00								Y

														FL 2, RM 200

						EPP2049								ELECTRIC										006NE										GE														0.00						0.00		0.00								Y

														SWITCHBOARD,FL 2, RM

														200

						EPP2226								ELECTRICAL DISCONNECT										001NE										SQD														0.00						0.00		0.00								Y

														PANEL, FL 1, RM 111B

						EPP2233								DISCONNECT PANEL, FL 1,										001NE										SQD														0.00						0.00		0.00								Y

														RM 138

						EPP2244								MOTOR CONTROL										001NE										SQD														0.00						0.00		0.00								Y

														CENTER, PENTHOUSE

						EPP2946								SWITCH GEAR,GRND										008NE										CUTLER				5/30/2008										0.00						0.00		0.00								Y

														FLOOR

														OUTDOORS,SIDEWALK

														OUTSIDE ELEC. RM

						EPP500								PANEL BOARD, BLDG A, FL										004NE										SQD														0.00						0.00		0.00								Y

														1, RM 129

						ERU2269								ENERGY RECOVERY UNIT,										001NE										GREEN														0.00						0.00		0.00								Y

														ROOF

						EXES2293								H & D SAFETY SWITCH, FL										002NE										SQD														0.00						0.00		0.00								Y

														1, RM 126

						EXH2911								EXHAUST FAN, FL 1, RM										001NE										BROAN				12/1/2006										0.00						0.00		0.00								Y

														104 MENS RESTROOM,

														WEST CEILING

						EXHF0407								Exhaust Fan Auto Tech										004NE										MAG														0.00						0.00		0.00								Y

														Center Bldg A Roof

						EXHF2008								EXHAUST FAN, ROOF										006NE										PENN														0.00						0.00		0.00								Y

						EXHF2009								EXHAUST FAN, ROOF,										006NE										PENN														0.00						0.00		0.00								Y

														WOMENS RESTROOM

						EXHF2010								EXHAUST FAN, ROOF,										006NE										PENN														0.00						0.00		0.00								Y

														MENS RESTROOM

						EXHF2011								EXHAUST FAN, ROOF, RM										006NE										PENN														0.00						0.00		0.00								Y

														211

						EXHF2012								EXHAUST FAN, ROOF, RM										006NE										PENN														0.00						0.00		0.00								Y

														211

						EXHF2013								EXHAUST FAN, ROOF, 2ND										006NE										PENN														0.00						0.00		0.00								Y

														FLOOR RESTROOM

						EXHF2014								EXHAUST FAN, ROOF										006NE										PENN														0.00						0.00		0.00								Y

						EXHF2015								EXHAUST FAN, ROOF										006NE										PENN														0.00						0.00		0.00								Y

						EXHF2016								EXHAUST FAN, ROOF										006NE										PENN														0.00						0.00		0.00								Y

						EXHF2017								EXHAUST FAN, ROOF										006NE										COOK														0.00						0.00		0.00								Y

						EXHF2018								EXHAUST FAN, ROOF										006NE										PENN														0.00						0.00		0.00								Y

						EXHF2070								EXHAUST FAN, ROOF,										003NE										PENN														0.00						0.00		0.00								Y

														WOMANS RESTROOM

						EXHF2071								EXHAUST FAN, ROOF,										003NE										PENN														0.00						0.00		0.00								Y

														RESTROOM

						EXHF2072								EXHAUST FAN, ROOF										003NE										PENN														0.00						0.00		0.00								Y

						EXHF2075								EXHAUST FAN										003NE										PENN														0.00						0.00		0.00								Y

						EXHF2076								EXHAUST FAN, ROOF										003NE										PENN														0.00						0.00		0.00								Y

						EXHF2095								EXHAUST FAN, BLDG B,										005NE										GREEN				8/9/2005										0.00						0.00		0.00								Y

														ROOF, BODY SHOP

						EXHF2260								EXHAUST FAN, ROOF,										001NE										DYN														0.00						0.00		0.00								Y

														PENHOUSE RM

						EXHF2280								EXHAUST FAN, ROOF										002NE										GREEN				8/30/1998										0.00						0.00		0.00								Y

						EXHF2281								EXHAUST FAN, ROOF										002NE										GREEN				8/30/1998										0.00						0.00		0.00								Y

						EXHF2912								EXHAUST FAN, FL 1, RM										001NE										BROAN				12/1/2006										0.00						0.00		0.00								Y

														104 WOMENS RESTROOM,

														WEST CEILING

						EXHF2922								EXHAUST FAN #7,GROUND										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

														FLOOR BEHIND FIRING

														RANGE,AC ROOM

						EXHF2923								EXHAUST FAN #6,GROUND										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

														FLOOR BEHIND FIRNIG

														RANGE,AC ROOM

						EXHF2924								EXHAUST FAN #5,										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

														GROUND FLOOR BEHIND

														FIRING RANGE, AC ROOM

						EXHF2925								EXHAUST FAN #4,										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

														GROUND FLOOR BEHIND

														FIRING RANGE, AC ROOM

						EXHF2926								HAZ. WATSE										008NE										NEW YORK				5/30/2008										0.00						0.00		0.00								Y

														COLLECTOR,OUSIDE

														GRND,REAR OF BLDG,NE

														CORNER

						EXHF2936								EXHAUST FAN #1, ROOF										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

						EXHF2937								EXHAUST FAN #2, ROOF										008NE										GREENHEL				5/30/2008										0.00						0.00		0.00								Y

						EXHF2949								EXHAUST FAN #10,GRND										008NE														5/30/2008										0.00						0.00		0.00								Y

														FLR,FIRE TRAINING

														TOWER,WALL OF FRT

														ENTRY

						EXHF2950								EXHAUST FAN #11,2ND										008NE														5/30/2008										0.00						0.00		0.00								Y

														FLR,FIRE TRAINING

														RM,STAIRWELL

						EXHF2951								EXHAUST FAN #12,3RD										008NE														5/30/2008										0.00						0.00		0.00								Y

														FLR,FIRE TRAINING

														TOWER,STAIRWELL

						EXHF2952								EXHAUST FAN #13,4TH										008NE														5/30/2008										0.00						0.00		0.00								Y

														FLR,FIRE TRAINING

														TOWER,STAIRWELL

						EXHF2953								EXHAUST FAN #14,5TH										008NE														5/30/2008										0.00						0.00		0.00								Y

														FLR,FIRE TRAINING

														TOWER,STAIRWELL

						EXHF2954								EXHF #15, 6TH FLOOR,										008NE										MARATHON				5/1/2008										0.00						0.00		0.00								Y

														FIRE TRAINING TOWER

														STAIRWELL

						EXHF407								EXHAUST FAN, BLDG A,										004NE										MAG														0.00						0.00		0.00								Y

														ROOF, RM 123

						EXHF408								EXHAUST FAN, BLDG A,										004NE										MAG														0.00						0.00		0.00								Y

														FLOOR 2, RM RR

						EXHF409								EXHAUST FAN,BLDG A,										004NE										MAG														0.00						0.00		0.00								Y

														ROOF, RM 201

						EXHF410								EXHAUST FAN, BLDG A,										004NE										MAG														0.00						0.00		0.00								Y

														ROOF, RM 201

						EXHF411								EXHAUST FAN, BLDG A,										004NE										BAL														0.00						0.00		0.00								Y

														ROOF, RM MECH SHOP

						EXHF412								EXHAUST FAN, BLDG A,										004NE										GE														0.00						0.00		0.00								Y

														ROOF, RM 133

						EXHF413								EXHAUST FAN, BLDG A,										004NE										BAL														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF414								EXHAUST FAN, BLDG A,										004NE										MAG														0.00						0.00		0.00								Y

														ROOF, TOOL RM

						EXHF415								EXHAUST FAN, BLDG A,										004NE										BAL														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF416								EXHAUST FAN, BLDG A, FL										004NE										GE														0.00						0.00		0.00								Y

														1, RM RR

						EXHF417								EXHAUST FAN, BLDG A,										004NE										BAL														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF418								EXHAUST FAN, BLDG A,										004NE										BAL														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF419								EXHAUST FAN, BLDG A,										004NE										BAL														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF420								EXHAUST FAN, BLDG A,										004NE										MAG														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF421								EXHAUST FAN, BLDG A, FL										004NE										MAG														0.00						0.00		0.00								Y

														1, MECH SHOP

						EXHF422								EXHAUST FAN, BLDG A,										004NE										MAG														0.00						0.00		0.00								Y

														ROOF, RM 205

						EXHF423								EXHAUST FAN, BLDG A,										004NE																								0.00						0.00		0.00								Y

														OUTSIDE, LIFT RM

						EXHF424								EXHAUST FAN, BLDG A,										004NE																								0.00						0.00		0.00								Y

														OUTSIDE, CHRYSLER

														SHOP RM 118

						EXHF425								EXHAUST FAN, BLDG A, FL										004NE										MAG														0.00						0.00		0.00								Y

														1, MECH SHOP BY

														TRANSMISSION SHOP

						EXHF457								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF458								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF459								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF460								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF461								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF462								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF463								EXHAUST FAN, BLDG B,										005NE																								0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF464								EXHAUST FAN, BLDG B,										005NE										GE														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF465								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						EXHF466								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF

						EXHF467								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF

						EXHF468								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF

						EXHF469								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF

						EXHF470								EXHAUST FAN, BLDG B,										005NE										GREEN														0.00						0.00		0.00								Y

														ROOF

						EXHF481								EXHAUST FAN, BLDG B,										005NE										REZ				8/8/1990										0.00						0.00		0.00								Y

														PAINT BOOTH

						EXHF482								EXHAUST FAN, BLDG B,										005NE										REZ				8/8/1990										0.00						0.00		0.00								Y

														PAINT BOOTH

						FAMP2055								FIRE ALARM PANEL, FL 1,										006NE										FLT														0.00						0.00		0.00								Y

														STORAGE RM 164

						FAMP2942								FIRE ALARM PANEL,GRND										008NE										HONEYWEL				3/8/2007										0.00						0.00		0.00								Y

														FLOOR,FRONT

														ENTRY,RECEPT OFFICE

						FAS01								Simplex Fire Alarm Panel &										01-1										SIMPLEX				6/11/1999										0.00						0.00		0.00								Y

														System

						FAS02								Notifier Fire Alarm Panel &										002NE										NOTIFIER				10/21/2004										0.00						0.00		0.00								Y

														System

						FAS03								Cerberus Pyrotronics Fire										003NE										CERBERUS				8/17/1999										0.00						0.00		0.00								Y

														Alarm Panel & System

						FAS04								FireLite Fire Alarm Panel &										004NE										FIRELITE														0.00						0.00		0.00								Y

														System

						FAS05								FireLite Fire Alarm Panel &										005NE										FIRELITE														0.00						0.00		0.00								Y

														System

						FAS06								Notifier Fire Alarm Panel &										006NE										NOTIFIER														0.00						0.00		0.00								Y

														System

						FC2341								FAN COIL, FL 3 CEILING										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

						FC2342								FAN COIL, FL 3 CEILING										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

						FC2343								FAN COIL, FL 3 CEILING										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

						FC2344								FAN COIL, FL 3 CEILING										001NE										INTER				8/31/1998										0.00						0.00		0.00								Y

						FEX001								Fire Extinguisher Inspection										001NE																								0.00						0.00		0.00								Y

														(Monthly)

						FEX002								Fire Extinguisher Inspection										002NE																								0.00						0.00		0.00								Y

														(Monthly)

						FEX003								Fire Extinguisher Inspection										003NE																								0.00						0.00		0.00								Y

														(Monthly)

						FEX004								Fire Extinguisher Inspection										004NE																								0.00						0.00		0.00								Y

														(Monthly)

						FEX005								Fire Extinguisher Inspection										005NE																								0.00						0.00		0.00								Y

														(Monthly)

						FEX006								Fire Extinguisher Inspection										006NE																								0.00						0.00		0.00								Y

														(Monthly)

						FEX007								Fire Extinguisher Inspection										007NE																								0.00						0.00		0.00								Y

														(Monthly)

						FRHS2941								FIRE SPRINKLER										008NE														5/30/2008										0.00						0.00		0.00								Y

														SYSTEM,GROUND

														FLOOR,STORAGE RM

						GEN01								Generator, Model: 60RZ7272										01-ROOF										KOHLER				6/11/1999										0.00						0.00		0.00								Y

														50 kw set

						GENB300								Generator Battery Inspection										300																								0.00						0.00		0.00								Y

														(Weekly)

						HS103								Halon Panel & System										6NE-1										FIRELITE														0.00						0.00		0.00								Y

						HS206								Halon Panel & System										6NE-1										FIRELITE														0.00						0.00		0.00								Y

						HS306								Halon Panel & System										6NE-2										FIRELITE														0.00						0.00		0.00								Y

						HWCP2251								HOT WATER CIRCULATING										001NE										ARM														0.00						0.00		0.00								Y

														PUMP, ROOF, RM

														PENHOUSE

						HWCP2252								HOT WATER CIRCULATING										001NE										BG														0.00						0.00		0.00								Y

														PUMP, ROOF, PENHOUSE

														RM

						HWCP2253								HOT WATER CIRCULATING										001NE										BG														0.00						0.00		0.00								Y

														PUMP, ROOF, PENHOUSE

														RM

						HWCP2254								HOT WATER CIRCULATING										001NE										BG														0.00						0.00		0.00								Y

														PUMP, ROOF, PENHOUSE

														RM

						HWCP2256								HOT WATER SUPPLY										001NE										BG														0.00						0.00		0.00								Y

														PUMP, ROOF, PENTHOUSE

						HWCP2257								HOT WATER SUPPLY										001NE										BG														0.00						0.00		0.00								Y

														PUMP, ROOF, PENTHOUSE

						HWCP2258								HOT WATER CIRCULATING										001NE										BG														0.00						0.00		0.00								Y

														PUMP, ROOF, PENHOUSE

						HWCP2940								HWCP #1,GROUND										008NE										BG				5/30/2008										0.00						0.00		0.00								Y

														FLOOR,BTWN

														CLASSROOM AND FIRING

														RANGE,STORAGE RM

						HWCP426								HOT WATER PUMP, BLDG A										004NE										ARM														0.00						0.00		0.00								Y

						HWH1								Hot Water Heater										005NE										MAYTAG				5/5/2003						5/5/2004				0.00						0.00		0.00								Y

						LABH2242								FUME HOOD EXHAUST,										001NE										ACME														0.00						0.00		0.00								Y

														ROOF

						LABH2243								FUME HEAD EXHAUST										001NE										ACME														0.00						0.00		0.00								Y

														FAN, ROOF

						LABH2271								FUME HEAD EXHAUST										001NE										ACME														0.00						0.00		0.00								Y

														FAN, ROOF

						LABH2272								FUME HEAD EXHAUST										001NE										ACME														0.00						0.00		0.00								Y

														FAN, ROOF

						MD101								Main Disconnect										001NE										SQUARE D														0.00						0.00		0.00								Y

						MD102								Main Disconect										002NE										SQUARE D														0.00						0.00		0.00								Y

						MSB101								Main Switchboard MDS-1										001NE										SQUARE D														0.00						0.00		0.00								Y

						MSB201								Main Switchboard DP-PH										001NE										SQUARE D														0.00						0.00		0.00								Y

						MSD106								Main Service Disconnect										6NE-2										GE														0.00						0.00		0.00								Y

						MSG03								Main Switch Gear										003NE										SIEMENS														0.00						0.00		0.00								Y

						MTF03								Main Transformer										003NE										SIEMENS														0.00						0.00		0.00								Y

						MTF102								Main Transformer										002NE										SQUARE D														0.00						0.00		0.00								Y

						MTF104								Main Transformer M.S.B										004NE										SQUARE D														0.00						0.00		0.00								Y

						MTF105								Main Transformer										005NE										ACME														0.00						0.00		0.00								Y

						MTF106								Main Transformer 150 KVA										6NE-2										GE														0.00						0.00		0.00								Y

														XFMR

						MTF206								Mian Transformer 225 KVA										6NE-2										GE														0.00						0.00		0.00								Y

														XFMR

						NEROOFS								Roof - Northeast Roofs										300																								0.00						0.00		0.00								Y

						NM								Northline Mall										006NE																								0.00						0.00		0.00								Y

						NM-DOOR1								Doors -Twenty glass doors,										006NE						NM-DOORS								8/27/2004						8/27/2005				0.00						0.00		0.00								Y

														frames, hardware, & etc

						NM-DOORS								Doors - Northline Mall										006NE						NM																		0.00						0.00		0.00								Y

						NM-HVAC								HVAC - Northline Mall										006NE						NM																		0.00						0.00		0.00								Y

						NM-RTU12								RTU -#12 Northline Mall										006NE						NM-HVAC				TRANE				3/2/2002						3/2/2003				0.00						0.00		0.00								Y

														w/electricreheat - 15Ton

						NM-RTU14								RTU - Northline Mall  25 Tons										006NE						NM-HVAC				TRANE				6/19/2003						6/19/2005				0.00						0.00		0.00								Y

														RTU#14

						OKG429								ROOF TOP UNIT 3, BLDG A,										004NE										TRANE				8/5/2005										0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						PC								Pinemont Center										003NE																								0.00						0.00		0.00								Y

						PC-HVAC								HVAC - Pinemont Center										003NE						PC																		0.00						0.00		0.00								Y

						PCRTU13								RTU - Pinemont Center #13										003NE						PC-HVAC				CARRIER				3/10/2004						3/10/2005				0.00						0.00		0.00								Y

														15 Ton

						PCRTU14								RTU - Pinemont Center #14										003NE						PC-HVAC				CARRIER				3/10/2004						3/10/2004				0.00						0.00		0.00								Y

														10 Ton

						PKG2019								ROOF TOP UNIT 1, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2020								ROOF TOP UNIT 2, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2021								ROOF TOP UINT 3, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2022								ROOF ROP UNIT 4, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2023								ROOF TOP UNIT 5, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2024								ROOF TOP UNIT 6, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2025								ROOF TOP UNIT 7, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2026								ROOF TOP UNIT 8, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2027								ROOF TOP UNIT 9, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2028								ROOF TOP UNIT 10, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2029								ROOF TOP UNIT 11, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2030								ROOF TOP UNIT 12, ROOF										006NE										GOOD				8/10/2002										0.00						0.00		0.00								Y

						PKG2031								ROOF TOP UNIT 13, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2032								ROOF TOP UNIT 14, ROOF										006NE										TRANE				8/10/2003										0.00						0.00		0.00								Y

						PKG2033								ROOF TOP UNIT 15, ROOF										006NE										TRANE				8/10/2003										0.00						0.00		0.00								Y

						PKG2034								ROOF TOP UNIT 16, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2035								ROOF TOP UNIT 17, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2036								ROOF TOP UNIT 18, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2037								ROOF TOP UNIT 19, ROOF										006NE										TRANE				8/10/2004										0.00						0.00		0.00								Y

						PKG2056								ROOF TOP UNIT 5, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2057								ROOF TOP UNIT 2, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2058								ROOF TOP UNIT 3, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2059								ROOF TOP UNIT 4, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2060								ROOF TOP UNIT 5, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2061								ROOF TOP UNIT 6, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2062								ROOF TOP UNIT 7, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2063								ROOF TOP UNIT 8, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2064								ROOF TOP UNIT 9, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2065								ROOF TOP UNIT 10, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2066								ROOF TOP UNIT 11, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2067								ROOF TOP UNIT 12, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2068								ROOF TOP UNIT 13, ROOF										003NE										TRANE				8/11/1999										0.00						0.00		0.00								Y

						PKG2069								ROOF TOP UNIT 14, ROOF										003NE										CARRIER				8/11/2004										0.00						0.00		0.00								Y

						PKG2150								PACKAGE UNIT, FL 1, RM										001NE										CARRIER														0.00						0.00		0.00								Y

														130C

						PKG2282								PACKAGE HEAT & A/C										002NE										TRANE														0.00						0.00		0.00								Y

														UNIT-RTU1, ROOF

														ENCLOSURE

						PKG2283								PACKAGE HEAT & A/C										002NE										TRANE				8/30/1998										0.00						0.00		0.00								Y

														UNIT-RTU2, ROOF

														ENCLOSURE

						PKG2345								WINDOW A/C UNIT, FL 3,										001NE																								0.00						0.00		0.00								Y

														RM 332A

						PKG2853								Package Unit, Mens										001NE										CARRIER														0.00						0.00		0.00								Y

														Restroom, NE Shower Bldg,

														mech Rm

						PKG2854								Package Unit, Womens RR,										002NE										CARRIER														0.00						0.00		0.00								Y

														NE Shower Bldg, Mech Rm

						PKG427								ROOF TOP UNIT 1, ROOF,										004NE										TRANE				8/5/2005										0.00						0.00		0.00								Y

														MECH SHOP, BLDG A

						PKG428								ROOF TOP UNIT 2, BLDG A,										004NE										GOOD				8/5/2002										0.00						0.00		0.00								Y

														ROOF RM 118

						PKG429								Roof Top Unit 3, Roof, Bldg A,										004NE										TRANE				8/5/2005										0.00						0.00		0.00								Y

														Mech Shop

						PKG430								ROOF TOP UNIT 4, BLDG A,										004NE										TRANE				8/5/2005										0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						PKG431								ROOF TOP UNIT 5, BLDG A,										004NE										TRANE				8/5/2005										0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						PKG432								ROOF TOP UNIT 6, ROOF,										004NE										GOOD				8/5/2002										0.00						0.00		0.00								Y

														BLDG A, RM 133

						PKG433								ROOF TOP UNIT 7, BLDG A,										004NE										GOOD				8/5/2002										0.00						0.00		0.00								Y

														ROOF RM 133

						PKG434								ROOF TOP UNIT 8, BLDG A,										004NE										TRANE				8/5/2004										0.00						0.00		0.00								Y

														ROOF, MECH SHOP

						PKG435								ROOF TOP UNIT 9, BLDG A,										004NE										TRANE				8/5/2005										0.00						0.00		0.00								Y

														ROOF , MECH SHOP

						PKG436								ROOF TOP UNIT 10, BLDG										004NE										TRANE				8/5/2005										0.00						0.00		0.00								Y

														A, ROOF, MECH SHOP

						ROLROOF								ROLAND SMITH TRUCK										002NE														1/12/2006						1/12/2026				0.00						0.00		0.00								Y

														DRIVING ROOF

						RTU2932								RTU #4, ROOF										008NE										CARRIER				5/30/2008										0.00						0.00		0.00								Y

						RTU2933								RTU #3, ROOF										008NE										CARRIER				5/30/2008										0.00						0.00		0.00								Y

						RTU2934								RTU #2, ROOF										008NE										CARRIER				5/30/2008										0.00						0.00		0.00								Y

						RTU2935								RTU #1,ROOF										008NE										CARRIER				5/30/2008										0.00						0.00		0.00								Y

						SB101								Switchboard DP-PH										001NE						MSB201				SQUARE D				6/11/1999										0.00						0.00		0.00								Y

						SDMSD103								Service Disconnect #1 M.S.D										004NE										SQUARE D														0.00						0.00		0.00								Y

						SDMSD203								Service Disconnect # 2										004NE										SQUARE D														0.00						0.00		0.00								Y

														M.S.D.

						SEWP2943								SEWP,OUTSIDE										008NE										E-ONE				5/30/2008										0.00						0.00		0.00								Y

														GROUNDS,AT STREET

														INTERSECTION,LAW BLDG

						SEWP2944								SEWP,OUTSIDE GROUNDS										008NE										E-ONE				5/30/2008										0.00						0.00		0.00								Y

														STREET

														INTERSECTION,FIRE BLDG

						SHTR2259								UNIT HEATER, ROOF,										001NE										REZ														0.00						0.00		0.00								Y

														PENTHOUSE

						SHTR2285								SPACE HEATER, FL 1,										002NE										TRANE														0.00						0.00		0.00								Y

														STORAGE #129

						SHTR2286								SPACE HEATER, FL 1,										002NE										TRANE														0.00						0.00		0.00								Y

														STORAGE #129

						SHTR442								SPACE HEATER, BLDG A,										004NE										MOD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP

						SHTR443								SPACE HEATER, FL 1,										004NE										MOD														0.00						0.00		0.00								Y

														MECH SHOP

						SHTR444								SPACE HEATER, FL 1,										004NE										MOD														0.00						0.00		0.00								Y

														MECH SHOP

						SHTR445								SPACE HEATER, FL 1,										004NE										MOD														0.00						0.00		0.00								Y

														MECH SHOP

						SHTR446								SPACE HEATER, FL 1,										004NE										MOD														0.00						0.00		0.00								Y

														MECH SHOP

						SHTR447								SPACE HEATER. BLDG A,										004NE										MOD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP

						SHTR448								SPACE HEATER, BLDG A,										004NE										MOD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP

						SHTR449								SPACE HEATER, BLDG A,										004NE										MOD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP

						SHTR450								SPACE HEATER, BLDG A,										004NE										MOD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP

						SHTR451								SPACE HEATER, BLDG A,										004NE										MOD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP, Storage

														Rm

						SHTR452								SPACE HEATER, BLDG A,										004NE										MOD														0.00						0.00		0.00								Y

														FL 1, MECH SHOP, Storage

														Rm

						SHTR471								SPACE HEATER, BLDG B,										005NE										REZ														0.00						0.00		0.00								Y

														BODY SHOP

						SHTR472								SPACE HEATER, BLDG B										005NE										REZ														0.00						0.00		0.00								Y

						SHTR473								SPACE HEATER, BLDG B										005NE										REZ														0.00						0.00		0.00								Y

						SHTR474								SPACE HEATER,BLDG B										005NE										REZ														0.00						0.00		0.00								Y

						SHTR475								SPACE HEATER, BLDG B										005NE										REZ														0.00						0.00		0.00								Y

						SHTR476								SPACE HEATER, BLDG B										005NE										REZ														0.00						0.00		0.00								Y

						SHTR477								SPACE HEATER, BLDG B										005NE										REZ														0.00						0.00		0.00								Y

						SHTR478								SPACE HEATER, BLDG B										005NE										REZ														0.00						0.00		0.00								Y

						SHTR479								SPACE HEATER, BLDG B										005NE										REZ														0.00						0.00		0.00								Y

						SHTR480								SPACE HEATER, BLDG B										005NE										REZ														0.00						0.00		0.00								Y

						SLCP02								Stormwater Lift station										002NE										COH														0.00						0.00		0.00								Y

														Control Panel

						SLSLP002								Stormwater Lift Station 65HP										002NE										MEYERS														0.00						0.00		0.00								Y

														Lag Pump

						SLSLP02								Stormwater Lift Station 65HP										002NE										MEYERS				6/11/1999										0.00						0.00		0.00								Y

														Lead Pump

						SSLCP02								Sanitary Sewer Lift station										002NE										COH				6/11/1999										0.00						0.00		0.00								Y

														Control Panel

						SSLSP102								Sanitary Sewer Lift Station										002NE										MEYERS				6/11/1999										0.00						0.00		0.00								Y

														3HP  Lead Pump

						SSLSP202								Sanitary Sewer Lift Station										002NE										MEYERS														0.00						0.00		0.00								Y

														3HP  Lag Pump

						SUPF2180								SUPPLY FAN, FL 2 CEILING										001NE																								0.00						0.00		0.00								Y

						SUPF2192								SUPPLY FAN, FL 2 CEILING										001NE														8/26/1998										0.00						0.00		0.00								Y

						SUPF2955								SUPPLY FAN										008NE										MARATHON				5/30/2008										0.00						0.00		0.00								Y

														#1,ROOF,THRU ROOF

														HATCH

						SUST2081								SWITCH BOARD, FL 1, RM										003NE										SIE														0.00						0.00		0.00								Y

														129

						SUST2268								ELECTRIC SWITCHBOARD,										001NE										SQD														0.00						0.00		0.00								Y

														ROOF

						TRNS2004								TRANSFORMER, BLDG B,										005NE										ACME														0.00						0.00		0.00								Y

														FL 1, EAST BODY SHOP

						TRNS2050								TRANSFORMER, FL 2, RM										006NE										GE														0.00						0.00		0.00								Y

														200

						TRNS2051								TRANSFORMER, FL 2, RM										006NE										GE														0.00						0.00		0.00								Y

														200

						TRNS2080								ELECTRICAL										003NE										SIE														0.00						0.00		0.00								Y

														TRANSFORMER, FL 1 RM

														129

						TRNS2206								TRANSFORMER, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														309

						TRNS2207								TRANSFORMER, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														309

						TRNS2211								TRANSFORMER, FL 3, RM										001NE										SQD														0.00						0.00		0.00								Y

														335A

						TRNS2216								TRANSFORMER, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														210

						TRNS2217								TRANSFORMER, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														210

						TRNS2223								TRANSFORMER,FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														230A

						TRNS2224								TRANSFORMER, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														230A

						TRNS2225								TRANSFORMER, FL 2, RM										001NE										SQD														0.00						0.00		0.00								Y

														230A

						TRNS2231								TRANSFORMER, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														111B

						TRNS2232								TRANSFORMER, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														111B

						TRNS2237								TRANSFORMER, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														138

						TRNS2238								TRANSFORMER, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														138

						TRNS2239								TRANSFORMER, FL 1, RM										001NE										SQD														0.00						0.00		0.00								Y

														138

						TRNS2292								TRANSFORMER, FL 1, RM										002NE																								0.00						0.00		0.00								Y

														126

						TRNS2347								TRANSFORMER, OUTSIDE										001NE										SQD														0.00						0.00		0.00								Y

						TRNS498								TRANSFORMER, BLDG A,										004NE										SQD														0.00						0.00		0.00								Y

														FL 1, RM 125

						TRNS499								TRANSFORMER, BLDG A,										004NE										SQD														0.00						0.00		0.00								Y

														FL 1, RM 129

						VAV2096								VARIABLE AIR VOLUME										003NE										VSEE														0.00						0.00		0.00								Y

														BOX, FL 1 CIELING, RM 104

						VAV2097								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL1 CEILING, RM 104

														WALL UNIT

						VAV2098								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1CEILING, RM 167

						VAV2099								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 166

						VAV2100								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 169

						VAV2101								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 169

						VAV2102								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 168

						VAV2103								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 147

						VAV2104								VARIABLE AIR VOLUME, FL										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														1 CEILING, RM 148

						VAV2105								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 155

						VAV2106								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 157

						VAV2107								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 159

						VAV2108								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 161

						VAV2109								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 163

						VAV2110								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING,

														CORRIDOR 174 BY RM 161

						VAV2111								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING,

														CORRIDOR 174 BY RM 163

						VAV2112								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 165

						VAV2113								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 154

						VAV2114								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 158

						VAV2115								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 160

						VAV2116								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 133

						VAV2117								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 162

						VAV2118								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 164

						VAV2119								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 131

						VAV2120								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 131

						VAV2121								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING,

														LIBRARY 141

						VAV2122								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 146

						VAV2123								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING,

														LIBRARY 141

						VAV2124								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING,

														LIBRARY 141

						VAV2125								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING,

														LIBRARY 141

						VAV2126								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 155

						VAV2127								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM 154

						VAV2128								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, LOBBY

														153

						VAV2129								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL  1, LOBBY 153

						VAV2130								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, MENS RESTROOM

														136

						VAV2131								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, RM 135

						VAV2132								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL1 CEILING, RM 168

						VAV2133								VARIABLE AIR VOLUME										003NE										VSEE				8/18/1999										0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, HALL

														175 CROSS CORRIDOR

						VAV2294								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 121

						VAV2295								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 120

						VAV2296								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 117

						VAV2297								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 107W

						VAV2298								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 107W

						VAV2299								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 116W

						VAV2300								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, CEILING

														OUTSIDE 111 STORAGE RM

						VAV2301								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 111

														CEILING

						VAV2302								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM B4

														DOOR 101

						VAV2303								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, HALL

						VAV2304								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 116E

						VAV2305								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 114

						VAV2306								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 114

						VAV2307								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 118

						VAV2308								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 118

						VAV2309								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 122

														COMPUTER LAB

						VAV2310								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM 122

														COMPUTER LAB

						VAV2311								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, OUTSIDE

														WEST MENS RESTROOM

						VAV2312								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 1, RM LOBBY

						VAV2313								VARIABLE VOLUME										002NE																								0.00						0.00		0.00								Y

														CONTROL, FL 2, RM 203

						VAV2352								VARIABLE AIR VOLUME										003NE										GRAVES														0.00						0.00		0.00								Y

														BOX, FL 1 CEILING, RM

														B108

						VP101								Maxima C Vacuum Pump										01-2										MAXIMA														0.00						0.00		0.00								Y

						WNTK4565								Domestic Water & Fire Water										006NE										AO				8/15/2008										0.00						0.00		0.00								Y

														Tank

						WTH102								Hot Water Heater, Breakroom										002NE										AO SMITH				6/3/2003						6/3/2004				0.00						0.00		0.00								Y

														rm 121 ceiling

						WTH103								Hot Water Heater										003NE										AO SMITH				8/18/1999						8/18/2000				0.00						0.00		0.00								Y

						WTH106								Hot Water Heater, upstairs										006NE										RHEEM				12/30/2004						12/30/2005				0.00						0.00		0.00								Y

														hallway Rm 207

						WTH107								Hot Water Heater										007NE										AO SMITH				7/1/2005						7/1/2006				0.00						0.00		0.00								Y

						WTH202								Hot Water Heater, Office										002NE										STATE E				6/3/1999						6/3/2000				0.00						0.00		0.00								Y

														kitchen Rm 109, in ceiling

						WTH203								Hot Water Heater										003NE										AO SMITH				8/18/1999						8/18/2000				0.00						0.00		0.00								Y

						WTH206								Hot Water Heater, Upstairs										006NE										RHEEM				12/30/2004						12/30/2005				0.00						0.00		0.00								Y

														hallway room 207

						WTH207								Hot Water Heater										007NE										AO SMITH				7/1/2005						7/1/2006				0.00						0.00		0.00								Y

						WTH2849								Hot Water Heater, NE										002NE										PRO MAX														0.00						0.00		0.00								Y

														Shower Bldg, Janitor's

														Closet, Men and Womens RR

						WTH2850								Hot Water Heater, NE										002NE										PRO MAX														0.00						0.00		0.00								Y

														Shower Bldg, Janitor's

														Closet, Men and Women RR

						WTH2851								Hot Water Heater, NE										002NE										PRO MAX														0.00						0.00		0.00								Y

														Shower Bldg, Janitor's

														Closet, Mens and Womens

														RR

						WTH2852								Hot Water Heater, NE										002NE										PRO MAX														0.00						0.00		0.00								Y

														Shower Bldg, janitor's closet,

														Men and Women RR

						WTH302								Hot Water Heater, mens										002NE										AO SMITH				6/3/1999						6/3/2000				0.00						0.00		0.00								Y

														restrom next to rm 101, in

														ceiling

						WTH303								Hot Water Heater										003NE										AO SMITH				8/18/1999						8/18/2000				0.00						0.00		0.00								Y

						WTH306								Hot Water Heater, Ceiling of										006NE										RHEEM				12/30/2004						12/30/2005				0.00						0.00		0.00								Y

														rm 198

						WTH307								Hot Water Heater										007NE										AO SMITH				7/1/2005						7/1/2006				0.00						0.00		0.00								Y

						WTH406								Hot Water Heater, Hallway										006NE														12/30/2004						12/30/2005				0.00						0.00		0.00								Y

						WTH407								Hot Water Heater										007NE										AO SMITH				7/1/2005						7/1/2006				0.00						0.00		0.00								Y

						WTH506								Hot Water Heater, Rm 117										006NE										RHEEM				12/30/2004						12/30/2005				0.00						0.00		0.00								Y

						WTH606								Hot Water Heater, Room 138										006NE										RHEEM				12/30/2004						12/30/2005				0.00						0.00		0.00								Y

														teachers lounge

						WTHO2938								WATER HEATER,GROUND										008NE										RHEEM				5/30/2008										0.00						0.00		0.00								Y

														FLOOR SOUTH OF FIRING

														RANGE,STORAGE RM

						WTNK2255								HEAT EXCHANGER/TANK,										001NE										BOCK														0.00						0.00		0.00								Y

														ROOF, PENTHOUSE

						WTRH2007								WATER HEATER, BLDG B,										005NE										MAY														0.00						0.00		0.00								Y

														FL 2, MECH SHOP

						WTRH2052								WATER HEATER, FL 2,										006NE										RHEEM														0.00						0.00		0.00								Y

														STORAGE RM 207

						WTRH2053								WATER HEATER, FL 2,										006NE										RHEEM														0.00						0.00		0.00								Y

														STORAGE ROOM 207

						WTRH2054								WATER HEATER, FL 1,										006NE										RHEEM														0.00						0.00		0.00								Y

														STORAGE ROOM 164

						WTRH2077								WATER HEATER, FL 1, RM										003NE										AO														0.00						0.00		0.00								Y

														109

						WTRH2078								WATER HEATER, FL 1,										003NE										AO														0.00						0.00		0.00								Y

														JANITOR CLOSET

						WTRH2079								WATER HEATER, FL 1, RM										003NE										AO														0.00						0.00		0.00								Y

														129

						WTRH441								DOMESTIC WATER										004NE										PVI														0.00						0.00		0.00								Y

														HEATER, BLDG  A
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Cost		Budget Cost						Is Running?

						EQ #																Location												Manufacturer

														Description																Parent

						AC1008								AIR COMPESSOR, FL 1,										40-2										QUINCY														0.00						0.00		0.00								Y

														SOUTHEAST RM

						AD1007								AIR DRYER, FL 1,										40-2										HANK														0.00						0.00		0.00								Y

														SOUTHEAST MECH RM

						AHU1006								AIR HANDLING UNIT, FL 1,										40-2										THERMAL														0.00						0.00		0.00								Y

														SOUTHEAST MECH RM

						AHU1013								AIR HANDLING UNIT, FL 1,										40-2										THERMAL														0.00						0.00		0.00								Y

														NORTHWEST MECH RM

						AHU1018								AIR HANDLING UNIT, FL 2,										40-2										THERMAL														0.00						0.00		0.00								Y

														SOUTHEAST MECH RM

						AHU1020								AIR HANDLING UNIT, FL 2,										40-2										THERMAL														0.00						0.00		0.00								Y

														NORTHWEST MECH RM

						AHU1023								AIR HANDLING UNIT, FL 3,										40-2										THERMAL														0.00						0.00		0.00								Y

														MECH RM

						AHU1026								AIR HANDLING UNIT, FL 3,										40-2										THERMAL														0.00						0.00		0.00								Y

														B MECH RM

						AHU1033								FAN COIL UNIT, FL 2, RM										40-2										UNITED														0.00						0.00		0.00								Y

														228E

						AHU1057								AIRHANDLING UNIT #1,										40-1										YORK				8/2/1999										0.00						0.00		0.00								Y

														ATTIC, NE ELECTRIC/MECH

														AREA

						AHU1058								AIR HANDLING UNIT #3,										40-1										TRANE				8/2/1987										0.00						0.00		0.00								Y

														ATTIC, NE ELECTRIC/MECH

														AREA

						AHU1059								AIR HANDLING UNIT #4,										40-1										TRANE				8/2/1987										0.00						0.00		0.00								Y

														ATTIC, NE ELECTRIC/MECH

														AREA

						AHU1061								AIR HANDLING UNIT #6,										40-1										YORK				8/2/1999										0.00						0.00		0.00								Y

														ATTIC, NW MECH RM

						AHU1062								AIR HANDLING UNIT #7,										40-1										YORK				8/2/1999										0.00						0.00		0.00								Y

														ATTIC, NW MECH RM

						AHU1063								AIR HANDLING UNIT#8,										40-1										YORK				8/2/1999										0.00						0.00		0.00								Y

														ATTIC, NW MECH RM

						AHU1065								AIR HANDLING UNIT#2,										40-1										TRANE				8/2/1989										0.00						0.00		0.00								Y

														ATTIC, SE MECH RM

						AHU1066								AIR HANDLING UNIT #9,										40-1										YORK				8/2/1999										0.00						0.00		0.00								Y

														ATTIC, SE MECH RM

						AHU1067								AIR HANDLING UNIT #5,										40-1										YORK				8/2/1999										0.00						0.00		0.00								Y

														ATTIC, SE MECH RM

						AHU1080								ENERGY RECYCLER #2,										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														ROOF, SOUTH

						AHU1086								ENERGY RECYCLER #1,										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														ROOF, SOUTH

						AHU1088								ENERGY RECYCLER #3,										40-1										CARRIER				8/4/2003										0.00						0.00		0.00								Y

														ROOF, SOUTH

						AHU1132								AIR HANDLING UNIT, FL 1,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														MAIN RM ABOVE CEILING

						AHU1133								AIR HADLING UNIT, FL 1,										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														RM 527 MECH

						AHU1134								AIR HANDLING UNIT, FL 1,										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														RM 527 MECH

						AHU1135								AIRHANDLING UNIT #7, FL										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														1, RM 521 MECH

						AHU1136								AIR HANDLING UNIT #8, FL										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														1, RM 521 MECH

						AHU1144								AIR HANDLING UNIT AHU										40-1-1										ADD				8/3/2002										0.00						0.00		0.00								Y

														#1, FL 1 RM 523 MECH

						AHU1145								AIR HANDLING UNIT										40-1-1										ADD				8/3/2002										0.00						0.00		0.00								Y

														AHU#2, RM 523 MECH

						AHU1146								AIR HANDLING UNIT										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														AHU#3, RM 523 MECH

						AHU1147								AIR HANDLING UNIT										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														AHU#11, RM 518 MECH

						AHU1148								AIR HANDLING UNIT #13,										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														FL 1, RM 516 MECH

						AHU1149								AIR HANDLING UNIT #4, FL										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														1, RM 513 MECH

						AHU1150								AIR HANDLING UNIT #14,										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														FL 1, RM 513 MECH

						AHU1151								AIR HANDLING UNIT #12,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														FL 1, RM 510 MECH

						AHU1152								AIR HANDLING UNIT #9, FL										40-1-1										CARRIER				8/3/2002										0.00						0.00		0.00								Y

														1, RM 507 MECH

						AHU1198								HEAT & A/C AIR HANDLER										40-1-1										CARRIER														0.00						0.00		0.00								Y

														#1, FL 1, RM COMMONS

						AHU1199								HEAT & A/C HANDLING										40-1-1										CARRIER														0.00						0.00		0.00								Y

														UNIT#3, FL 1, RM

														COMMONS

						AHU1200								HEAT & A/C AIR HANDLING										40-1-1										CARRIER														0.00						0.00		0.00								Y

														UNIT#2, FL 1, RM

														COMMONS

						AHU1206								FAN POWERED UNIT, FL 1,										40-1																								0.00						0.00		0.00								Y

														BO-1 BUSINESS OFFICE

						AHU1207								FAN POWERED UNIT #8, FL										40-1																								0.00						0.00		0.00								Y

														1, FA-1 FINANCIAL AIDE

						AHU1208								FAN POWERED UNIT #7, FL										40-1																								0.00						0.00		0.00								Y

														1, INI-WELCOME CENTER

						AHU1209								FAN POWERED UNIT, FL 1,										40-1																								0.00						0.00		0.00								Y

														CA-1 CAMPUS

														ADMINSTRATIVE

						AHU1210								FAN POWERED UNIT, FL 1,										40-1																								0.00						0.00		0.00								Y

														CA-1 CAMPUS

														ADMINSTRATIVE

						AHU1211								FAN POWERED UNIT, FL 1,										40-1																								0.00						0.00		0.00								Y

														HALL OUTSIDE ADIC

						AHU1212								FAN POWERED UNIT, FL 1,										40-1																								0.00						0.00		0.00								Y

														AD6-FACULTY OFFICE

						AHU1213								FAN POWERED UNIT, FL 1,										40-1																								0.00						0.00		0.00								Y

														AD2-FAULTY OFFICE

						AHU1216								AHU #1 1st Floor Daycare										40-3										TRANE														0.00						0.00		0.00								Y

														Entrance Ceiling

						AHU1217								AHU#2 1st FLR Food Prep										40-3																								0.00						0.00		0.00								Y

														Rm Ceiling

						AHU1218								Heat & AC   Computer Lab-										40-3										TRANE														0.00						0.00		0.00								Y

														Above ceiling

						AHU1219								MAIN ELECTRIC										40-3																								0.00						0.00		0.00								Y

														DISCONNECT, OUTSIDE

														WEST

						AHU1227								HEAT& A/C PACKAGE										40-3										BARD														0.00						0.00		0.00								Y

														UNIT#3, OUTSIDE WALL,

														SOUTH

						AHU2900								SPLIT SYS. COOLING WITH										40-1										AMER-STA				2/1/2007										0.00						0.00		0.00								Y

														AIR HANDLER, FL 3, RM

														306

						AHU2901								AIR CONDENSING UNIT-										40-1										TRANE				2/1/2007										0.00						0.00		0.00								Y

														AIR HANDLER #9, FL 3, RM

														306

						CHR1076								CHILLER #1, OUTSIDE SE										40-1										YORK				8/2/1999										0.00						0.00		0.00								Y

						CHR1077								CHILLER #2, OUTSIDE SE										40-1										TRANE				8/2/1985										0.00						0.00		0.00								Y

						CHR1078								ELECTRIC DISCONNECT										40-1																								0.00						0.00		0.00								Y

														FAN CHILLER #2

						CHRA1001								CHILLER AIR COOLED,										40-2										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, CHILLER

														ENCLOSURE

						CHRA1002								CHILLER AIR COOLER,										40-2										GW														0.00						0.00		0.00								Y

														OUTSIDE, CHILLER

														ENCLOSURE

						CHRA2909								CHILLER, CHILLER YARD										40-2										TRANE				3/1/2008										0.00						0.00		0.00								Y

														SOUTH PARKING LOT

						CHWP1003								CHILLED WATER PUMP										40-2																								0.00						0.00		0.00								Y

						CHWP1004								CHILLED WATER PUMP										40-2																								0.00						0.00		0.00								Y

						CHWP110								CHILLED WATER PUMP #1,										40-1										ALLIS														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHEAST

						CHWP1100								CHILLED WATER PUMP #1,										40-1										ALLIS														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHEAST

						CHWP1101								CHILLED WATER PUMP #2,										40-1										BG														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHEAST

						COND1034								A/C CONDENSING UNIT,										40-2										CARRIER				8/2/2005										0.00						0.00		0.00								Y

														ROOF, RM 228E

						COND1154								A/C CONDENSING UNIT #1,										40-1-1										ADD														0.00						0.00		0.00								Y

														OUTSIDE, NORTHEAST

														CORNER

						COND1155								A/C CONDENSING UNIT #2,										40-1-1										ADD														0.00						0.00		0.00								Y

														OUTSIDE, NORTHEAST

														CORNER

						COND1156								A/C CONDENSING UNIT,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTHEAST

														CORNER

						COND1157								A/C CONDENSING UNIT #3,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTHEAST

														CORNER

						COND1158								A/C CONDENSING UNIT #7,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTHEAST

														CORNER

						COND1159								A/C CONDENSING UNIT #6,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTH

						COND1160								A/C CONDENSING UNIT #5,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTH

						COND1161								A/C CONDENSING UNIT #8,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTH

						COND1163								A/C CONDENSING UNIT #9,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTH

						COND1164								A/C CONDENSING UNIT										40-1-1										CARRIER														0.00						0.00		0.00								Y

														#11, OUTSIDE, NORTH

						COND1165								A/C CONDENSING UNIT#4,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTH

						COND1166								A/C CONDENSING UNIT										40-1-1										CARRIER														0.00						0.00		0.00								Y

														#14, OUTSIDE, NORTH

						COND1167								A/C CONDENSING UNIT										40-1-1										CARRIER														0.00						0.00		0.00								Y

														#13,OUTSIDE, NORTH

						COND1168								A/C CONDENSING UNIT										40-1-1										CARRIER														0.00						0.00		0.00								Y

														#12, OUTSIDE, NORTH

						COND1169								A/C CONDENSING UNIT,										40-1-1										COLE														0.00						0.00		0.00								Y

														OUTSIDE, NORTH RED

														FENCE

						COND1170								A/C CONDENSING UNIT #1,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTH

						COND1171								A/C CONDENSING UNIT #2,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTHWEST

														#115

						COND1172								A/C CONDENSING UNIT #3,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTHWEST

														#115

						COND1173								A/C CONDENSING UNIT #4,										40-1-1										CARRIER														0.00						0.00		0.00								Y

														OUTSIDE, NORTHWEST

														#115

						COND2903								SPLIT SYSTEM COOLING										40-3										TRANE				6/1/2007										0.00						0.00		0.00								Y

														CONDENSING UNIT, EAST,

														RM 112 & 117

						DISC1005								MAIN DISCONNECT PANEL,										40-2																								0.00						0.00		0.00								Y

														OUTSIDE, CHILLER

														ENCLOSUER

						DISC1153								ELECTRICAL DISCONNECT,										40-1-1																								0.00						0.00		0.00								Y

														OUTSIDE, NORTHEAST

														CORNER

						DISC1219								Main elect disconect outside										40-3										GE														0.00						0.00		0.00								Y

														west

						DISC1220								Electrical disconnect outside-										40-3										GE														0.00						0.00		0.00								Y

														west

						DISC1221								Elect Disconnect Outside -										40-3										GE														0.00						0.00		0.00								Y

														West

						DISC1222								Elect Disconnect Outside -										40-3										GE														0.00						0.00		0.00								Y

														West

						DISC1223								Electric Disconnect -Outside										40-3										GE														0.00						0.00		0.00								Y

														West

						DISM1102								MAIN ELECTRIC										40-1-2																								0.00						0.00		0.00								Y

														SWITCHBOARD, FL 1, RM

														432 ELECT/MECH

						DISM1129								ELECTRICAL DISCONNECT,										40-1-2																								0.00						0.00		0.00								Y

														FL 1, RM 426 ELECTRICAL

						DISM1130								ELECTRICAL DISCONNECT,										40-1-2																								0.00						0.00		0.00								Y

														FL 1, RM 426 ELECTRICAL

						DISM1219								MAIN ELECTRIC										40-3										GE														0.00						0.00		0.00								Y

														DISCONNECT, OUTSIDE

														WEST

						DISM1220								ELECTRIC DISCONNECT,										40-3																								0.00						0.00		0.00								Y

														OUTSIDE WEST

						DISM1221								ELECTRIC DISCONNECT,										40-3																								0.00						0.00		0.00								Y

														OUTSIDE WEST

						DISM1222								ELECTRIC DISCONNECT,										40-3																								0.00						0.00		0.00								Y

														OUTSIDE WEST

						DISM1223								ELECTRIC DISCONNECT,										40-3																								0.00						0.00		0.00								Y

														OUTSIDE WEST

						DISM1224								ELECTRIC DISCONNECT,										40-3																								0.00						0.00		0.00								Y

														OUTSIDE WEST

						DISM1225								ELECTRIC DISCONNECT,										40-3																								0.00						0.00		0.00								Y

														OUTSIDE WEST

						ELEV400								Test Elevator Telephones										400																								0.00						0.00		0.00								Y

														(Monthly)

						ELEVF400								Elevator Fire Recall Test										400																								0.00						0.00		0.00								Y

														(Weekly)

						ELWP								CIRCUIT BREAKER PANEL-										40-1-1																								0.00						0.00		0.00								Y

														LB, OUTSIDE, NORTH

						ELWP1009								CIRCUIT BREAKER PANEL-										40-2																								0.00						0.00		0.00								Y

														LA, FL 1, SOUTHEAST

														MECH RM

						ELWP1010								CIRCUIT BREAKER PANEL,										40-2																								0.00						0.00		0.00								Y

														FL 1, SOUTHEAST MECH

														RM

						ELWP1011								CIRCUIT BREAKER PANEL-										40-2																								0.00						0.00		0.00								Y

														PPA, FL 1, SOUTHEAST

														MECH RM

						ELWP1014								CIRCUIT BREAKER PANEL-										40-2																								0.00						0.00		0.00								Y

														PPB, FL 1, NORTHWEST

														MECH RM

						ELWP1015								CIRCUIT BREAKER PANEL-										40-2																								0.00						0.00		0.00								Y

														HB, FL 1, NORTHEAST

														MECH RM

						ELWP1016								CIRCUIT BREAKER PANEL-										40-2																								0.00						0.00		0.00								Y

														LB

						ELWP1019								CIRCUIT BREAKER PANEL-										40-2																								0.00						0.00		0.00								Y

														LC, FL 2, SOUTHEAST

														MECH RM

						ELWP1021								CIRCUIT BREAKER PANEL-										40-2																								0.00						0.00		0.00								Y

														LD, FL 2, NORTHWEST

														MECH RM

						ELWP1024								CIRCUIT BREAKER PANEL-										40-2																								0.00						0.00		0.00								Y

														LE, FL 3, A MECH RM

						ELWP1027								CIRCUIT BREAKER PANEL-										40-2																								0.00						0.00		0.00								Y

														LF, FL 3, B MECH RM

						ELWP1045								CIRCUIT BREAKER PANEL,										40-1																								0.00						0.00		0.00								Y

														FL 1, ELECTRIC

														EQUPMENT RM 114B(MENS

														RESTROOM)

						ELWP1046								CIRCUIT BREAKER PANEL,										40-1																								0.00						0.00		0.00								Y

														FL 1, ELECTRIC

														EQUPMENT RM 114B(MENS

														RESTROOM)

						ELWP1050								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														PPB, ATTIC, NE

														ELECT/MECH AREA

						ELWP1052								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														HA, ATTIC, NE

														ELECT/MECH AREA

						ELWP1053								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														LC, ATTIC, NE ELECT/MECH

														AREA

						ELWP1054								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														LB, ATTIC, NE ELECT/MECH

														AREA

						ELWP1055								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														LA, ATTIC, NE ELECT/MECH

														AREA

						ELWP1071								CIRCUIT BREAKER PANEL,										40-1																								0.00						0.00		0.00								Y

														FL 1, RM 208A ELECT

						ELWP1072								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														LD3, FL 1, RM 208A ELECT

						ELWP1073								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														LD2, FL 1, RM 208A ELECT

						ELWP1074								CIRCUIT BREAKER PANEL,										40-1																								0.00						0.00		0.00								Y

														FL 1, RM 208A ELECT

						ELWP1093								MAIN DISTRIBUTION										40-1																								0.00						0.00		0.00								Y

														PANEL-MDP, FL 1,

														MAINTENANCE SHOP

						ELWP1094								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														HA, FL 1, MAINTENANCE

														SHOP

						ELWP1095								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														LA, FL 1, MAINTENANCE

														SHOP

						ELWP1096								CIRCUIT BREAKER PANEL-										40-1																								0.00						0.00		0.00								Y

														LB, FL 1, MAINTENANCE

														SHOP

						ELWP1097								CIRCUIT BREAKER PANEL-										40-1										SQD														0.00						0.00		0.00								Y

														LD, FL 1, MAINTENANCE

														SHOP

						ELWP1105								CIRCUIT BREAKER PANEL-										40-1-2																								0.00						0.00		0.00								Y

														LPN, RM 432 ELECT/MECH

						ELWP1106								CIRCUIT BREAKER PANEL-										40-1-2																								0.00						0.00		0.00								Y

														HN, FL 1, RM 432

														ELECT/MECH

						ELWP1107								CIRCUIT BREAKER PANEL-										40-1-2																								0.00						0.00		0.00								Y

														LPP2, FL 1, RM 432

														ELECT/MECH

						ELWP1108								CIRCUIT BREAKER PANEL-										40-1-2																								0.00						0.00		0.00								Y

														LPP1,FL 1, RM 432

														ELECT/MECH

						ELWP1109								CIRCUIT BREAKER PANEL-										40-1-2																								0.00						0.00		0.00								Y

														LLP,FL 1, RM 432

														ELECT/MECH

						ELWP1137								CIRCUIT BREAKER PANEL,										40-1-1																								0.00						0.00		0.00								Y

														FL 1, RM 524 ELECTRICAL

						ELWP1138								CIRCUIT BREAKER PANEL-										40-1-1																								0.00						0.00		0.00								Y

														HA, FL 1, RM 524

														ELECTRICAL

						ELWP1139								CIRCUIT BREAKER PANEL-										40-1-1																								0.00						0.00		0.00								Y

														L, FL 1, RM 524

														ELECTRICAL

						ELWP1140								CIRCUIT BREAKER PANEL-										40-1-1																								0.00						0.00		0.00								Y

														LA, FL 1, RM 524

														ELECTRICAL

						EPP1048								MAIN DISCONNECT PANEL-										40-1																								0.00						0.00		0.00								Y

														DPA, ATTIC, NE

														ELECT/MECH AREA

						EPP1049								MCC, ATTIC, NE										40-1																								0.00						0.00		0.00								Y

														ELECTRICAL/MECH AREA

						EPP1103								MAIN DISCONNECT PANEL-										40-1-2																								0.00						0.00		0.00								Y

														MDP1, FL 1, RM 432

														ELECT/MECH

						EPP1104								MAIN DISCONNECT PANEL-										40-1-2																								0.00						0.00		0.00								Y

														MDP2, FL 1, RM 432

														ELECT/MECH

						EPP1110								DISTRIBUTION PANEL-DP,										40-1-2																								0.00						0.00		0.00								Y

														FL 1, RM 432 ELECT/MECH

						EXES1051								SAFETY DISCONNECT										40-1																								0.00						0.00		0.00								Y

														SWITCH, ATTIC, NE

														ELECT/MECH AREA

						EXES1099								ELECTRICAL DISCONNECT,										40-1										CUTLER														0.00						0.00		0.00								Y

														OUTSIDE, SOUTHEAST

						EXHF1035								EXHAUST FAN, ROOF										40-2																								0.00						0.00		0.00								Y

						EXHF1037								EXHAUST FAN, ROOF										40-2																								0.00						0.00		0.00								Y

						EXHF1038								EXHAUST FAN, ROOF										40-2																								0.00						0.00		0.00								Y

						EXHF1040								EXHAUST FAN, ROOF										40-2																								0.00						0.00		0.00								Y

						EXHF1041								EXHAUST FAN, ROOF										40-2																								0.00						0.00		0.00								Y

						EXHF1042								EXHAUST FAN, ROOF										40-2																								0.00						0.00		0.00								Y

						EXHF1091								EXHAUST FAN, ROOF,										40-1										PENN														0.00						0.00		0.00								Y

														SOUTH

						EXHF1092								EXHAUST FAN, ROOF,										40-1										DAY														0.00						0.00		0.00								Y

														SOUTH

						EXHF1121								EAHAUST FAN, ROOF										40-1-2																								0.00						0.00		0.00								Y

						EXHF1122								EXHAUST FAN, ROOF										40-1-2																								0.00						0.00		0.00								Y

						EXHF1123								EXHAUST FAN, ROOF										40-1-2										GREEN														0.00						0.00		0.00								Y

						EXHF1124								EXHAUST FAN, ROOF										40-1-2										GREEN														0.00						0.00		0.00								Y

						EXHF1125								EXHAUST FAN, ROOF										40-1-2										GREEN														0.00						0.00		0.00								Y

						EXHF1126								EXHAUST FAN, ROOF										40-1-2										GREEN														0.00						0.00		0.00								Y

						EXHF1127								EXHAUST FAN, ROOF										40-1-2										GREEN														0.00						0.00		0.00								Y

						EXHF1128								EXHAUST FAN, ROOF										40-1-2										GREEN														0.00						0.00		0.00								Y

						EXHF1174								EXHAUST FAN #1,										40-1-1										LOREN														0.00						0.00		0.00								Y

														OUTSIDE NORTH,

														CATWALK

						EXHF1175								EXHAUST FAN #2,										40-1-1										LOREN														0.00						0.00		0.00								Y

														OUTSIDE NORTH,

														CATWALK

						EXHF1176								EXHAUST FAN #3,										40-1-1										LOREN														0.00						0.00		0.00								Y

														OUTSIDE NORTH,

														CATWALK

						EXHF1177								EXHAUST FAN #4,										40-1-1										LOREN														0.00						0.00		0.00								Y

														OUTSIDE NORTH,

														CATWALK

						EXHF1178								EXHAUST FAN #5,										40-1-1										LOREN														0.00						0.00		0.00								Y

														OUTSIDE NORTH,

														CATWALK

						EXHF1179								EXHAUST FAN #9,										40-1-1										LOREN														0.00						0.00		0.00								Y

														OUTSIDE NORTH,

														CATWALK

						EXHF1180								EXHAUST FAN #6,										40-1-1										LOREN														0.00						0.00		0.00								Y

														OUTSIDE NORTH,

														CATWALK

						EXHF1181								EXHAUST FAN #7,										40-1-1										LOREN														0.00						0.00		0.00								Y

														OUTSIDE NORTH,

														CATWALK

						EXHF1182								EXHAUST FAN #8,										40-1-1										LOREN														0.00						0.00		0.00								Y

														OUTSIDE NORTH,

														CATWALK

						EXHF1204								EXHAUST FAN EF-1, FL 1,										40-1										TWC														0.00						0.00		0.00								Y

														WOMENS RESTROOM AT

														LOADING DOCK

						EXHF1214								EXHAUST FAN, FL 1,										40-1										TWC														0.00						0.00		0.00								Y

														HALLWAY MAINTENANCE

														RM #114A

						EXHF1215								EXHAUST FAN EF-3, FL 1,										40-1										TWC														0.00						0.00		0.00								Y

														NORTH COURT YARD

														ENTRANCE

						FAROOF								Town and Country Center										40-1						NWROOFS				FLEX				1/7/2004						1/7/2029				0.00						0.00		0.00								Y

														(Fine Arts Building) Roof

						FEX401								Fire Extinguisher Inspection										40-1																								0.00						0.00		0.00								Y

														(Monthly)

						FEX402								Fire Extinguisher Inspection										40-2																								0.00						0.00		0.00								Y

														(Monthly)

						FEX403								Fire Extinguisher Inspection										40-3																								0.00						0.00		0.00								Y

														(Monthly)

						FEX404								Fire Extinguisher Inspection										40-4																								0.00						0.00		0.00								Y

														(Monthly)

						FONT1031								FOUNTAIN PUMP, FL 1,										40-2										STA														0.00						0.00		0.00								Y

														TELEPHONE RM-SOUTH

						FONT1032								FOUNTAIN FILTER PUMP,										40-2																								0.00						0.00		0.00								Y

														FL 1, TELEPHONE RM-

														SOUTH

						HWCP								FAN COIL UNIT, FL 2, RM										40-2										UNITED														0.00						0.00		0.00								Y

														228E

						HWCP1206								FAN POWERED UNIT, FL 1,										40-1																								0.00						0.00		0.00								Y

														BO-1 BUSINESS OFFICE

						HWCP1211								FAN POWERED UNIT, FL 1,										40-1																								0.00						0.00		0.00								Y

														HALL OUTSIDE ADIC

						HWCP1213								FAN POWERED UNIT, FL 1,										40-1																								0.00						0.00		0.00								Y

														AD2-FAULTY OFFICE

						HWCP2855								Water heater Circulating										40-1										BG				3/16/2006										0.00						0.00		0.00								Y

														Pump, South Hallway, 1st,

														Rm 615A, Restroom South

														Hall

						NWROOFS								Northwest College Roofs										400																								0.00						0.00		0.00								Y

						PKG1043								PACKAGE HEAT & A/C,										40-2										CARRIER														0.00						0.00		0.00								Y

														ROOF

						PKG1069								A/C PACKAGE UNIT, FL 1,										40-1										DAI														0.00						0.00		0.00								Y

														RM 218A IDF STORAGE

														ABOVE CEILING

						PKG1070								A/C PACKAGE UNIT, FL 1,										40-1										DAI														0.00						0.00		0.00								Y

														RM 116A MDF ABOVE

														CEILING

						PKG1079								PACKAGE HEAT #9 & A/C										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														RTU9, ROOF, SOUTH

						PKG1081								PACKAGE HEAT & A/C RTU										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														#6, ROOF, SOUTH

						PKG1082								PACKAGE HEAT #4 & A/C										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														RTU #4, ROOF, SOUTH

						PKG1083								PACKAGE HEAT #1 & A/C										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														RTU #1, ROOF, SOUTH

						PKG1084								PACKAGE HEAT #3 & A/C										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														RTU #3, ROOF, SOUTH

						PKG1085								PACKAGE HEAT & A/C										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														RTU#2, ROOF, SOUTH

						PKG1087								PACKAGE HEAT & A/C RTU										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														#5, ROOF, SOUTH

						PKG1089								PACKAGE HEAT & A/C RTU										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														#8, ROOF, SOUTH

						PKG1090								PACKAGE HEAT & A/C RTU										40-1										CARRIER				8/3/2003										0.00						0.00		0.00								Y

														#7, ROOF, SOUTH

						PKG1112								PACKAGE HEAT & A/C-RTU										40-1-2										CARRIER				8/4/2003										0.00						0.00		0.00								Y

														#7, ROOF

						PKG1113								PACKAGE HEAT & A/C-RTU										40-1-2										CARRIER														0.00						0.00		0.00								Y

														#1, ROOF

						PKG1114								PACKAGE HEAT & A/C-RTU										40-1-2										CARRIER				8/4/2003										0.00						0.00		0.00								Y

														#3, ROOF

						PKG1115								PACKAGE HEAT & A/C-RTU										40-1-2										CARRIER				8/4/2003										0.00						0.00		0.00								Y

														#5, ROOF

						PKG1116								PACKAGE HEAT & A/C-RTU										40-1-2										CARRIER														0.00						0.00		0.00								Y

														#4, ROOF

						PKG1117								PACKAGE HEAT & A/C-										40-1-2										ADD				8/4/2003										0.00						0.00		0.00								Y

														0AH1 #4, ROOF

						PKG1118								PACKAGE HEAT & A/C-										40-1-2										ADD				8/4/2003										0.00						0.00		0.00								Y

														0AH2 #5, ROOF

						PKG1119								PACKAGE HEAT & A/C-										40-1-2										CARRIER				8/4/2003										0.00						0.00		0.00								Y

														RTU#2, ROOF

						PKG1120								PACKAGE HEAT & A/C-										40-1-2										CARRIER				8/4/2002										0.00						0.00		0.00								Y

														RTU#6, ROOF

						PKG1143								A/C PACKAGE UNIT CRU1,										40-1-1										LIE				8/3/2002										0.00						0.00		0.00								Y

														FL 1, RM 505 IDF

						PKG1202								HEAT & A/C AHU, FL 1,										40-1										MGA														0.00						0.00		0.00								Y

														LIBRARY OUTSIDE

														COMPUTER LAB

						PKG1203								HEAT & A/C AHU, FL 1,										40-1										MGA														0.00						0.00		0.00								Y

														LIBRARY OUTSIDE

														COMPUTER LAB

						PKG1205								HEAT & A/C-AHU #10, FL 1,										40-1										YORK														0.00						0.00		0.00								Y

														VENDING AREA

						PKG1228								HEAT & A/C PACKAGE UNIT										40-3										BARD														0.00						0.00		0.00								Y

														#2, OUTSIDE SOUTH WALL

						PKG1229								HEAT & A/C PACKAGE UNIT										40-3										BARD														0.00						0.00		0.00								Y

														# 1, OUTSIDE SOUTH WALL

						PKG1230								HEAT & A/C PACKAGE UNIT										40-3										BARD														0.00						0.00		0.00								Y

														#7, OUTSIDE SOUTH WALL

						PKG1231								HEAT & A/C PACKAGE UNIT,										40-3										BARD														0.00						0.00		0.00								Y

														OUTSIDE SOUTH WALL

						PKG1232								HEAT & A/C PACKAGE UNIT										40-3										BARD														0.00						0.00		0.00								Y

														#5, OUTSIDE SOUTHEAST

														WALL

						PKG1233								HEAT & A/C PACKAEG UNIT										40-3										BARD														0.00						0.00		0.00								Y

														#4, OUTSIDE SOUTH EAST

														WALL

						PKG1234								A/C CONDENSING UNIT,										40-3										TRANE														0.00						0.00		0.00								Y

														OUTSIDE, SOUTH

						PKG1235								A/C CONDENSING UNIT,										40-3										TRANE														0.00						0.00		0.00								Y

														OUTSIDE, SOUTH

						PKG1236								A/C CONDENSING UNIT,										40-3										TRANE														0.00						0.00		0.00								Y

														OUTSIDE, SOUTH

						PKG1457								PACKAGE A/C, FL 1, RM 614										40-1										LIE														0.00						0.00		0.00								Y

														IDF

						PKG2904								PACKAGE HEAT RTU,										40-1-1										TRANE														0.00						0.00		0.00								Y

														BOOKSTORE, ROOF, RM

														529

						SUPF1201								FAN POWERED UNIT #6, FL										40-1										TITUS														0.00						0.00		0.00								Y

														1, WELCOME CENTER INT

														ABOVE CEILING

						SUST1044								SWITCHBOARD(MAIN SW),										40-1																								0.00						0.00		0.00								Y

														FL 1, ELECTRIC

														EQUIPMENT RM

														114B(MENS RESTROOM)

						TRNS1012								TRANSFORMER, FL 1,										40-2																								0.00						0.00		0.00								Y

														SOUTHEAST MECH RM

						TRNS1017								TRANSFORMER, FL1,										40-2																								0.00						0.00		0.00								Y

														NORTHWEST MECH RM

						TRNS1022								TRANSFORMER, FL 2,										40-2																								0.00						0.00		0.00								Y

														NORTHWEST MECH RM

						TRNS1025								TRANFORMER, FL 3, A										40-2																								0.00						0.00		0.00								Y

														MECH RM

						TRNS1047								TRANSFORMER, FL 1,										40-1																								0.00						0.00		0.00								Y

														ELECTRIC EQUIPMENT RM

														14B(MENS RESTROOM)

						TRNS1056								TRANSFORMER, ATTIC, NE										40-1																								0.00						0.00		0.00								Y

														ELECTICAL/MECH AREA

						TRNS1075								TRANSFORMER, FL 1, RM										40-1																								0.00						0.00		0.00								Y

														208A ELECT

						TRNS1098								TRANSFORMER, FL 1,										40-1										CUTLER														0.00						0.00		0.00								Y

														MAINTENANCE SHOP

						TRNS1111								TRANSFORMER, FL 1, RM										40-1-2																								0.00						0.00		0.00								Y

														432 ELECT/MECH

						TRNS1131								TRANSFORMER, FL 1, RM										40-1-2																								0.00						0.00		0.00								Y

														426 ELECTRICAL

						TRNS1141								TRANSFORMER, FL 1, RM										40-1-1																								0.00						0.00		0.00								Y

														524 ELECTRICAL

						TRNS1142								TRANSFORMER, FL 1, RM										40-1-1																								0.00						0.00		0.00								Y

														524 ELECTRICAL

						TRNS1226								TRANSFORMER, OUTSIDE										40-3																								0.00						0.00		0.00								Y

														WEST

						VAV1183								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1 ABOVE CEILING,

														HALLWAY AT EXIT WATER

														FOUNTAIN

						VAV1184								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1 ABOVE CEILING,

														HALLWAY OUTSIDE EAST

														WOMENS RESTROOM

						VAV1185								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1, RM 205 ABOVE

														CEILING

						VAV1186								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1, LOBBY ABOVE

														CEILING

						VAV1187								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1, RM 403 ABOVE

														CEILING

						VAV1188								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1, RM 404 ABOVE

														CEILING

						VAV1189								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1, RM 415B ABOVE

														CEILING

						VAV1190								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1, RM 422 ABOVE

														CEILING

						VAV1191								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, RM 423 ABOVE

														CEILING

						VAV1192								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, RM 419 ABOVE

														CEILING

						VAV1193								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, RM 416 ABOVE

														CEILING

						VAV1194								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, RM 417 ABOVE

														CEILING

						VAV1195								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1, RM 418 ABOVE

														CEILING

						VAV1196								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1, RM 424 ABOVE

														CEILING

						VAV1197								FAN POWERED MIXING										40-1-2										TITUS														0.00						0.00		0.00								Y

														BOX, FL 1, RM 415 ABOVE

														CEILING

						WTH1028								DOMISTIC WATER HEATER,										40-2										ENVI														0.00						0.00		0.00								Y

														FL 3, TELEPHONE B

						WTH1029								DOMISTIC WATER HEATER,										40-2										ENVI														0.00						0.00		0.00								Y

														FL 3, STORAGE WEST

						WTH1030								DOMISTIC WATER HEATER,										40-2										STATE														0.00						0.00		0.00								Y

														FL 2, COSMOTOLOGY

														STORAGE

						WTH1060								WATER HEATER, ATTIC,										40-1										STATE														0.00						0.00		0.00								Y

														NW ELECTRIC/MECH RM

						WTH1064								WATER HEATER, ATTIC, SE										40-1										STATE														0.00						0.00		0.00								Y

														MECH RM

						WTH1068								WATER HEATER, ATTIC,										40-1										STATE														0.00						0.00		0.00								Y

														NW MECH RM

						WTH2856								Water Heater, Soth hallway,										40-1										AO SMITH				3/9/1999										0.00						0.00		0.00								Y

														1st fl, Rm 615A, Restroom

														South hall

						WTRH1028								DOMISTIC WATER HEATER,										40-2										ENVI														0.00						0.00		0.00								Y

														FL 3, TELEPHONE B

						WTRH1029								DOMISTIC WATER HEATER,										40-2										ENVI														0.00						0.00		0.00								Y

														FL 3, STORAGE WEST

						WTRH1030								DOMISTIC WATER HEATER,										40-2										STATE														0.00						0.00		0.00								Y

														FL 2, COSMOTOLOGY

														STORAGE

						WTRH1060								WATER HEATER, ATTIC,										40-1										STATE														0.00						0.00		0.00								Y

														NW ELECTRIC/MECH RM

						WTRH1064								WATER HEATER, ATTIC,										40-1										STATE														0.00						0.00		0.00								Y

														NW MECH RM

						WTRH1068								WATER HEATER, ATTIC, SE										40-1										STATE														0.00						0.00		0.00								Y

														MECH RM
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														Description																Parent

						AC1297								AIR COMPRESSOR, FL 1										500-3										QUINCY														0.00						0.00		0.00								Y

														OUTSIDE ENTRANCE,

														BOILER RM

						AC1299								AIR COMPRESSOR, FL										500-3										KAESER														0.00						0.00		0.00								Y

														1OUTSIDE ENTRANCE,

														BOILER RM

						AD1298								COMPRESSED AIR DRYER,										500-3										HANK														0.00						0.00		0.00								Y

														FL 1 OUTSIDE ENTRANCE,

														BOILER RM

						AHU1239								AIR HANDLING UNIT #4,										500-4										CARRIER				8/10/1999										0.00						0.00		0.00								Y

														ADMIN BLDG, ATTIC, PULL

														DOWN STAIRS-ATTIC

						AHU1240								AIR HANDLING UNIT #5,										500-4										CARRIER				8/10/1999										0.00						0.00		0.00								Y

														ADMIN BLDG, ATTIC, PULL

														DOWN STAIRS-ATTIC

						AHU1241								AIR HANDLING UNIT #3,										500-4										CARRIER				8/10/1996										0.00						0.00		0.00								Y

														ADMN BLDG, ATTIC, PULL

														DOWN STAIRS NEAR

														THEATER

						AHU1243								AIR HANDLING UNIT #7,										500-4										YORK				8/10/1989										0.00						0.00		0.00								Y

														CLASSROOM BLDG, ATTIC,

														HALLWAY HATCH

						AHU1244								AIR HANDLING UNIT #1,										500-4										YORK				8/10/1997										0.00						0.00		0.00								Y

														CLASSROOM BLDG, ATTIC,

														MEETING RM #2

						AHU1245								AIR HANDLING UNIT,										500-4										YORK														0.00						0.00		0.00								Y

														OFFICE BLDG, FL 1, MAIN

														OFFICE ATTIC #14

						AHU1248								AIR HANDLING UNIT,										500-4																								0.00						0.00		0.00								Y

														CLASSROOM BLDG, FL 1,

														HALLWAY EAST-ATTIC

						AHU1249								AIR HANDLING UNIT,										500-4																								0.00						0.00		0.00								Y

														CLASSROOM BLDG, FL 1,

														HALLWAY WEST-ATTIC

						AHU1261								AIR HANDLING UNIT #2, FL										500-3										TRANE				8/10/1991										0.00						0.00		0.00								Y

														1, RM 145 MECH

						AHU1264								AIR HANDLER UNIT #4, FL										500-3										TRANE				8/10/1991										0.00						0.00		0.00								Y

														2, MECH RM 212

						AHU1269								AIR HANDLING UNIT#6, FL										500-3										CARRIER				8/10/1999										0.00						0.00		0.00								Y

														2, MECH RM 207

						AHU1279								AIR AHNDLER UNIT#3, FL 2,										500-3										TRANE				8/10/2005										0.00						0.00		0.00								Y

														MECH RM 225

						AHU1280								AIR HANDLER UNIT#5, FL 3,										500-3										TRANE				8/10/1991										0.00						0.00		0.00								Y

														MECH RM 310

						AHU1284								AIR HANDLER UNIT#1, FL 1,										500-3										TRANE				8/10/1991										0.00						0.00		0.00								Y

														MECH RM, OUTSIDE

						AHU1312								AIR HANDLER UNIT#1, FL 1										500-2										AIRTEX				8/11/1999										0.00						0.00		0.00								Y

														SOUTH, MECH OUTSIDE

														ENTRANCE

						AHU1317								AIR HANDLER UNIT#2, FL 2,										500-2										AIRTEX				8/11/1999										0.00						0.00		0.00								Y

														RM 2011 MECH

						AHU1328								AIR HANDLER UNIT#3, FL 3,										500-2										AIRTEX				8/11/1999										0.00						0.00		0.00								Y

														RM 3019 MECH

						AHU1335								AIR HANDLING UNIT #8, FL										500-4										YORK				8/11/1991										0.00						0.00		0.00								Y

														1, CLOSET OUTSIDE T-1,

														TEMP CLASSROOM

						AHU1336								AIR HANDLING UNIT #7, FL										500-4										YORK				8/11/1991										0.00						0.00		0.00								Y

														1, CLOSET OUTSIDE T-1,

														TEMP CLASSROOM

						AHU1337								AIR HANDLING UNIT #6, FL										500-4										YORK				8/11/1991										0.00						0.00		0.00								Y

														1, CLOSET OUTSIDE T-2,

														TEMP CLASSROOM

						AHU1338								AIR HANDLING UNIT #5, FL										500-4										YORK				8/10/1991										0.00						0.00		0.00								Y

														1, CLOSET OUTSIDE T-3,

														TEMP CLASSROOM

						AHU1339								AIR HANDLING UNIT #4, FL										500-4										YORK				8/11/1991										0.00						0.00		0.00								Y

														1, CLOSET OUTSIDE T-4,

														TEMP CLASSROOM

						AHU1686								AIR HANDLING UNIT#B01,										500-1										CARRIER														0.00						0.00		0.00								Y

														BASEMENT, MAIN MECH

														RM 004

						AHU1708								FAN COIL UNIT FCU P.03,										500-1										ENGINAIR				8/23/1999										0.00						0.00		0.00								Y

														ROOF-PENTHOUSE,

														NORTH ELEVATOR

						AHU1710								FAN COIL UNIT FCU-P.02,										500-1										ENGINAIR				8/23/1999										0.00						0.00		0.00								Y

														ROOF-PENTHOUSE,

														SOUTH ELEVATOR

						AHU1711								FAN COIL UNIT FCU P.01,										500-1										ENGINAIR														0.00						0.00		0.00								Y

														ROOF- PENTHOUSE,

														SOUTH MECH

						AHU1722								AIR HANDLING UNIT AHU-										500-1										CARRIER														0.00						0.00		0.00								Y

														5.01, FL 5, MECH RM 579

						AHU1731								AIR HANDING UNIT-										500-1										CARRIER				8/23/1999										0.00						0.00		0.00								Y

														AHU4.01, FL 4, MECH RM

														471

						AHU1741								AIR HANDLING UNIT-										500-1										CARRIER				8/23/1999										0.00						0.00		0.00								Y

														AHU3.01, FL 3, MECH RM

														364

						AHU1749								AIR HANDLING UNIT-AHU										500-1										CARRIER				8/23/1999										0.00						0.00		0.00								Y

														2.01, FL 2, MECH RM 254

						AHU1760								AIR HANDLING UNIT AHU-										500-1										CARRIER				8/23/1999										0.00						0.00		0.00								Y

														1.01, FL 1, MECH RM 141

						AHU1767								FAN COIL UNIT FCU-B.01,										500-1										ENGINAIR				8/24/1999										0.00						0.00		0.00								Y

														BASEMENT, MAIN

														ELECTRIC EQUIPMENT RM

						AHU1768								FAN COIL UNIT FCU-B.01,										500-1										ENGINAIR				8/24/1999										0.00						0.00		0.00								Y

														BASEMENT, MAIN

														ELECTRIC EQUIPMENT RM

						ATS1405								EMERGENCY TRANSFER										500-2																								0.00						0.00		0.00								Y

														SWITCH, FL 1, MAIN

														ELECTRICAL EQUIPMENT

														RM

						ATS1674								AUTO TRANSFER SWITCH										500-1																								0.00						0.00		0.00								Y

														ATS-B.01, BASEMENT,

														ELECTRIC EQUIPMENT RM

														61

						BHW1294								BOILER DOM HOT WATER,										500-3																								0.00						0.00		0.00								Y

														FL 1 OUTSIDE ENTRANCE,

														BOILER RM

						BHW1306								HOT WATER BOILER,										500-2										WEIL				8/11/1999										0.00						0.00		0.00								Y

														OUTSIDE BLDG, BOILER

														RM

						CHRA1301								CHILLER#2, OUTSIDE,										500-3										CARRIER				8/10/1999										0.00						0.00		0.00								Y

														EAST LEADING DOCK

						CHRA1303								CHILLER#1, OUSIDE, EAST										500-3										TRANE				8/10/1991										0.00						0.00		0.00								Y

														LOADING DOCK

						CHRA1304								CHILLER#1, OUTSIDE, FMB										500-2										TRANE				8/11/1999										0.00						0.00		0.00								Y

														LOADING DOCK

						CHWP1296								CHILLER WATER PUMP#1,										500-3										TACO				8/10/1991										0.00						0.00		0.00								Y

														FL 1 OUTSIDE ENTRANCE,

														BOILER RM

						CHWP1300								CHILLER WATER PUMP#2,										500-3										TACO				8/10/1991										0.00						0.00		0.00								Y

														FL 1 OUTSIDE ENTRANCE,

														BOILER RM

						CHWP1302								CHILLED WATER PUMP,										500-3										TACO				8/10/1991										0.00						0.00		0.00								Y

														OUTSIDE, EAST LOADING

														DOCK

						CHWP1308								CHILLED WATER PUMP#1,										500-2										MASTER				8/11/1991										0.00						0.00		0.00								Y

														OUTSIDE BLDG, BOILER

														RM

						COND1237								A/C CONDENSOR UNIT,										500-4										YORK														0.00						0.00		0.00								Y

														ADIN BLDG, OUTSIDE,

														EASTSIDE

						COND1238								A/C CONDENSOR UNIT,										500-4										YORK														0.00						0.00		0.00								Y

														ADMIN BLDG, OUTSIDE,

														EAST

						COND1242								A/S CONDENSOR UNIT #3,										500-4										CARRIER				8/10/1997										0.00						0.00		0.00								Y

														ADMIN BLDG, OUTSIDE,

														NORTH FENCE

						COND1255								A/C CONDENSOR UNIT,										500-4										YORK														0.00						0.00		0.00								Y

														OFFICE BLDG, OUTSIDE

														NORTHEAST

						COND1256								A/C CONDENSOR UNIT#8,										500-4										YORK														0.00						0.00		0.00								Y

														CLASSROOM, OUTSIDE

														NORTH

						COND1257								A/C CONDENSOR UNIT #7,										500-4										YORK														0.00						0.00		0.00								Y

														CLASSROOM, OUTSIDE

														NORTHWEST

						COND1258								A/C CONDENSOR UNIT #10,										500-4										YORK														0.00						0.00		0.00								Y

														CLASSROOM, OUTSIDE

														WEST

						COND1392								AIR CONDENSOR UNIT #4,										500-4										YORK														0.00						0.00		0.00								Y

														OUTSIDE EAST

						COND1393								A/C CONDENSOR UNIT #2,										500-4										YORK														0.00						0.00		0.00								Y

														OUTSIDE EAST

						COND1394								A/C UNIT #5, OUTSIDE										500-4										YORK														0.00						0.00		0.00								Y

														EAST, TEMP CLASSROOM

						COND1395								A/C CONDENSOR UNIT #1,										500-4										YORK														0.00						0.00		0.00								Y

														OUTSIDE, EAST, TEMP

														CLASSROOM

						COND1396								A/C CONDENSOR UNIT #3,										500-4										YORK														0.00						0.00		0.00								Y

														OUTSIDE EAST, TEMP

														CLASSROOM

						COPM1769								CONDENSATE PUMPS,										500-1																								0.00						0.00		0.00								Y

														BASEMENT MAIN MECH

														RM 004

						CWCP1676								CHILLED WATER PUMP B-										500-1										PEER				8/22/1999										0.00						0.00		0.00								Y

														01, BASEMENT, RM 004

														MAIN MECH

						CWCP1677								CHILLED WATER PUMP-										500-1										PEER				8/22/1999										0.00						0.00		0.00								Y

														B0.2, BASEMENT MAIN

														MECH RM 004

						CWCP1678								CHILLED WATER PUMP-										500-1										PEER				8/22/1999										0.00						0.00		0.00								Y

														B.03, BASEMENT, MAIN

														MECH RM 004

						CWCP1679								CHILLED WATER PUMP-										500-1										PEER				8/22/1999										0.00						0.00		0.00								Y

														B.04, BASEMENT, MAIN

														MECH RM 004

						DISC1305								ELECTRICAL DISCONNECT,										500-2																								0.00						0.00		0.00								Y

														OUTSIDE CHILLER#1, FMB

														LOADING DOCK

						DISC1951								ELECTRIC DISCONNECT										500-1																								0.00						0.00		0.00								Y

														HP5.03, FL 5, X-RAY #1 RM

														546

						DISC1952								ELECTRIC DISCONNECT										500-1																								0.00						0.00		0.00								Y

														HP5.03, FL 5, X-RAY #2 RM

														547

						DISC1953								ELECTRIC DISCONNECT										500-1																								0.00						0.00		0.00								Y

														HP5.03, FL 5, X-RAY #3 RM

														550

						DWP1680								DOMESTIC WATER										500-1																								0.00						0.00		0.00								Y

														PUMP#1-B01, BASEMENT,

														MAIN MECH RM 004

						DWP1681								DOMESTIC WATER										500-1										SYNCRO				8/22/1999										0.00						0.00		0.00								Y

														PUMP#2-B02, BASEMENT,

														MAIN MECH RM 004

						DWP1682								DOMESTIC WATER										500-1										SYNCRO				8/22/1999										0.00						0.00		0.00								Y

														PUMP#3-B03, BASEMENT,

														MAIN MECH RM 004

						EGEN500								Generator Inspection										500-1																								0.00						0.00		0.00								Y

														(Monthly)

						EGEN502								Generator Inspection										500-2																								0.00						0.00		0.00								Y

														(Monthly)

						EGEN503								Generator Inspection										500-3																								0.00						0.00		0.00								Y

														(Monthly)

						EGEN504								Generator Inspection										500-4																								0.00						0.00		0.00								Y

														(Monthly)

						ELEV501								Test Elevator Telephones										500-1																								0.00						0.00		0.00								Y

														(Monthly)

						ELEV502								Test Elevator Telephones										500-2																								0.00						0.00		0.00								Y

														(Monthly)

						ELEV503								Test Elevator Telephones										500-3																								0.00						0.00		0.00								Y

														(Monthly)

						ELEVF501								Elevator Fire Recall Test										500-1																								0.00						0.00		0.00								Y

														(Weekly)

						ELEVF502								Elevator Fire Recall Test										500-2																								0.00						0.00		0.00								Y

														(Weekly)

						ELEVF503								Elevator Fire Recall Test										500-3																								0.00						0.00		0.00								Y

														(Weekly)

						ELWP1253								CIRCUIT BREAKER PANEL-										500-4																								0.00						0.00		0.00								Y

														A, OFFICE BLDG, FL 1,

														ELECTRIC EQUIPMENT

						ELWP1254								CIRCUIT BREAKER PANEL-										500-4																								0.00						0.00		0.00								Y

														B, OFFICE BLDG, FL 1,

														ELECTRIC EQUIPMENT RM

						ELWP1262								CIRCUIT BREAKER PANEL										500-3																								0.00						0.00		0.00								Y

														LIC-S2, FL 1, LIBRARY NO

														WALL

						ELWP1263								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 1, LIBRARY NORTH

														WALL

						ELWP1266								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 2, MECH RM 212

						ELWP1267								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 2, MECH RM 212

						ELWP1268								CIRCUIT BREAKER  PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 2, MECH RM 212

						ELWP1276								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 2, RM 201

						ELWP1281								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 3, MECH RM 310

						ELWP1282								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 3, MECH RM 310

						ELWP1288								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 1 OUTSIDE ENTRANCE,

														MAIN ELECTRICAL RM

						ELWP1289								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 1 OUTSIDE ENTRANCE,

														MAIN ELECTRICAL RM

						ELWP1290								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 1 OUTSIDE ENTRANCE,

														MAIN ELECTRICAL RM

						ELWP1291								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL OUTSIDE, MAIN

														ELECTRICAL RM

						ELWP1292								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 1 OUTSIDE ENTRANCE,

														MAIN ELECTRICAL RM

						ELWP1314								CIRCUIT BREAKER PANEL,										500-2																								0.00						0.00		0.00								Y

														FL 1, RM 1023

						ELWP1320								CIRCUIT BREAKER PANEL,										500-2																								0.00						0.00		0.00								Y

														FL 2, RM 2013 ELECTRICAL

						ELWP1321								CIRCUIT BREAKER PANEL,										500-2																								0.00						0.00		0.00								Y

														FL 2, RM 2013 ELECTRICAL

						ELWP1322								CIRCUIT BREAKER PANEL,										500-2																								0.00						0.00		0.00								Y

														FL 2, RM 2013 ELECTRIC

						ELWP1323								CIRCUIT BREAKER PANEL,										500-2																								0.00						0.00		0.00								Y

														FL 2, RM 2013 ELECTRICAL

						ELWP1324								CIRCUIT BREAKER PANEL,										500-2																								0.00						0.00		0.00								Y

														FL 2, RM 2013 ELECTRIC

						ELWP1325								CIRCUIT BREAKER										500-2																								0.00						0.00		0.00								Y

														PANEL,FL 2, RM 2013

														ELECTRIC

						ELWP1333								CIRCUIT BREAKER PANEL,										500-2																								0.00						0.00		0.00								Y

														FL 3, ELECTRICAL RM 3022

						ELWP1347								CIRCUIT BREAKER PANEL,										500-3																								0.00						0.00		0.00								Y

														FL 2, RM 222

						ELWP1401								ELECTRICAL										500-2																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL, FL

														1, MAIN ELECTRICAL

														EQUIPMENT RM

						ELWP1402								ELECTRIC DISTRIBUTION										500-2																								0.00						0.00		0.00								Y

														PANEL, FL 1, MAIN

														ELECTRICAL EQUIPMENT

														RM

						ELWP1407								CIRCUIT BREAKER PANEL										500-4																								0.00						0.00		0.00								Y

														LA-2, ADMIN BLDG,

														ELECTRIC RM

						ELWP1408								CIRCUIT BREAKER PANEL,										500-4																								0.00						0.00		0.00								Y

														FL 1, MECH RM

						ELWP1410								CIRCUIT BREAKER PANEL,										500-4										WEST														0.00						0.00		0.00								Y

														FL 1, RM T-1

						ELWP1411								CIRCUIT BREAKER PANEL,										500-4																								0.00						0.00		0.00								Y

														FL 1, TEMP CLASSROOM

						ELWP1707								CIRCUIT BREAKER PANEL-										500-1														8/23/1999										0.00						0.00		0.00								Y

														EHR.01, ROOF-

														PENTHOUSE, NORTH

														MECH

						ELWP1717								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														L5.01, FL 5, ELECTRIC

														EQUIPMENT RM 543

						ELWP1718								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														L5.03, FL 5, ELECTRIC

														EQUIPMENT RM 543

						ELWP1719								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														L5.02, FL 5, ELECTRIC

														EQUIPMENT RM 543

						ELWP1735								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														HP3.01, FL 3, ELECTRIC

														EQUIPMENT RM 348

						ELWP1736								CIRCUTI BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														L3.01, FL 3, ELECTRIC

														EQUIPMENT RM 348

						ELWP1737								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														L3.03, FL 3, ELCTRIC

														EQUIPMENT RM 348

						ELWP1743								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														HP2.01, FL 2, ELECTRIC

														EQUIPMENT RM 255A

						ELWP1744								CIRCUIT BREAKER PANEL										500-1																								0.00						0.00		0.00								Y

														L2-02 SECTION 2, FL 2,

														ELECTRIC EQUIPMENT RM

														255A

						ELWP1745								CIRCUIT BREAKER PANEL										500-1																								0.00						0.00		0.00								Y

														L2.01 SECTION 1, FL 2,

														ELECTRIC EQUIPMENT RM

														255A

						ELWP1746								CIRCUIT BREAKER PANEL										500-1																								0.00						0.00		0.00								Y

														L2.01 SECTION 2, FL 2,

														ELECTRIC EQUIPMENT RM

														255A

						ELWP1750								ELECTRIC DISTRIBUTION										500-1																								0.00						0.00		0.00								Y

														PANEL-HD1.01, FL 1,

														ELECTRIC EQUIPMENT RM

														130

						ELWP1751								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														HP1.01 SECTION 1, FL 1,

														ELECTRIC EQUIPMENT RM

														130

						ELWP1752								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														HP1.01 SECTION 2, FL 1,

														ELECTRIC EQUIPMENT RM

														130

						ELWP1753								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														L1.01 SECTION 1, FL 1,

														ELECTRIC EQUIPMENT RM

														130

						ELWP1754								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														L1.01 SECTION 2, FL 1,

														ELECTRIC EQUIPMENT RM

														130

						ELWP1755								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														EH1.01 EMERGENCY, FL 1,

														ELECTRIC EQUIPMENT RM

														130

						ELWP1756								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														EL1.01 EMERGENCY, FL 1,

														ELECTRIC EQUIPMENT RM

														130

						EPP1313								ELECTRIC DISTRIBUTION										500-2																								0.00						0.00		0.00								Y

														PANEL, FL 1, RM 1023

														ELECTRICAL

						EPP1318								ELECTRICAL										500-2																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL, FL

														2, RM 2013 ELECTRIC

						EPP1319								ELECTRIC DISTRIBUTION										500-2																								0.00						0.00		0.00								Y

														PANEL, FL 2, RM 2013

														ELECTRIC

						EPP1332								ELECTRIC DISTRIBUTION										500-2																								0.00						0.00		0.00								Y

														PANEL, FL 3, ELECTRICAL

														RM 3022

						EPP1398								MAIN SWITCHBOARD-										500-2																								0.00						0.00		0.00								Y

														SECTION 1, FL 1, MAIN

														ELECTRIC EQUIPMENT

						EPP1400								ELECTRICAL										500-2																								0.00						0.00		0.00								Y

														DISTRIBUTION PANEL, FL

														1, MAIN ELECTRIC

														EQUIPMENT

						EPP1406								ELECTRIC DISCONNECT										500-4																								0.00						0.00		0.00								Y

														PANEL LA-1, ADMIN BLDG,

														FL 1, ELECTRIC RM

						EPP1687								ELECTRIC DISTRIBUTION										500-1																								0.00						0.00		0.00								Y

														PANEL-HDB.01, BASEMENT,

														MAIN MECH RM 004

						EPP1715								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														HP5.01 SECTION 1, FL 5,

														ELECTRIC EQUIPMENT RM

														543

						EPP1716								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														HP5.01 SECTION 2, FL 5,

														ELECTRIC EQUIPMENT RM

														543

						EPP1723								ELECTRIC DISTRIBUTION										500-1																								0.00						0.00		0.00								Y

														PANEL-HD4.01, FL 4,

														ELECTRIC EQUIPMENT RM

														441

						EPP1724								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														HP4.01, FL 4, ELECTRIC

														EQUIPMENT RM 441

						EPP1725								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														LA.02 SECTION 2, FL 4,

														ELECTRIC EQUIPMENT RM

														441

						EPP1726								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														LA.01, FL 4, ELECTRIC

														EQUIPMENT RM 441

						EPP1727								CIRCUIT BREAKER PANEL-										500-1																								0.00						0.00		0.00								Y

														EH4.01, FL 4, ELECTRIC

														EQUIPMENT RM 441

						EPP1734								ELECTRIC DISTRIBUTION										500-1																								0.00						0.00		0.00								Y

														PANEL-HD3.01, RM 348,

														ELECTRIC EQUIPMENT#3

						EPP1742								ELECTRIC DISTRIBUTION										500-1																								0.00						0.00		0.00								Y

														PANEL-HD2.01, FL 2,

														ELECTRIC EQUIPMENT RM

														255A

						EXHF1310								EXHAUST FAN, OUTSIDE										500-2																								0.00						0.00		0.00								Y

														BLDG, BOILER RM

						EXHF1329								EXHAUST FAN#1, ROOF,										500-2										CENTRI				8/11/1999										0.00						0.00		0.00								Y

														SOUTH

						EXHF1330								EXHAUST FAN#2, ROOF,										500-2										CENTRI				8/11/1999										0.00						0.00		0.00								Y

														SOUTH

						EXHF1331								EXHUAST FAN#3, ROOF,										500-2										CENTRI				8/11/1999										0.00						0.00		0.00								Y

														SOUTH

						EXHF1692								EXHAUST FAN-R.07, ROOF,										500-1										CENTRAL				8/23/1999										0.00						0.00		0.00								Y

														SOUTH

						EXHF1693								EXHAUST FAN-R.06, ROOF,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														SOUTH

						EXHF1694								EXHAUST FAN-R.08, ROOF,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														SOUTH

						EXHF1695								EXHAUST FAN-R.011,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														ROOF, SOUTH

						EXHF1696								EXHAUST FAN-R.010,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														ROOF, SOUTH

						EXHF1697								EXHAUST FAN-R.09, ROOF,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														NORTH

						EXHF1698								EXHAUST FAN-R.05, ROOF,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														NORTH

						EXHF1699								EXHAUST FAN R-04, ROOF,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														NORTH

						EXHF1700								EXHAUST FAN-R.03, ROOF,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														NORTH

						EXHF1702								EXHAUST FAN-R.01, ROOF,										500-1										AMERICAN				8/23/1999										0.00						0.00		0.00								Y

														WEST

						EXHF1703								EXHAUST FAN-R.02, ROOF,										500-1										AMERICAN				8/23/1999										0.00						0.00		0.00								Y

														WEST

						EXHF1705								TOILET EXHAUST FAN-										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														EFP.01, ROOF-

														PENTHOUSE, NORTH

														MECH

						FAMP1685								FIRE PUMP										500-1																								0.00						0.00		0.00								Y

														CONTROLLER/TRANSFER

														SOUTHWEST, BASEMENT,

														MAIN MECH RM 004

						FEX501								Fire Extinguisher Inspection										500-1																								0.00						0.00		0.00								Y

														(Monthly)

						FEX502								Fire Extinguisher Inspection										500-2																								0.00						0.00		0.00								Y

														(Monthly)

						FEX503								Fire Extinguisher Inspection										500-3																								0.00						0.00		0.00								Y

														(Monthly)

						FEX504								Fire Extinguisher Inspection										500-4																								0.00						0.00		0.00								Y

														(Monthly)

						FEX505								Fire Extinguisher Inspection										500-5																								0.00						0.00		0.00								Y

														(Monthly)

						FIREP1684								FIRE PUMP, BASEMENT,										500-1										AURORA				8/22/1999										0.00						0.00		0.00								Y

														MAIN MECH RM 004

						FJP1683								JOCKEY FIRE PUMP,										500-1										AURORA				8/22/1999										0.00						0.00		0.00								Y

														BASEMENT, MAIN MECH

														RM 004

						GEN1311								EMERGENCY GENERATOR										500-2										ONAN														0.00						0.00		0.00								Y

														SET, OUTSIDE, EAST OF

														BOILER RM

						GEN1713								EMERGENCY GENERATOR,										500-1										ONAN														0.00						0.00		0.00								Y

														OUTSIDE, WEST

						GENB501								Generator Battery Inspection										500-1																								0.00						0.00		0.00								Y

														(Weekly)

						GENB502								Generator Battery Inspection										500-2																								0.00						0.00		0.00								Y

														(Weekly)

						GENB503								Generator Battery Inspection										500-3																								0.00						0.00		0.00								Y

														(Weekly)

						HCWH1295								HOT WATER PUMP, FL 1										500-3										TACO				8/10/1991										0.00						0.00		0.00								Y

														OUTSIDE ENTRANCE,

														BOILER RM

						HEXC1690								CHILLED WATER HEAT										500-1										ALFA				8/22/1999										0.00						0.00		0.00								Y

														EXCHANGE PFHE-B01,

														BASEMENT, MAIN MECH

														RM 004

						HWCP1307								HOT WATER CIRCULATING										500-2										AURORA				8/11/1991										0.00						0.00		0.00								Y

														PUMPS, OUTSIDE BLDG,

														BOILER RM

						HWCP1762								HOT WATER CIRCULATING										500-1										TACO				8/23/1999										0.00						0.00		0.00								Y

														PUMP, FL 1, MECH RM 141

						ICE1283								ICE MACHINE, FL 1, BREAK										500-3										SCOTT				8/10/1996										0.00						0.00		0.00								Y

														RM 107

						ICE1316								ICE MACHINE, RM 1025										500-2										SCOTT														0.00						0.00		0.00								Y

														LOUNGE

						LABH1270								LAB EXHAUST FAN, FL 2,										500-3										GREEN														0.00						0.00		0.00								Y

														ABOVE CEILING BY RM 208

						LABH1271								LAB EXHAUST FAN, FL 2,										500-3										GREEN														0.00						0.00		0.00								Y

														ABOVE CEILING BY RM 208

						LABH1272								LAB EXHAUST FAN, FL 2,										500-3										GREEN														0.00						0.00		0.00								Y

														ABOVE CEILING BY RM 211

						LABH1273								LAB HOOD FAN, FL 2,										500-3										AMER-FAN														0.00						0.00		0.00								Y

														ABOVE CEILING RM 201

						LABH1274								LAB HOOD FAN, FL 2,										500-3										AMER-FAN														0.00						0.00		0.00								Y

														ABOVE CEILING BY RM 201

						LABH1277								LAB HOOD EXHAUST FAN,										500-3										AMER-FAN														0.00						0.00		0.00								Y

														FL 2, RM 203 ABOVE

														CEILING

						LABH1278								LAB HOOD EXHAUST FAN,										500-3										AMER-FAN														0.00						0.00		0.00								Y

														FL 2, RM 203 ABOVE

														CEILING

						MAC1265								MEDICAL AIR										500-3										LIFE														0.00						0.00		0.00								Y

														COMPRESSOR, FL 2, MECH

														RM 212

						MAC1689								MEDICAL AIR										500-1										LIFE				8/22/1999										0.00						0.00		0.00								Y

														COMPRESSOR AC-B01,

														BASEMENT, MAIN MECH

														RM 004

						MEDV1688								MEDICAL VACUUM										500-1										LIFE														0.00						0.00		0.00								Y

														SYSTEM VP-B01,

														BASEMNET, MAIN MECH

														RM 004

						PKG1246								WINDOW A/C AND HEAT,										500-4										FRIED				8/10/2005										0.00						0.00		0.00								Y

														CLASSROOM BLDG,

														OFFICE #9

						PKG1247								WINDOW A/C UNIT,										500-4										MAY				8/10/2005										0.00						0.00		0.00								Y

														CLASSROOM BLDG, FL 1,

														OFFICE #10

						PKG1259								PACKAGE HEAT AND A/C,										500-4										BARD				8/10/1992										0.00						0.00		0.00								Y

														TEMP. CLASSROOM D-1,

														OUTSIDE, SOUTH

						PKG1260								PACKAGE HEAT AND A/C,										500-4										BARD				8/10/1992										0.00						0.00		0.00								Y

														TEMP CLASSROOM D-2,

														OUTSIDE, NORTH

						PKG1709								OUTSIDE AIR HANDLING										500-1										YORK				8/23/1999										0.00						0.00		0.00								Y

														UNIT OAH6-R.01, ROOF,

														CENTER

						SEWP1763								SEWER PUMP-B01,										500-1										HYDRO														0.00						0.00		0.00								Y

														BASEMENT, MECH RM 004

						SEWP1764								SEWER PUMP-B02,										500-1										HYDRO														0.00						0.00		0.00								Y

														BASEMENT, MECH RM 004

						SHTR1309								CEILING HUNG SHOP										500-2										MOLINE														0.00						0.00		0.00								Y

														HEATERS, OUTSIDE BLDG,

														BOILER RM

						SHTR1706								UNIT HEATER-EHU P.02,										500-1										TRANE				8/23/1999										0.00						0.00		0.00								Y

														ROOF-PENTHOUSE,

														NORTH MECH

						SHTR1712								UNIT HEATER EHU-P.01,										500-1										TRANE														0.00						0.00		0.00								Y

														ROOF-PENTHOUSE,

														SOUTH MECH

						SUMP1765								STORM WATER PUMP-B04,										500-1										HYDRO														0.00						0.00		0.00								Y

														BASEMENT, MECH RM 004

						SUMP1766								STORM WATER PUMP-B05,										500-1										HYDRO														0.00						0.00		0.00								Y

														BASEMENT, MECH RM 004

						SUPF1701								MAKE UP AIR FAN-MF R.01,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														ROOF, WEST

						SUPF1704								MAKE UP AIR FAN-MF P.01,										500-1										LOREN				8/23/1999										0.00						0.00		0.00								Y

														ROOF-PENTHOUSE,

														NORTH MECH

						SUST1285								SWITCHBOARD, FL 1,										500-3																								0.00						0.00		0.00								Y

														OUTSIDE ENTRANCE,

														MAIN ELECTRICAL RM

						SUST1399								MAIN SWITCHBOARD-										500-2																								0.00						0.00		0.00								Y

														SECTION 2, FL 1, MAIN

														ELECTRIC EQUIPMENT

						SWG1251								MAIN ELECTRIC										500-1																								0.00						0.00		0.00								Y

														DISCONNECT PANEL,

														OFFICE BLDG, FL 1,

														ELECTRIC EQUIPMENT RM

						SWG1252								MAIN ELECTRIC SWITCH										500-1																								0.00						0.00		0.00								Y

														GEAR, OFFICE BLDG, FL 1,

														ELECTRIC EQUIPMENT RM

						SWG1286								DISTRIDUTION PANEL, FL 1										500-1																								0.00						0.00		0.00								Y

														OUTSIDE ENETRANCE,

														MAIN ELECTRICAL RM

						SWG1287								DISTRIBUTION PANEL, FL										500-1																								0.00						0.00		0.00								Y

														1, OUTSIDE ENTRANCE,

														MAIN ELECTRICAL RM

						SWG1673								MAIN SWITCHGEAR SWG-										500-1																								0.00						0.00		0.00								Y

														01, BASEMENT, ELECTRIC

														EQUIPMENT RM 61

						SWG1675								ELECTRIC DISTRIBUTION										500-1																								0.00						0.00		0.00								Y

														PANEL-EHDB.01,

														BASEMENT, ELECTRIC

														EQUIPMENT RM 61

						SWG1714								ELECTRIC DISTRIBUTION										500-1																								0.00						0.00		0.00								Y

														PANEL-HD5.01, FL 5,

														ELECTRIC EQUIPMENT RM

														543

						SWGO1251								MAIN ELECTRIC										500-4																								0.00						0.00		0.00								Y

														DISCONNECT PANEL,

														OFFICE BLDG, FL 1,

														ELECTRIC EQUIPMENT RM

						SWGO1252								MAIN ELECTRIC SWITCH										500-4																								0.00						0.00		0.00								Y

														GEAR, OFFICE BLDG, FL 1,

														ELECTRIC EQUIPMENT RM

						SWGO1286								DISTRIDUTION PANEL, FL 1										500-3																								0.00						0.00		0.00								Y

														OUTSIDE ENETRANCE,

														MAIN ELECTRICAL RM

						SWGO1287								DISTRIBUTION PANEL, FL										500-3																								0.00						0.00		0.00								Y

														1, OUTSIDE ENTRANCE,

														MAIN ELECTRICAL RM

						SWGO1673								MAIN SWITCHGEAR SWG-										500-1																								0.00						0.00		0.00								Y

														01, BASEMENT, ELECTRIC

														EQUIPMENT RM 61

						SWGO1675								ELECTRIC DISTRIBUTION										500-1																								0.00						0.00		0.00								Y

														PANEL-EHDB.01,

														BASEMENT, ELECTRIC

														EQUIPMENT RM 61

						SWGO1714								ELECTRIC DISTRIBUTION										500-1																								0.00						0.00		0.00								Y

														PANEL-HD5.01, FL 5,

														ELECTRIC EQUIPMENT RM

														543

						TRNS1293								TRANSFORMER, FL 1,										500-3																								0.00						0.00		0.00								Y

														OUTSIDE ENTRANCE,

														MAIN ELECTRICAL RM

						TRNS1315								TRANSFORMER, FL 1, RM										500-2																								0.00						0.00		0.00								Y

														1023

						TRNS1326								TRANSFORMER, FL 2, RM										500-2																								0.00						0.00		0.00								Y

														2013 ELECTRICAL

						TRNS1327								TRANSFORMER, FL 2, RM										500-2																								0.00						0.00		0.00								Y

														2013 ELECTRIC

						TRNS1334								TRANSFORMER, FL 3,										500-2																								0.00						0.00		0.00								Y

														ELECTRICAL RM 3022

						TRNS1397								TRANSFORMER, OUTSIDE										500-4										WEST														0.00						0.00		0.00								Y

														WEST, TEMP CLASSROOM

						TRNS1403								TRANSFORMER, FL 1,										500-2																								0.00						0.00		0.00								Y

														MAIN ELECTRICAL

														EQUIOPMENT RM

						TRNS1404								TRANSFORMER, FL 1,										500-2																								0.00						0.00		0.00								Y

														MAIN ELECTRICAL

														EQUIPMENT RM

						TRNS1720								TRANSFORMER T5-01, FL										500-1																								0.00						0.00		0.00								Y

														5, ELECTRIC EQUIPMENT

														RM 543

						TRNS1721								TRANSFORMER T5-02, FL										500-1																								0.00						0.00		0.00								Y

														5, ELECTRIC EQUIPMENT

														RM 543

						TRNS1728								TRANSFORMER-T4.01, FL										500-1																								0.00						0.00		0.00								Y

														4, ELECTRIC EQUIPMENT

														RM 441

						TRNS1729								TRANSFORMER-ET4.01, FL										500-1																								0.00						0.00		0.00								Y

														4, ELECTRIC EQUIPMENT

														RM 441

						TRNS1730								TRANSFORMER-T4.02, FL										500-1																								0.00						0.00		0.00								Y

														4, ELECTRIC EQUIPMENT

														RM 441

						TRNS1738								TRANSFORMER, FL 3,										500-1																								0.00						0.00		0.00								Y

														ELECTRIC EQUIPMENT RM

														348

						TRNS1739								TRANSFORMER-T3.01, FL										500-1														8/23/1999										0.00						0.00		0.00								Y

														3, ELECTRIC EQUIPMENT

														RM 348

						TRNS1740								TRANSFORMER-T3.02, FL										500-1														8/23/1999										0.00						0.00		0.00								Y

														3, ELECTRIC EQUIPMENT

														RM 348

						TRNS1747								TRANSFORMER-T2.01, FL 2										500-1																								0.00						0.00		0.00								Y

														, ELECTRIC EQUIPMENT

														RM 255A

						TRNS1748								TRANSFORMER T2.02, FL										500-1																								0.00						0.00		0.00								Y

														2, ELECTRIC EQUIPMENT

														RM 255A

						TRNS1757								TRANSFORMER-ET1.01, FL										500-1																								0.00						0.00		0.00								Y

														1, ELECTRIC EQUIPMENT

														RM 130

						TRNS1758								TRANSFORMER-T1.01, FL										500-1																								0.00						0.00		0.00								Y

														1, ELECTRIC EQUIPMENT

														RM 130

						TRNS1759								TRANSFORMER-T1.02, FL										500-1																								0.00						0.00		0.00								Y

														1, ELECTRIC EQUIPMENT

														RM 130

						VAV1340								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 3, RM 318

						VAV1341								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 3, RM 315

						VAV1342								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 3, RM 313

						VAV1343								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 3, RM 324

						VAV1344								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 3, RM 301

						VAV1345								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 3, RM 303

						VAV1346								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 222

						VAV1348								VARIBALE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 218 ABOVE

														CEILING

						VAV1349								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 215 ABOVE

														CEILING

						VAV1350								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 214 ABOVE

														CEILING

						VAV1351								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 213 ABOVE

														CEILING

						VAV1352								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 211 ABOVE

														CEILING

						VAV1353								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 207 ABOVE

														CEILING

						VAV1354								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 202 ABOVE

														CEILING

						VAV1355								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 201 ABOVE

														CEILING

						VAV1356								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 203 ABOVE

														CEILING

						VAV1357								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 237 ABOVE

														CEILING

						VAV1358								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL2 CONNECTING

														PASSAGEWAY, SOUTH

														ABOVE CEILING

						VAV1359								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, STORAGE RM

														240 ABOVE CEILING

						VAV1360								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 230 ABOVE

														CEILING

						VAV1361								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 2, RM 230B ABOVE

														CEILING

						VAV1362								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 1, LIBRARY

														SOUTHEAST ABOVE

														CEILING

						VAV1363								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 1, LIBRARY

														OUTSIDE STUDY RM 3

														ABOVE CEILING

						VAV1364								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 1, LIBRARY

														OUTSIDE STUDY RM 4

														ABOVE CEILING

						VAV1365								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 1, LIBRARY

														CIRCULATION ABOVE

														CEILING

						VAV1366								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, FL 1, FINANCIAL AID

														HALL ABOVE CEILING

						VAV1367								VARIABLE AIR VOLUME										500-3										TRANE														0.00						0.00		0.00								Y

														BOX, OUTSIDE RM 147B

						VAV1368								VARIABLE AIR VOLUME										500-2																								0.00						0.00		0.00								Y

														BOX, FL 3, RM 3005 ABOVE

														CEILING

						VAV1369								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3004 ABOVE

														CEILING

						VAV1370								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3006 ABOVE

														CEILING

						VAV1371								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3003 ABOVE

														CEILING

						VAV1372								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3007A

														ABOVE CEILING

						VAV1373								VARIABLE AIR VOLUME										500-3										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3007B

														ABOVE CEILING

						VAV1374								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3002 ABOVE

														CEILING

						VAV1375								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM  3008 ABOVE

														CEILING

						VAV1376								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, ELEVATOR

														LOBBY ABOVE CEILING

						VAV1377								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3009 NORTH

														ABOVE CEILING

						VAV1378								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3009 SOUTH

														ABOVE CEILING

						VAV1379								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3010 ABOVE

														CEILING

						VAV1380								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3011A

														ABOVE CEILING

						VAV1381								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3011B

														ABOVE CEILING

						VAV1382								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3012 ABOVE

														CEILING

						VAV1383								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3013 ABOVE

														CEILING

						VAV1384								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3014 ABOVE

														CEILING

						VAV1385								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3015 ABOVE

														CEILING

						VAV1386								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 3008

														WOMEN RESTROOM

														ABOVE CEILING

						VAV1387								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 2019 ABOVE

														CEILING

						VAV1388								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 3, RM 2018B

														ABOVE CEILING

						VAV1389								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2015A

														ABOVE CEILING

						VAV1390								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2016 ABOVE

														CEILING

						VAV1391								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL2, RM 2014 ABOVE

														CEILING

						VAV1412								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX,FL 2, ELEVATOR

														LOBBY SOUTH

						VAV1413								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, ELEVATOR

														LOBBY NORTH

						VAV1414								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2006 ABOVE

														CEILING

						VAV1415								VARIABLE AIR  VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2005 ABOVE

														CEILING

						VAV1416								VAIRABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2004 ABOVE

														CEILING

						VAV1417								VARIABLE AIR VOLUME										500-2										MEATAL														0.00						0.00		0.00								Y

														BOX, FL2, RM 2003 ABOVE

														CEILING EAST

						VAV1418								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2003 ABOVE

														CEILING

						VAV1419								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2002 ABOVE

														CEILING EAST

						VAV1420								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2002 ABOVE

														CEILING

						VAV1421								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2002 ABOVE

														CEILING

						VAV1422								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2002 ABOVE

														CEILING

						VAV1423								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2002 ABOVE

														CEILING

						VAV1424								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2021A

														ABOVE CEILING EAST

						VAV1425								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2021A

														ABOVE CEILING WEST

						VAV1426								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, RM 2020 ABOVE

														CEILING

						VAV1427								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 2, WOMENS

														RESTROOM CEILING

						VAV1428								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, RECEPTIONIST

														LOBBY EAST ABOVE

														CEILING

						VAV1429								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, RECEPTIONIST

														LOBBY HATCH ABOVE

														CEILING

						VAV1430								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, RECEPTION

														LOBBY AT DESK ABOVE

														CEILING

						VAV1431								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, NORTH

														ENTRANCE ABOVE

														CEILING

						VAV1432								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, RM 1012 MENS

														RESTROOM ABOVE

														CEILING

						VAV1433								VARIABLE AIR VOLUME										500-3										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, RM 1013

														WOMEN RESTROOM

														ABOVE CEILING

						VAV1434								VARIABLE AIR VOLUME AIR										500-2										METAL														0.00						0.00		0.00								Y

														, FL 1, STUDENT LOUNGE

														ABOVE CEILING

						VAV1435								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, STUDENT

														LOUNGE ABOVE CEILING

						VAV1436								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, STUDENT

														LOUNGE ABOVE CEILING

						VAV1437								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, BOOKSTORE

														SOUTHEAST CORNER

														ABOVE CEILING

						VAV1438								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, BOOKSTORE

														BACK STORAGE ABOVE

														CEILING

						VAV1439								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, BOOK STORE

														NORTH ABOVE CEILING

						VAV1440								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, BOOK STORE

														ENTRANCE ABOVE

														CEILING

						VAV1441								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, OUTSIDE RM

														1043 ABOVE CEILING

						VAV1442								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, OUTSIDE RM

														1042 ABOVE CEILING

						VAV1443								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, OUTSIDE RM

														1041 ABOVE CEILING

						VAV1444								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, OUTSIDE RM

														1035 ABOVE CEILING

						VAV1445								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, OUTSIDE RM

														1038 ABOVE CEILING

						VAV1446								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, OUTSIDE RM

														1033 ABOVE CEILING

						VAV1447								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, OUTSIDE RM

														1031 ABOVE CEILING

						VAV1448								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, FILE RM 1028

														EAST ABOVE CEILING

						VAV1449								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, FILE RM 1028

														WEST ABOVE CEILING

						VAV1450								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, FACULTY

														CUBICLE 1026 WEST

														ABOVE CEILING

						VAV1451								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, FACULTY

														CUBICLE 1026 EAST

														ABOVE CEILING

						VAV1452								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, LOUNGE 1025

														ABOVE CEILING

						VAV1453								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, WORK ROOM

														1024 ABOVE CEILING

						VAV1454								VARIABLE AIR VOLUME										500-2										METAL														0.00						0.00		0.00								Y

														BOX, FL 1, MENS

														RESTROOM 1021 ABOVE

														CEILING

						VAV1455								VARIABLE AIR VOLUME										500-3																								0.00						0.00		0.00								Y

														BOX, FL 3 ABOVE CEILING

						VAV1456								VARIABLE AIR VOLUME, FL										500-3																								0.00						0.00		0.00								Y

														3 ABOVE CEILING

						VAV1770								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 1, VESTIBULE RM

						VAV1771								VARIABLE AIR VOLUME										500-1										TTIUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 1, VESTIBULE RM

						VAV1772								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX, FL 1, COMPUTER

														CENTER AT STAIRWAY RM

														158

						VAV1773								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-038, FL 1,

														COMPUTER LAB D RM 166

						VAV1774								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														001-036, FL 1, COMPUTER

														LAB D RM 166

						VAV1775								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-037, FL 1,

														COMPUTER LAB D RM 166

						VAV1776								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, COMPUTER CENTER

														RM 158

						VAV1777								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, COMPUTER CENTER

														RM 158

						VAV1778								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														001-033, COMPUTER LAB C

														RM 156

						VAV1779								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-032, FL 1,

														COMPUTER LAB C RM 156

						VAV1780								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-031, FL 1,

														COMPUTER LAB B RM 153

						VAV1781								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-028, FL 1,

														COMPUTER LAB A RM 150

						VAV1782								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-027, FL 1,

														COMPUTER LAB A RM 150

						VAV1783								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-029, FL 1, OFFICE

														RM 149

						VAV1784								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-030, FL 1, OFFICE

														RM 149

						VAV1785								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-025, FL 1,

														SERVERS/TECHNICAL RM

														148

						VAV1786								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-026, FL 1, SERVER

														/TECHNICAL RM 148

						VAV1787								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX-BOOTOM 1.01, FL 1,

														MECH RM 141

						VAV1788								VARIABLE AIR VOLUME-										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														TOP 1.02, FL 1, MECH RM

														141

						VAV1789								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-019, FL 1,

														ELECTRIC RM 130

						VAV1790								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-022, FL 1, HALL

														OUTSIDE SECURITY

														OFFICE

						VAV1791								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-021, FL 1,

														SHIPPING/RECEIVING RM

														135

						VAV1792								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-020, HALL AT

														FREIGHT ELEVATOR

						VAV1793								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-018, STORAGE

														RM 129

						VAV1794								VARIABEL AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-016,

														AUDIO/VISUAL RM 125

						VAV1795								VARIABEL AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-017, FL 1,

														LIBRARY OUTSIDE RM 126

						VAV1796								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-014, FL 1,

														LIBRARY OUTSIDE RM 126

						VAV1797								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 1, LIBRARY SOUTH

														NEAR ENTRANCE

						VAV1798								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-007, FL 1,

														LIBRARY SOUTH NEAR

														ENTRANCE

						VAV1799								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-008, FL 1,

														LIBRARY MIDDLE

						VAV1800								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-009, FL 1,

														LIBRARY NORTHEAST

														CORNER

						VAV1801								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 1, LIBRARY

														NORTHEAST CORNER

						VAV1802								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 1, LIBRARY AT

														COPIERS

						VAV1803								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-011, FL 1,

														LIBRARY MIDDLE

						VAV1804								VARIBALE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-012, FL 1,

														LIBRARY MIDDLE

						VAV1805								VARIABLE AIR VOLUME										500-1										TTIUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-006, ATRIUM

														NORTHWEST CORNER

						VAV1806								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-005, ATRIUM

														NORTHWEST CORNER

						VAV1807								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-004, FL 1, ATRIUM

														WEST ENTRANCE

						VAV1808								VARIABLE AIR VOLUME										500-1										TTIUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 1, EMERGENCY

														MEDICAL SERVER

						VAV1809								VARIABLE AIR VOLUMR										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 001-024, FL 1,

														EMERGENCY MEDICAL

														SERVICE RM 144

						VAV1810								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-040, FL 2, IN TAKE

														CENTER LOBBY

						VAV1811								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-039, FL 2, HALL

														OUTSIDE RESTROOM

						VAV1812								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-074, FL 2, HALL

														OUTSIDE RM 281

						VAV1813								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-073, FL 2

						VAV1814								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-072, FL 2

						VAV1815								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-070, FL 2, RM 277

														STORAGE

						VAV1816								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-071, FL2, RM 276

														CLASSROOM

						VAV1817								VARIABLE AIR VOULME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-068, FL 2, RM 272

														STORAGE

						VAV1818								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-069, RM 271

														MEDICAL ASSIST LAB,

														NORTH

						VAV1819								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-070, FL 2, RM 271

														MEDICAL ASSIST LAB,

														SOUTH

						VAV1820								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-066, FL 2, RM 266

														STORAGE

						VAV1821								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-065, FL 2, RM 262

														o/r #1

						VAV1822								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-064, FL 2, RM 264

														CLASSROOM

						VAV1823								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-062, FL 2, RM 260

														EMS LAB B

						VAV1824								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 2, RM 260 EMS

														LAB B

						VAV1825								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 2, RM 260 EMS

														LAB B STORAGE

						VAV1826								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-060, FL 2, HALL

														OUTSIDE FREIGHT

														ELEVATOR

						VAV1827								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 2, 254 MECH RM

						VAV1828								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 2, RM 255A

														ELECTRIC EQUIPMENT

						VAV1829								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 2, RM 248

														STUDENT SERVICE FILE

						VAV1830								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-058, FL 2, RM 253

														FACULTY LOUNGE

						VAV1831								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-057, FL 2, RM 252

														FACULTY WORK RM

						VAV1832								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-054, FL 2, RM 239

														RECEPTION

						VAV1833								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-055, FL 2, RM 245

														OFFICE

						VAV1834								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-052, FL 2, RM 236

														CASHIER OFFICE

						VAV1835								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-053, FL 2, RM

														236A CASHIER OFFICE

						VAV1836								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-051, FL 2, RM 232

														EMS RECEPTION

						VAV1837								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-050, FL 2, RM 231

														EMS OFFICE

						VAV1838								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-049, FL 2, RM 225

														EMS OFFICE

						VAV1839								VARIABLE AIR VOLUME										500-1										TITUAS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-048, FL 2, RM 224

														EMS OFFICE

						VAV1840								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-047, FL 2, RM 224

														EMS OFFICE

						VAV1841								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-046, FL 2, RM 217

														MEDICAL LAB OFFICE

						VAV1842								VARIABEL AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-045, FL 2, RM 215

														SGRT CHAIR OFFICE

						VAV1843								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-042, FL 2, RM 211

														CONFERENCE RM

						VAV1844								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-044, FL 2, RM 211

														CONFERENCE

						VAV1845								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-043, FL 3, RM 211

														CONFERENCE

						VAV1846								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 002-041, FL 2, RM 211

														CONFERENCE

						VAV1847								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-103, FL 3, RM 366

														CLASSROOM

						VAV1848								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-102, FL 3, RM 365

														CLASSROOM

						VAV1849								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-079, FL 3 ,

														LOUNGE AT STAIRS

						VAV1850								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 3, HALL AT

														RESTROOM

						VAV1851								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-116, FL 3, HALL AT

														STAIR B

						VAV1852								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-115, FL 3, RM 386

														RES

						VAV1853								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-114, FL 3, RM 380

														RESERATORY CARE

						VAV1854								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-113, FL 3, RM 375

														RESPORTARY CARE

														OFFICE

						VAV1855								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-112, FL 3, RM 374

														RESPORTARY CARE

														EQUIPMENT PROCESS

						VAV1856								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-111, FL 3, RM 375

														RESPORTARY CARE LAB

						VAV1857								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-105, FL 3, RM 368

														CLASSROOM

						VAV1858								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-104, FL 3, RM 367

														CLASSROOM

						VAV1859								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-110, FL 3, RM 372

														NURSING LAB

						VAV1860								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-108, FL 3, RM 371

														NURSING LAB

						VAV1861								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-109, FL 3, RM 371

														NURSING LAB

						VAV1862								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-106, FL 3, RM 370

														NURSING LAB

						VAV1863								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003, FL 3, RM 370

														NURSING LAB

						VAV1864								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-098, FL 3, RM 357

														ASSOCIATE DEGREE

														NURSUING OFFICE

						VAV1865								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-097, FL 3, RM 359

														ASSOCIATE DEGREE

														NURSING SUITE

						VAV1866								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-096, FL 3, RM 359

														ASSOCIATES DEGREE

														NURSING SUITE

						VAV1867								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-095, FL 3, HALL AT

														FREIGHT ELEVATOR

						VAV1868								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-094, FL 3, RM 348

														ELECTRIC EQUIPMENT

						VAV1869								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-199, FL 3, RM 364

														MECH

						VAV1870								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-092, FL 3, RM 338

														ASSOCIATE DEGREE

														NURSING OFFICE

						VAV1871								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-091, FL 3, RM 344

														ASSOCIATES DEGREE

														NURSING SUITE

						VAV1872								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-099, FL 3, RM 362

														WORK ROOM

						VAV1873								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-090, FL 3, RM 334

														ASSOCIATES DEGREE

														NURSING SUITE

						VAV1874								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-089, FL 3, RM 333

														ASSOCIATES DEGREE

														NURSING OFFICE

						VAV1875								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-087, FL 3, RM 326

														ASSOCIATES DEGREE

														NURSING

						VAV1876								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-088, FL 3, RM 327

														ASSOCIATES DEGREE

														NURSING OFFICE

						VAV1877								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-096, FL 3, RM 323

														ASSOCIATES DEGREE

														NURSING OFFICE

						VAV1878								VARIABLE AIR VOLUME										500-1										TTIUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-085, FL 3, RM 320

														VOCATIONAL OFFICE

						VAV1879								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-084, FL 3, RM 318

														VOCATIONAL NURSING

														OFFICE

						VAV1880								VARIABLE AIR VOLUME										500-1										TTIUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-083, FL 3, RM 314

														VOCATIONAL NURSING

														OFFICE

						VAV1881								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-082, FL 3, RM

														311VNSG CHAIR OFFICE

						VAV1882								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-081, FL 3, RM 310

														VOCATIONAL NURSING

														OFFICE

						VAV1883								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-093, FL 3, RM 345

														STORAGE

						VAV1884								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003-101, FL 3, RM 363

														CLASSROOM B

						VAV1885								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 003, FL 3, RM 363

														CLASSROOM A

						VAV1886								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-118, FL 4 LOUNGE

														AT STAIR

						VAV1887								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004, FL 4, HALL AT

														RESTROOM

						VAV1888								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-149, FL 4, HALL AT

														STAIR B

						VAV1889								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-148, FL 4, RM 461

														HUMAN SERVICES LAB

						VAV1890								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-147, FL 4, RM 461

														HUMANE SERVICES LAB

						VAV1891								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-145, FL 4, RM 454

														INTERVIEW HALL

						VAV1892								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-146, FL 4, RM 458

														INTERVIEW RM

						VAV1893								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-144, FL 4, RM 452

														PHYISCAL THERAPY

						VAV1894								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-143, FL 4, RM 452

														PHYSICAL THERAPY

						VAV1895								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-142, FL 4, RM

														452A PT LAB

						VAV1896								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-140, FL 4, RM

														452A PT LAB

						VAV1897								VARIABLE AIR VOLUME										500-1										TTIUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-039, FL 4, RM 450

														PT STORAGE

						VAV1898								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-138, FL 4, RM 447

														ADL

						VAV1899								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-137, FL 4, RM 445

														OCCUPATIONAL THERAPY

						VAV1900								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-136, FL 4, RM 445

														O.T.

						VAV1901								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004135, FL 4, RM 445

														O.T.

						VAV1902								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-134, FL 4, HALL AT

														FREIGHT ELEVATOR

						VAV1903								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-150, FL 4, RM 466

														CLASSROOM

						VAV1904								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-151, FL 4, RM 467

														CLASSROOM

						VAV1905								VARIABLE AIR VOLUME										500-1										TTIUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 000-152, FL 4, RM 468

														CLASSROOM

						VAV1906								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 000-153, FL 4, RM 469

														CLASSROOM

						VAV1907								VARIABLE AIR VOLUME										500-1										TTIUS														0.00						0.00		0.00								Y

														BOX 004-200, FL 4, RM

														MECH

						VAV1908								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-133, FL 4, RM 441

														ELECTRIC EQUIPMENT

						VAV1909								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-132, FL 4, RM 438

														STORAGE

						VAV1910								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-131, FL 4, RM 437

														CLASSROOM

						VAV1911								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-130, FL 4, RM 436

														CLASSROOM

						VAV1912								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-129, FL 4, RM 436

														CLASSROOM

						VAV1913								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-156, FL 4, RM 474

														FACULTY WORK

						VAV1914								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX, FL 4, RM 434

														MEDICAL ASSIST SUITE

						VAV1915								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-127, FL 4, RM 433

														MDCA DEPART CHAIR

														OFFICE

						VAV1916								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-126, FL 4, RM 426

														OCCUPATIONAL THERAPY

						VAV1917								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-125, FL 4, RM 427

														OTHA DEPART CHAIR

														OFFICE

						VAV1918								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-124, FL 4, RM 425

														OTHA OFFICE

						VAV1919								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-123, FL 4, RM 422

														PTHA DEPART CHAIR

														OFFICE

						VAV1920								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-122, FL 4, RM 418

														FACULTY WORK ROOM

						VAV1921								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-121, FL 4, RM 414

														HUMAN SERVICE TECH

														OFFICE

						VAV1922								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-120, FL 4, RM 411

														HSTP DEPART CHAIR

														OFFICE

						VAV1923								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-119, FL 4, RM 410

														HSTP OFFICE

						VAV1924								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-154, FL 4, RM

														473B CLASSROOM

						VAV1925								VARIABLE AIR VOLUME										500-1										TITUS				8/24/1999										0.00						0.00		0.00								Y

														BOX 004-155, FL 4, RM

														473A CLASSROOM

						VAV1926								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-158, FL 5,

														LOUNGE AT STAIRS

						VAV1927								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-157, FL 5, HALL AT

														RESTROOM

						VAV1928								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-188, FL 5, HALL AT

														STAIR B

						VAV1929								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005, FL 5, DENTAL LAB

														RM 567

						VAV1930								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-187, FL 5, DENTAL

														LAB RM 567

						VAV1931								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-185, FL 5, DENTAL

														LAB RM 567

						VAV1932								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-184, FL 5,

														CLASSROOM 562

						VAV1933								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-183, FL 5,

														CLASSROOM 562

						VAV1934								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-182, FL 5,

														PHARMACY RM 559

						VAV1935								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX, FL 5, PHARMACY RM

														559

						VAV1936								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-181, FL 5,

														PHARMACY RM 559

						VAV1937								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-189, FL 5,

														CLASSROOM 574

						VAV1938								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-190, FL 5,

														CLASSROOM 575

						VAV1939								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-191, FL 5,

														CLASSROOM 576

						VAV1940								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005--192, FL5,

														CLASSROOM 577

						VAV1941								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-179, FL 5,

														DIAGNOSE MEDICAL LAB

														RM 556

						VAV1942								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-173, FL 5, HALL AT

														FREIGHT ELEVATOR

						VAV1943								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005, FL 5, MECH RM

														579

						VAV1944								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-193, FL 5,

														CLASSROOM B RM 581

						VAV1945								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-194, FL 5,

														CLASSROOM A 581

						VAV1946								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-177, FL 5, RADIO

														PHARMACY RM 554

						VAV1947								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-178, FL 5,

														NUCLEAR MEDICAL TECH

														LAB RM 553

						VAV1948								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-175, FL 5,

														RADIOGRAPHIC LAB RM

														548

						VAV1949								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-174, FL 5, X-RAY 1

														RM 546

						VAV1950								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-176, FL 5, X-RAY#3

														RM 550

						VAV1954								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-171, FL 5,

														STORAGE RM 540

						VAV1955								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-170, FL 5, HEALTH

														INFO TECH STORAGE RM

														538

						VAV1956								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-169, FL 5, HEALTH

														INFO TECH LAB STORAGE

														RM 538

						VAV1957								VARIABLE AIR VOLUME										500-1																								0.00						0.00		0.00								Y

														BOX 005-195, FL 5,

														FACULTY WORK RM 582

						VAV1958								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-167, FL 5, DEAN

														OF HEALTH SCIENCES RM

														533

						VAV1959								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-168, FL 5,

														PROGRAM RESOURCES &

														ELEVATOR RM 534

						VAV1960								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-166, FL 5,

														RADIOGRAPHIC &

														NUCLEAR MEDICAL RM 526

						VAV1961								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-165, FL 5,

														RADIOGRAPHIC/NUCLEAR

														MEDIACL RM 527

						VAV1962								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005, FL 5,

														RADIOGRAPHIC/NUCLEAR

														MEDICAL RM 524

						VAV1963								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-163, FL 5, DNTA

														DEPARTMENT CHAIR RM

														520

						VAV1964								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-161, FL 5, RAD.

														DIAG. MED SON. & CARD

														TOUCH RM 514

						VAV1965								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-160, FL 5, RADR.

														CVTT DEPT. CHAIR OFFICE

														511

						VAV1966								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-159, FL 5,

														RADIOGRAPHIC OFFICE

														510

						VAV1967								VARIABLE AIR VOLUME										500-1										TITUS				8/26/1999										0.00						0.00		0.00								Y

														BOX 005-172, FL 5,

														ELECTRIC EQUIPMENT RM

														543

						WKCL1275								WALK-IN COOLER, FL 2, RM										500-3										KOLPAK														0.00						0.00		0.00								Y

														201

						WTHO1409								WATER HEATER, FL 1,										500-4										STATE														0.00						0.00		0.00								Y

														MECH RM

						WTRH1250								WATER HEATER,										500-4										STATE														0.00						0.00		0.00								Y

														CLASSROOM BLDG, FL 1,

														LOUNGE

						WTRH1732								WATER HEATER-EWH401,										500-1										SEC				8/23/1999										0.00						0.00		0.00								Y

														FL 4, MECH RM 471

						WTRH1733								HOT WATER CITCULATION										500-1										TACO				8/23/1999										0.00						0.00		0.00								Y

														PUMP, FL 4, MECH RM 471

						WTRH1761								WATER HEATER EWH-101,										500-1										SELLER				8/23/1999										0.00						0.00		0.00								Y

														FL 1, MECH RM 141
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														Description																Parent

						AC16								AIR COMPRESSOR, FL 1,										007SW										ELGIN				7/19/2005										0.00						0.00		0.00								Y

														MECH RM S120

						AC1621								AIR COMPRESSOR, MECH										014SW										AERO														0.00						0.00		0.00								Y

														RM NEAR 152

						AC1622								AIR COMPRESSOR, FL 2,										014SW										AERO														0.00						0.00		0.00								Y

														MECH RM NEAR 152

						AC4015								CONTROL AIR										015SW										INGERSOL														0.00						0.00		0.00								Y

														COMPRESSOR, CENTRAL

														PLANT, FL 1, RM 1229

						AC4016								CONTROL AIR										015SW										INGERSOL														0.00						0.00		0.00								Y

														COMPRESSOR, CENTRAL

														PLANT, FL 1, RM 1229

						AC4017								CONTROL AIR										015SW										INGERSOL														0.00						0.00		0.00								Y

														COMPRESSOR, CENTRAL

														PLANT, FL 1, RM 1229

						AC4018								CONTROL AIR										015SW										INGERSOL														0.00						0.00		0.00								Y

														COMPRESSOR, CENTRAL

														PLANT, FL 1, RM 1229

						AC4064								AIR COMPRESSOR, BLDG										015SW										ULTRA														0.00						0.00		0.00								Y

														3, FL 2, RM 2340A

						AD1623								COMPRESSOR AIR DRYER,										014SW										DELTECH														0.00						0.00		0.00								Y

														FL 2, MECH RM NEAR 152

						AD4019								AIR DRYER, CENTRAL										015SW										INGERSOL														0.00						0.00		0.00								Y

														PLANT, FL 1, RM 1229

						AD4020								AIR DRYER, CENTRAL										015SW										HANK														0.00						0.00		0.00								Y

														PLANT, FL 1, RM 1229

						AD4059								AIR DRYER, BLDG 3, FL 3,										015SW										ENGINAIR														0.00						0.00		0.00								Y

														RM 3310

						AHU143								AIR HANDLER, FL 1, MECH										010SW										YORK														0.00						0.00		0.00								Y

														RM

						AHU144								AIR HANDLER, FL 1, MECH										010SW										YORK														0.00						0.00		0.00								Y

														RM

						AHU145								AIR HANDLER, FL 1, MECH										010SW										YORK														0.00						0.00		0.00								Y

														RM

						AHU146								AIR HANDLER, FL 1, MECH										010SW										YORK														0.00						0.00		0.00								Y

														RM

						AHU147								AIR HANDLER, FL 1, MECH										010SW										YORK														0.00						0.00		0.00								Y

														RM

						AHU1565								AIR HANDLER, FL 1,										014SW										TRANE														0.00						0.00		0.00								Y

														LIBRARY MECH RM

						AHU1569								AIR HANDLER, FL 1,										014SW										TRANE														0.00						0.00		0.00								Y

														LIBRARY MECH RM

						AHU1613								AIR HANDLING UNIT, FL 2,										014SW										YORK														0.00						0.00		0.00								Y

														116A MECH RM ACCESS

						AHU1615								AIR HANDLING UNIT, FL 2,										014SW										YORK														0.00						0.00		0.00								Y

														116A MECH RM ACCESS

						AHU1617								AIR HANDLING UNIT, FL 2,										014SW										YORK														0.00						0.00		0.00								Y

														MECH RM NEAR 152

						AHU1619								AIR HANDLING UNIT, FL 2,										014SW										YORK														0.00						0.00		0.00								Y

														MECH RM NEAR 152

						AHU1620								AIR HANDLING UNIT, FL 2,										014SW																								0.00						0.00		0.00								Y

														MECH RM NEAR 152

						AHU164								AIR HANDLER, FL 1, MECH										011SW										YORK														0.00						0.00		0.00								Y

														RM

						AHU165								AIR HANDLER, FL 1, MECH										011SW										YORK														0.00						0.00		0.00								Y

														RM

						AHU166								AIR HANDLER, FL 1, MECH										011SW										YORK														0.00						0.00		0.00								Y

														RM

						AHU168								AIR HANDLER, FL 1, MECH										011SW										YORK														0.00						0.00		0.00								Y

														RM

						AHU182								AIR HANDLER, FL 1,										012SW																								0.00						0.00		0.00								Y

														MAINTENANCE OFFICE

						AHU222								AIR HANDLER UNIT, FL 1,										009SW										LENNOX				2/27/1993										0.00						0.00		0.00								Y

														STOCK RM

						AHU223								AIR HANDLER UNIT, FL 1,										009SW										CARRIER				2/27/1998										0.00						0.00		0.00								Y

														LIBRARY CEILING

						AHU224								AIR HANDLER UNIT, FL 1,										009SW										YORK				7/28/1991										0.00						0.00		0.00								Y

														FAC LOUNGE

						AHU225								AIR HANDLER UNIT, FL 1,										009SW										ARM														0.00						0.00		0.00								Y

														BULK STORAGE

						AHU269								AIR HANDLING UNIT, FL 1,										003SW										JANITROL														0.00						0.00		0.00								Y

														MECH RM SUIT 250

						AHU270								AIR HANDLING UNIT, FL 1,										003SW										JANITROL														0.00						0.00		0.00								Y

														MECH RM SUIT 250

						AHU271								AIR HANDLING UNIT, FL 1,										003SW										JANITROL														0.00						0.00		0.00								Y

														MECH RM SUIT 250

						AHU272								AIR HANDLING UNIT, FL 1,										003SW										JANITROL														0.00						0.00		0.00								Y

														MECH RM SUIT 250

						AHU298								AIR HANDLING UNIT, FL 1,										005SW										CARRIER														0.00						0.00		0.00								Y

														CEILING

						AHU299								AIR HANDLING UNIT, FL 1,										005SW										CARRIER														0.00						0.00		0.00								Y

														CEILING

						AHU4044								AIR HANDLING UNIT,										015SW										YORK														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1,

														ROOM 1229, ENTIRE

														BUILDING

						AHU4045								AIR HANDLING UNIT,										015SW										YORK														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1,

														ROOM 1229, 1ST FL BLDG 2

						AHU4049								AIR HANDLING UNIT, BLDG										015SW										AIRTHERM														0.00						0.00		0.00								Y

														3, FL 3, ROOM 3310

						AHU4052								AIR HANDLING UNIT-										015SW										YORK														0.00						0.00		0.00								Y

														OUTSIDE, BLDG 3, FL 3,

														ROOM 3RD MECH, ENTIRE

														BLDG

						AHU4053								AIR HANDLING UNIT, BLDG										015SW										YORK														0.00						0.00		0.00								Y

														3, FL 3, ROOM 3RD MECH,

														OFFICE AREA @ ATRIUM

														2&3

						AHU4054								AIR HANDLING UNIT, BLDG										015SW										YORK														0.00						0.00		0.00								Y

														3, FL 3, ROOM 3310, 2ND FL

														BLDG 3

						AHU4056								V.F.D., BLDG 3, FL 3, RM										015SW										TOSHIBA														0.00						0.00		0.00								Y

														3310

						AHU4057								V.F.D., BLDG 3, FL 3, RM										015SW										TOSHIBA														0.00						0.00		0.00								Y

														3321

						AHU4058								V.F.D., BLDG 3, FL 3, RM										015SW										RELIANCE														0.00						0.00		0.00								Y

														3310

						AHU4062								V.F.D., BLDG 3, FL 2, RM										015SW										AIRTHERM														0.00						0.00		0.00								Y

														2340A

						AHU4063								V.F.D, BLDG 3, FL 2, RM										015SW										RELIANCE														0.00						0.00		0.00								Y

														2340A

						AHU4068								AIR HANDLING UNIT, BLDG										015SW										YORK														0.00						0.00		0.00								Y

														3, FL 2, RM 2340

						AHU4075								AIR HANDLING UNIT, BLDG										015SW										YORK														0.00						0.00		0.00								Y

														1, FL PH, ROOM PH-A,

														INSIDE WALL BLDG 1

						AHU4076								AIR HANDLING UNIT, BLDG										015SW										YORK														0.00						0.00		0.00								Y

														1, FL PH, ROOM PH-A,

														OUTSIDE WALL BLDG 1

						AHU4077								V.F.D. AIR HANDLING UNIT										015SW										TOSHIBA														0.00						0.00		0.00								Y

														P-2, BLDG 1, FL PH, RM

														PENTHOUSE A

						AHU4078								AIR HANDLING UNIT P-1										015SW										TOSHIBA														0.00						0.00		0.00								Y

														V.F.D., BLDG 1, FL PH, RM

														PENTHOUSE A

						AHU4084								AIR HANDLING UNIT,										015SW										YORK														0.00						0.00		0.00								Y

														BUILDING 3, FL 2, ROOM

														2314C, 2ND FLR BLDG 3

						AHU78								AIR HANDLER UNIT, FL 1,										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														RM S112

						AHU79								AIR HANDLER UNIT, FL 1,										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														RM E126

						AHU80								AIR HANDLER UNIT, FL 1,										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														RM E126

						AHU81								AIR HANDLER UNIT, FL 1,										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														RM W107

						AHU82								AIR HANDLER UNIT, FL1,										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														RM W107

						AHU83								AIR HANDLER, FL 1, RM										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														N116A

						AHU85								AIR HANDLER UNIT, MECH										007SW										MC														0.00						0.00		0.00								Y

														RM COURT YARD

						AHU86								AIR HANDLER UNIT, FL 1L										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														MECH RM COURT YARD

						AHU87								FAN COIL UNIT, FL 1,										007SW										YORK				7/21/1998										0.00						0.00		0.00								Y

														CEILING BY RM N106

						AHU90								AIR HANDLER UNIT, RM										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														S101

						AHU95								AIR HANDLER UNIT, FL 1,										007SW										MC				7/22/1998										0.00						0.00		0.00								Y

														OUTSIDE MECH RM

														SOUTHWEST

						AHU968								AIR HANDLER UNIT #2, FL										014SW										TRANE				9/21/2005										0.00						0.00		0.00								Y

														1, MECH RM, NEW

						AHU969								AIR HANDLER UNIT #3, FL										014SW										TRANE				9/21/2005										0.00						0.00		0.00								Y

														1, NEW MECH RM

						AHU970								AIR HANDLER UNIT #2, FL										014SW										TRANE				9/21/2005										0.00						0.00		0.00								Y

														1, NEW MECH RM

						ALIEFROO								Alief Roof																SWROOFS				FLEX				1/7/2004						1/7/2009				0.00						0.00		0.00								Y

						ATS4041								AUTOMATIC TRANSFER										015SW										ASCO														0.00						0.00		0.00								Y

														SWITCH, CENTRAL PLANT,

														FL 1, RM 1229

						BFPV0011								Backflow Prevention Valve,										007SW										WATTS														0.00						0.00		0.00								Y

														Boiler, Chiller Room

						BFPV0012								Backflow Prevention Valve,										007SW										WATTS														0.00						0.00		0.00								Y

														Boiler, Chiller Room

						BFPV0013								Backflow Prevention Valve,										007SW										WATTS														0.00						0.00		0.00								Y

														Bolier Room

						BFPV0084								Backflow Prevention Valve,										007SW										WATTS														0.00						0.00		0.00								Y

														Air Handler Rm, Courtyard

						BFPV105								BACK FLOW PREVENTER,										007SW																								0.00						0.00		0.00								Y

														FRONT FLOWER BED BY

														SIGN OUTSIDE

						BFPV11								BACK FLOW PREVENTOR,										007SW										WATTS				7/19/1998										0.00						0.00		0.00								Y

														FL 1, MECH RM 120

						BFPV12								BACK FLOW PREVENTOR,										007SW										WATTS				7/19/1998										0.00						0.00		0.00								Y

														FL 1, MECH RM 120

						BFPV13								BACK FLOW PREVENTOR,										007SW										WATTS				7/19/1998										0.00						0.00		0.00								Y

														FL 1, MECH RM S120

						BFPV2879								Backflow Prevention Valve,										007SW										FEBCO														0.00						0.00		0.00								Y

														Front HCC sign by Cash Rd

						BFPV84								BACKFLOW PREVENTER,										007SW										WATTS														0.00						0.00		0.00								Y

														MECH RM COURT YARD

						BHW1598								BOILER, FL 1, WAREHOUSE										014SW										TELE														0.00						0.00		0.00								Y

														BOILER RM

						BHW3								HOT WATER BOILER, FL1,										007SW										SELLER				7/19/1998										0.00						0.00		0.00								Y

														BOILER RM S120A

						CHEM4030								CHEMICAL CONTROLLER,										015SW										LMI														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1, RM

														1229

						CHP4009								PUMP-CHILL, CENTRAL										015SW										PACO														0.00						0.00		0.00								Y

														PLANT, FL 1, ROOM 1229,

														CHILLER 1

						CHR1587								CHILLER WATER COLLED,										014SW										YORK														0.00						0.00		0.00								Y

														FL 1, OUTSIDE

						CHR1590								CHILLER WATER COOLED,										014SW										TRANE														0.00						0.00		0.00								Y

														FL 1, OUTSIDE MECH AREA

						CHR1592								CHILLER WATER COOLED,										014SW										TRANE														0.00						0.00		0.00								Y

														OUTSIDE, EASTSIDE OF

														BLDG

						CHR1594								CHILLER WATER COOLED,										014SW										TRANE														0.00						0.00		0.00								Y

														FL 1, OUTSIDE EASTSIDE

														OF BLDG

						CHR1596								CHILLER WATER COOLED,										014SW										TRANE														0.00						0.00		0.00								Y

														FL 1, OUTSIDE EASTSIDE

														BLDG

						CHR4001								CHILLER 1-1, CENTRAL										015SW																								0.00						0.00		0.00								Y

														PLANT, FL 1, ROOM 1229

						CHR4002								CHILLER 1-2, CENTRAL										015SW																								0.00						0.00		0.00								Y

														PLANT, FL 1, ROOM 1229

						CHR4003								CHILLER 1-3, CENTRAL										015SW																								0.00						0.00		0.00								Y

														PLANT, FL 1, ROOM 1229

						CHR4004								CHILLER 1-4, CENTRAL										015SW																								0.00						0.00		0.00								Y

														PLANT, FL 1, ROOM 1229

						CHR98								A/C CHILLER, GORUND										007SW										TRANE				7/22/2005										0.00						0.00		0.00								Y

														LEVEL, CHILLER BLDG

						CHR99								A/C CHILLER, GROUND										007SW										TRANE				7/22/2005										0.00						0.00		0.00								Y

														LEVEL, CHILLER BLDG

						CHWP102								CHILLED WATER PUMP,										007SW										SULZER														0.00						0.00		0.00								Y

														GROUND LEVEL, CHILLER

														BLDG

						CHWP103								CHILLED WATER PUMP,										007SW										SULZER														0.00						0.00		0.00								Y

														GROUND LEVEL, CHILLER

														BLDG

						CHWP1588								WATER PUMP CHILLED, FL										014SW										SIEMENS														0.00						0.00		0.00								Y

														1, OUTSIDE, EASTSIDE OF

														BLDG

						CHWP1589								WATER PUMP CHILLED, FL										014SW																								0.00						0.00		0.00								Y

														1, OUTSIDE, EASTSIDE OF

														BLDG

						CHWP1591								CHILLED WATER PUMP, FL										014SW																								0.00						0.00		0.00								Y

														1, OUTSIDE MECH AREA

						CHWP1593								CHILLED WATER PUMP, FL										014SW																								0.00						0.00		0.00								Y

														1, OUTSIDE MECH AREA

						CHWP1595								CHILLED WATER PUMP, FL										014SW																								0.00						0.00		0.00								Y

														1, OUTSIDE MECH AREA

						CHWP1597								CHILLED WATER PUMP, FL										014SW																								0.00						0.00		0.00								Y

														1, OUTSIDE MECH AREA

						CHWP4010								CHILLED WATER PUMP-										015SW										PACO														0.00						0.00		0.00								Y

														CHP1-2, CENTRAL PLANT,

														FL 1, ROOM 1229, CHILLER

														2

						CHWP4011								CHILLED WATER PUMP-																				PACO														0.00						0.00		0.00								Y

														CHP1-3, CENTRAL PLANT,

														FL 1, ROOM 1229, CHILLER

														3

						CHWP4012								CHILLED WATER PUMP-										015SW										PACO														0.00						0.00		0.00								Y

														CHP1-4, CENTRAL PLANT,

														FL 1, ROOM 1229, CHILLER

														4

						CHWP4021								CHILLED WATER PUMP 2,										015SW										AURORA														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1, RM

														1229

						CHWP4022								CHILLED WATER PUMP 1,										015SW										AURORA														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1, RM

														1229

						CHWP4026								CHILLED WATER PUMP-										015SW										PACO														0.00						0.00		0.00								Y

														MAKE UP PUMP, CENTRAL

														PLANT, FL 1, RM 1229

						CHWP4072								V.F.D. CHILLED WATER										015SW										TOSHIBA														0.00						0.00		0.00								Y

														PUMP 3, CENTRAL PLANT,

														FL 1, RM 1229

						CHWP4073								V.F.D. CHILLED WATER										015SW										TOSHIBA														0.00						0.00		0.00								Y

														PUMP 4, CENTRAL PLANT,

														FL 1, RM 1229

						CIRP1642								WATER PUMP, NORTHSIDE										014SW																								0.00						0.00		0.00								Y

						COMP100								CONDENSOR WATER										007SW										SULZER														0.00						0.00		0.00								Y

														PUMP, GROUND LEVEL,

														CHILLER BLDG

						COMP101								CONDENSOR WATER										007SW										SULZER														0.00						0.00		0.00								Y

														PUMP, GROUND LEVEL,

														CHILLER BLDG

						COND154								CONDENSING UNIT,										010SW														7/25/1998										0.00						0.00		0.00								Y

														OUTSIDE GROUNDS,

														EASTSIDE BLDG

						COND155								CONDENSING UNIT,										010SW										YORK														0.00						0.00		0.00								Y

														OUTSIDE GROUNDS,

														EASTSIDE BLDG

						COND156								CONDENSING UNIT,										010SW										YORK				7/26/1998										0.00						0.00		0.00								Y

														OUTSIDE GROUNDS,

														EASTSIDE BLDG

						COND157								CONDENSING UNIT,										010SW										YORK														0.00						0.00		0.00								Y

														OUTSIDE GROUNDS,

														EASTSIDE BLDG

						COND158								CONDENSING UNIT,										010SW										YORK														0.00						0.00		0.00								Y

														OUTSIDE GROUNDS,

														EASTSIDE BLDG

						COND159								CONDENSING UNIT,										010SW										YORK				7/26/2000										0.00						0.00		0.00								Y

														OUTSIDE GROUNDS,

														EASTSIDE BLDG

						COND160								CONDENSING UNIT,										011SW										YORK				7/26/1993										0.00						0.00		0.00								Y

														OUTSIDE, EASTSIDE BLDG

						COND161								CONDENSING UNIT,										011SW										YORK				7/26/1998										0.00						0.00		0.00								Y

														OUTSIDE, EASTSIDE BLDG

						COND162								CONDENSING UNIT,										011SW										YORK														0.00						0.00		0.00								Y

														OUTSIDE, EASTSIDE BLDG

						COND163								CONDESING UNIT, FL 1,										011SW										YORK														0.00						0.00		0.00								Y

														MECH RM

						COND1648								SPLIT SYSTEM										014SW																								0.00						0.00		0.00								Y

														COMPRESSOR, ROOF

														NORHTWEST CORNER

						COND1669								COMPRESSOR SPLIT										014SW										LIE														0.00						0.00		0.00								Y

														SYSTEM, CENTER ROOF

						COND1672								COMPRESSOR SPLIT										014SW										LIE														0.00						0.00		0.00								Y

														SYSTEM, ROOF CENTER

						COND181								CONDENSING UNIT,										012SW										JANITROL														0.00						0.00		0.00								Y

														GROUND LEVEL,

														NORTHSIDE BLDG

						COND22								CONDENSING UNIT, ROOF,										007SW										YORK				7/20/1998										0.00						0.00		0.00								Y

														SOUTH ROOF

						COND23								CONDENSING UNIT, ROOF,										007SW										YORK				7/20/1998										0.00						0.00		0.00								Y

														SOUTH ROOF

						COND231								CONDENCING UNIT,										009SW										LENNOX				7/28/1993										0.00						0.00		0.00								Y

														GROUND OUTSIDE,

														EASTSIDE, PREP LAB

						COND232								CONDENCING UNIT,										009SW										CARRIER				7/28/1998										0.00						0.00		0.00								Y

														GROUND OUTSIDE,

														WESTSIDE, LIBRARY

						COND233								CONDENCING UNIT,										009SW										YORK				7/28/1991										0.00						0.00		0.00								Y

														GROUND OUTSIDE,

														WESTSIDE, LOUNGE

						COND234								CONDENCING UNIT,										009SW										ARM				7/28/2000										0.00						0.00		0.00								Y

														OUTSIDE GROUND,

														WESTSIDE, BOOK STORE

						COND265								CONDENSING UNIT, ROOF										003SW										JANITROL														0.00						0.00		0.00								Y

						COND266								CONDENSING UNIT, ROOF										003SW										JANITROL														0.00						0.00		0.00								Y

						COND267								CONDENSING UNIT, ROOF										003SW										JANITROL														0.00						0.00		0.00								Y

						COND268								CONDENSING UNIT, ROOF										003SW										JANITROL														0.00						0.00		0.00								Y

						COND296								CONDENSING UNIT, ROOF										005SW										PAYNE				8/1/1986										0.00						0.00		0.00								Y

						COND297								CONDENSING UNIT, ROOF										005SW										PAYNE				8/1/1986										0.00						0.00		0.00								Y

						COND30								CONDENSING UNIT,										007SW										YORK				7/20/1998										0.00						0.00		0.00								Y

														SOUTH ROOF

						COND57								A/C CONDENSING UNIT,										007SW										LENNOX				7/20/1998										0.00						0.00		0.00								Y

														NORTHEAST ROOF

						COND58								A/C CONDENSING UNIT,										007SW										YORK				7/20/1998										0.00						0.00		0.00								Y

														NORTHEAST ROOF

						COND65								A/C CONDENSING UNIT,										007SW										AMER-STA				7/20/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						COND66								A/C CONDENSING UNIT,										007SW										YORK				7/21/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						COOL104								COOLING TOWER,										007SW										EVAPCO														0.00						0.00		0.00								Y

														OUTSIDE CHILLER BLDG

						COOL4046								COOLING TOWER 1,										015SW										MARLEY														0.00						0.00		0.00								Y

														CENTRAL PLANT, ROOF,

														SERVE CHILLER 1-4

						COOL4047								COOLING TOWER 2,										015SW										MARLEY														0.00						0.00		0.00								Y

														CENTRAL PLANT, ROOF,

														SERVE CHILLER 1-4

						COOL4048								COOLING TOWER 3,										015SW										MARLEY														0.00						0.00		0.00								Y

														CENTRAL PLANT, ROOF,

														SERVE CHILLER 1-4

						COOL4071								COOLING TOWER FAN 2										015SW										TOSHIBA														0.00						0.00		0.00								Y

														V.F.D, CENTRAL PLANT

						CTF4027								FILTER FOR COOLING										015SW										PEP														0.00						0.00		0.00								Y

														TOWER, CENTRAL PLANT,

														FL 1, RM 1229

						CTF4028								FILTER FOR COOLING										015SW										PEP														0.00						0.00		0.00								Y

														TOWER, CENTRAL PLANT,

														FL 1, RM 1229

						CTFP4029								FILTER PUMP FOR										015SW										PACO														0.00						0.00		0.00								Y

														COOLING TOWER,

														CENTRAL PLANT, FL1, RM

														1229

						CWP4005								PUMP-CONDENSER,										015SW										PACO														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1,

														ROOM 1229, CHILLER 1

						CWP4006								PUMP-CONDENSER,										015SW										PACO														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1,

														ROOM 1229, CHILLER 2

						CWP4007								PUMP-CONDENSER,										015SW										PACO														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1,

														ROOM 1229, CHILLER 3

						CWP4008								PUMP-CONDENSER,										015SW										PACO														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1,

														ROOM 1229, CHILLER 4

						DISC1567								DICONNECT, FL 1, LIBRARY										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM

						DISC1568								DISCONNECT, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						DISC1602								DISCONNECT SAFETY										014SW																								0.00						0.00		0.00								Y

														SWITCH, FL 1,

														WAREHOUSE BOILER RM

						DISC253								ELECTRICAL DISCONNECT,										008SW										SQD														0.00						0.00		0.00								Y

														OUTSIDE WESTSIDE

						DISC254								ELECTRICAL DISCONNECT,										008SW										SQD														0.00						0.00		0.00								Y

														BLDG OUTSIDE, WESTSIDE

						DISC300								ELECTRIC DISCONNECT,										005SW										ITE														0.00						0.00		0.00								Y

														OUTSIDE

						DISC301								ELECTRIC DISCONNECT,										005SW										ITE														0.00						0.00		0.00								Y

														OUTSIDE

						DISC363								ELECTRICAL DISCONNECT,										001SW										GE				8/3/2001										0.00						0.00		0.00								Y

														FL1, MECH RM 149

						DISC400								DISCONNECT										004SW										SQD														0.00						0.00		0.00								Y

						DISC402								DISCONNECT, FL 1,										004SW										SQD														0.00						0.00		0.00								Y

														ELECTRIC RM 108

						DISC4037								MAIN SWITCH BOARD,										015SW										WEST														0.00						0.00		0.00								Y

														HALL TO CENTRAL PLANT,

														FL 1, RM 1231

						DISC4038								MAIN SWITCH BOARD-										015SW										WEST														0.00						0.00		0.00								Y

														MSBD1, HALL TO CENTRAL

														PLANT, FL1, RM 1231

						DISM1513								DISCINNECT FOR PANEL										014SW																								0.00						0.00		0.00								Y

														BOARD, FL 1, RM 105

														STORAGE MECH CLOSET

						DISM1514								DISCONNECT FOR PANEL										014SW																								0.00						0.00		0.00								Y

														BOARD, FL 1, RM 105

														STORAGE MECH CLOSET

						DISM282								MAIN BLDG DISCONNECT,										003SW										SIEMENS														0.00						0.00		0.00								Y

														OUTSIDE

						DISM355								MAIN DISCONNECT PANEL,										001SW										SQD				8/3/2001										0.00						0.00		0.00								Y

														FL 1, MECH RM 149

						DISM404								MAIN DISCONNECT PANEL,										004SW										SQD														0.00						0.00		0.00								Y

														FL 1, RM 108

						DST1644								DEISEL STORAGE TANK										014SW										PAT				5/30/1995										0.00						0.00		0.00								Y

						DWP4013								DOMESTIC WATER PUMP,										015SW										BALDOR														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1, RM

														1229

						DWP4014								DOMESTIC WATER PUMP,										015SW										USMOTORS														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1, RM

														1229

						EGEN1641								GENERATOR BACK UP										014SW																								0.00						0.00		0.00								Y

														POWER, DEISEL

														GENERATOR RM

						EGEN4036								EMERGENCY GENERATOR										015SW										CATA														0.00						0.00		0.00								Y

						EGEN4042								EMERGENCY GENERATOR										015SW																								0.00						0.00		0.00								Y

						EGEN4043								EMERGENCY GENERATOR										015SW																								0.00						0.00		0.00								Y

						EGEN600								Generator Inspection										600																								0.00						0.00		0.00								Y

														(Monthly)

						ELEV600								Test Elevator Telephones										600																								0.00						0.00		0.00								Y

														(Monthly)

						ELEVF600								Elevator Fire Recall Test										600																								0.00						0.00		0.00								Y

														(Weekly)

						ELWP124								ELECTRIC BREAKER										007SW										GE				7/25/1998										0.00						0.00		0.00								Y

														PANEL, FL1, RM W117

						ELWP125								ELECTRICAL BREAKER										007SW										GE				7/25/1998										0.00						0.00		0.00								Y

														PANEL, FL 1, RM W117

						ELWP129								ELECTRIC BREAKER										007SW										GE				7/25/1998										0.00						0.00		0.00								Y

														PANEL, FL 1, RM W108

						ELWP130								BREAKER PANEL, FL 1, RM										007SW										GE				7/25/1998										0.00						0.00		0.00								Y

														W108

						ELWP131								BREAKER PANEL, FL 1, RM										007SW										GE				7/25/1998										0.00						0.00		0.00								Y

														W108

						ELWP133								BREAKER PANEL, FL 1, RM										007SW										GE														0.00						0.00		0.00								Y

														N116

						ELWP134								BREAKER PANEL, FL 1, RM										007SW										GE														0.00						0.00		0.00								Y

														N116

						ELWP135								ELECTRIC PANEL, FL 1, RM										007SW										GE														0.00						0.00		0.00								Y

														N116

						ELWP136								ELECTRIC BREAKER										007SW										GE														0.00						0.00		0.00								Y

														PANEL, FL 1, RM N116

						ELWP149								CIRCUIT BREAKER PANEL,										010SW										WEST														0.00						0.00		0.00								Y

														FL 1, JANITOR RM

						ELWP1503								PANEL BOARD, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														109 ELECTRICAL

						ELWP1504								PANEL BOARD, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														109 ELECTRICAL

						ELWP1506								PANEL BOARD, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														105 SERVICE

						ELWP1507								PANEL BOARD, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														105 SERVICE

						ELWP1509								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														AUDITORIUM STORAGE

														RM 1

						ELWP1510								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														AUDITORIUM STORAGE

														RM 1

						ELWP1511								PANEL BOARD, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														106 STORAGE RM

						ELWP1521								PANEL BOARD, FL 1, RM 56										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL #1

						ELWP1522								PANEL BOARD, FL 1, RM 56										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL #1

						ELWP1523								PANEL BOARD, FL 1, RM 56										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL #1

						ELWP1524								PANEL BOARD, FL 1, RM 56										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL 1

						ELWP1525								PANEL BOARD, FL 1, RM 56										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL 1

						ELWP1526								PANEL BOARD, FL 1, RM 56										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL 1

						ELWP1527								PANEL BOARD, FL 1, RM 56										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL 1

						ELWP1528								PANEL BOARD, FL 1, RM 53										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL CLOSET 1

						ELWP1529								PANEL BOARD, FL 1,  RM										014SW																								0.00						0.00		0.00								Y

														53 ELECTRICL CLOEST 1

						ELWP1530								PANEL BOARD, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														053 ELECTRICAL 1

						ELWP1531								PANEL BOARD, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														053 ELECTRICAL 1

						ELWP1532								PANEL BOARD, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														056 ELECTRICAL ROOM 1

						ELWP1541								PANEL BOARD, FL 2, 232										014SW																								0.00						0.00		0.00								Y

														MECH ROOM

						ELWP1543								PANEL BOARD, FL 2, 232										014SW																								0.00						0.00		0.00								Y

														MECH ROOM

						ELWP1544								PANEL BOARD, FL 2, 232										014SW																								0.00						0.00		0.00								Y

														MECH ROOM

						ELWP1545								PANEL BOARD, FL 2, 232										014SW																								0.00						0.00		0.00								Y

														MECH ROOM

						ELWP1554								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1555								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1556								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1557								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1558								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1559								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1560								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1561								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC ROOM

						ELWP1562								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRI RM

						ELWP1563								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1572								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRICAL RM

						ELWP1573								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1574								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1575								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1577								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1578								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1580								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1581								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1585								PNAEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1586								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						ELWP1605								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL RM FOR HISD

														REAR ELECTRIC RM

														CONTROL

						ELWP1606								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL RM FOR

														HISD, UNDER

														CONSTRUCTION

						ELWP1607								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM FOR HISD

														PROJECT

						ELWP1608								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM FOR HISD

														PROJECT

						ELWP1610								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM HISD

														PROJECT

						ELWP1611								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM HISD

														PROJECT

						ELWP1628								PANEL BOARD,										014SW																								0.00						0.00		0.00								Y

														WAREHOUSE

						ELWP1629								PANEL BOARD,										014SW																								0.00						0.00		0.00								Y

														WAREHOUSE

						ELWP1630								PANEL BOARD,										014SW																								0.00						0.00		0.00								Y

														WAREHOUSE

						ELWP1631								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL RM 8,

														WAREHOUSE

						ELWP1632								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL RM 8,

														WAREHOUSE

						ELWP1633								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL RM 8,

														WAREHOUSE

						ELWP1634								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL RM 8,

														WAREHOUSE

						ELWP1639								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														WAREHOUSE OUTSIDE

														ELECTRIC RM 8

						ELWP1640								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														WAREHOUSE OUTSIDE

														ELECTRIC RM 8

						ELWP170								CIRCUIT BREAKER PANEL,										011SW										WEST														0.00						0.00		0.00								Y

														FL 1, JANITORS RM

						ELWP179								PACKAGE UNIT, OUTSIDE										013SW										CCOOLING														0.00						0.00		0.00								Y

														GROUNDS LEVEL,

														NORTHSIDE BLDG

						ELWP180								BREAKER PANEL, OUTSIDE										013SW										WEST														0.00						0.00		0.00								Y

														GROUND LEVEL,

														NORTHSIDE BLDG

						ELWP19								BREAKER PANEL, FL 1,										007SW										GE														0.00						0.00		0.00								Y

														MECH RM 120

						ELWP20								BREAKER PANEL, FL 1,										007SW										GE														0.00						0.00		0.00								Y

														MECH RM 120

						ELWP207								BREAKER PANEL, FL 1,										009SW										SQD														0.00						0.00		0.00								Y

														ELECTRIC RM

						ELWP208								BREAKER PANEL, FL 1,										009SW										GE														0.00						0.00		0.00								Y

														ELECTRIC RM

						ELWP209								BREAKER PANEL, FL 1,										009SW										GE														0.00						0.00		0.00								Y

														ELECTRIC RM

						ELWP21								BREAKER PANEL, FL 1,										007SW										GE														0.00						0.00		0.00								Y

														MECH RM S120

						ELWP210								BREAKER PANEL, FL 1,										009SW										GE														0.00						0.00		0.00								Y

														ELECTRIC RM

						ELWP213								BREAKER PANEL, FL 1, RM										009SW										CHANG														0.00						0.00		0.00								Y

														110B

						ELWP214								BREAKER PANEL, FL 1, RM										009SW										CHANG														0.00						0.00		0.00								Y

														110B

						ELWP215								BREAKER PANEL, FL 1, RM										009SW										SQD														0.00						0.00		0.00								Y

														102 STORE

						ELWP216								BREAKER PANEL, FL 1, RM										009SW										SQD														0.00						0.00		0.00								Y

														119B STORE RM

						ELWP255								BREAKER PANEL, FL 1,										008SW										SQD														0.00						0.00		0.00								Y

														ELECTRIC RM A125

						ELWP256								BREAKER PANEL, FL 1,										008SW										SQD														0.00						0.00		0.00								Y

														ELECTRIC RM A125

						ELWP257								BREAKER PANEL, FL1,										008SW																								0.00						0.00		0.00								Y

														ELECTRIC RM

						ELWP258								BREAKER PANEL, FL 1,										008SW																								0.00						0.00		0.00								Y

														ELECTRIC RM

						ELWP259								BREAKER PANEL, FL1,										008SW										SQD														0.00						0.00		0.00								Y

														ELECTRIC RM

						ELWP280								BREAKER PANEL, FL1,										003SW										CUTLER														0.00						0.00		0.00								Y

														MENS RESTROOM

						ELWP287								BREAKER PANEL, FL 1,										003SW										SIEMENS														0.00						0.00		0.00								Y

														MECH RM SUIT 250

						ELWP288								BREAKER PANEL, FL 1,										003SW										SIEMENS														0.00						0.00		0.00								Y

														MECH RM SUIT 250

						ELWP289								BREAKER PANEL, FL 1,										003SW										SIEMENS														0.00						0.00		0.00								Y

														MECH RM SUITE 250

						ELWP290								BREAKER PANEL, FL 1,										003SW										SIEMENS														0.00						0.00		0.00								Y

														MENS RESTROOM SUIT

														235

						ELWP291								BREAKER PANEL,										003SW										SIEMENS														0.00						0.00		0.00								Y

														WOMENS RESTROOM, FL

														1, SUITE 235

						ELWP305								BREAKER PANEL, FL 1, RM										005SW										SYLVANIA														0.00						0.00		0.00								Y

														106

						ELWP306								BREAKER PANEL, FL 1, RM										005SW										GE														0.00						0.00		0.00								Y

														104

						ELWP317								BREAKER PANEL, BLDG B,										002SW										SQD														0.00						0.00		0.00								Y

														FL 1, ELECTRIC RM

						ELWP318								BREAKER PANEL, BLDG B,										002SW										SQD														0.00						0.00		0.00								Y

														FL 1, B-400 COMPUTER

														LAB RM

						ELWP319								BREAKER PANEL, BLDG B,										002SW										SQD														0.00						0.00		0.00								Y

														FL 1, B-400 COMPUTER

														LAB RM

						ELWP320								BREAKER PANEL, BLDG B,										002SW										CUTLER														0.00						0.00		0.00								Y

														FL 1, B-100 COMPUTER

														LAB RM

						ELWP321								BREAKER PANEL, BLDG A,										002SW										SQD														0.00						0.00		0.00								Y

														FL 1, ELECTRIC RM

						ELWP322								BREAKER PANEL, BLDG A,										002SW										SQD														0.00						0.00		0.00								Y

														FL 1, A-400 LAB RM

						ELWP358								BREAKER PANEL, FL 1,										001SW										SQD				8/3/2001										0.00						0.00		0.00								Y

														MECH RM 149

						ELWP359								BREAKER PANEL, FL 1,										001SW										SQD				8/3/2001										0.00						0.00		0.00								Y

														MECH RM 149

						ELWP360								BREAKER PANEL, FL 1,										001SW										SQD				8/3/2001										0.00						0.00		0.00								Y

														MECH RM 149

						ELWP361								BREAKER PANEL, FL 1,										001SW										SQD				8/3/2001										0.00						0.00		0.00								Y

														MECH RM 149

						ELWP362								BREAKER PANEL, FL 1,										001SW										GE				8/3/2001										0.00						0.00		0.00								Y

														MECH RM 149

						ELWP368								BREAKER PANEL, FL 1,										001SW										GE				8/3/2001										0.00						0.00		0.00								Y

														HALL 115 BY RM 111

						ELWP399								BREAKER PANEL, FL 1,										004SW										SQD														0.00						0.00		0.00								Y

														ELECTRIC RM 108

						ELWP401								BREAKER PANEL, FL 1,										004SW										SQD														0.00						0.00		0.00								Y

														ELECTRIC RM 108

						ELWP403								BREAKER PANEL, FL 1,										004SW										GE														0.00						0.00		0.00								Y

														ELECTRIC RM 108

						ELWP405								BREAKER PANEL, FL 1,										004SW										GE														0.00						0.00		0.00								Y

														HALL BY RM 108

						ELWP406								BREAKER PANEL, FL 2,										004SW										GE														0.00						0.00		0.00								Y

														HALL BY RM 206

						ELWP967								BREAKER PANEL-PNLPMC,										014SW										SIEMENS														0.00						0.00		0.00								Y

														FL 2, 232 MECH RM

						EPP137								POWER PLUS POWER										007SW										GE														0.00						0.00		0.00								Y

														PANEL, FL 1, RM N116

						EPP1515								PANEL BOARD, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														106 STORAGE RM

						EPP1533								MAIN SWITCH BOARD, FL										014SW																								0.00						0.00		0.00								Y

														1, RM 056 ELECTRICAL

														ROOM 1

						EPP1534								MAIN SWITCH BOARD, FL										014SW																								0.00						0.00		0.00								Y

														1, 056 ELECTRICAL RM 1

						EPP1535								SWITCHBOARD, FL 1, 056										014SW																								0.00						0.00		0.00								Y

														ELECTRICAL RM 1

						EPP1536								SWITCHBOARD, FL 1, 056										014SW																								0.00						0.00		0.00								Y

														ELECTRICL ROOM 1

						EPP1537								MAIN SWITCH BOARD, FL										014SW																								0.00						0.00		0.00								Y

														1, 056 ELECTRICAL ROOM

														1

						EPP1538								MAIN SWITCH BOARD										014SW																								0.00						0.00		0.00								Y

														GEAR, FL 1, 056

														ELECTRICAL ROOM 1

						EPP1542								SWITCHBOARD, FL 2, 232										014SW																								0.00						0.00		0.00								Y

														MECH ROOM

						EPP1546								SWITCHBOARD, FL 2, 232										014SW																								0.00						0.00		0.00								Y

														MECH RM

						EPP1547								SWITCHBOARD, FL 2, 232										014SW																								0.00						0.00		0.00								Y

														MECH ROOM

						EPP1564								SWITCHBOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						EPP1584								SWITCHBOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						EPP1603								SWITCHBOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														WAREHOUSE

						EPP1604								SWITCHBOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														WAREHOUSE

						EPP1627								SWITCHBOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM 8

						EPP1635								PANEL BOARD, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM 8,

														WAREHOUSE

						EPP1645								SWITCHBOARD, OUTSIDE										014SW																								0.00						0.00		0.00								Y

														NORTHSIDE OF BLDG

						EPP1646								SWITCHBOARD, OUTSIDE										014SW																								0.00						0.00		0.00								Y

														NORTHSIDE OF BLDG

						EPP1647								SWITCHBOARD, OUTSIDE,										014SW																								0.00						0.00		0.00								Y

														NORTHSIDE OF BLDG

						EPP211								BREAKER PANEL										009SW										GE														0.00						0.00		0.00								Y

						EPP212								MCC, FL 1, ELECTRIC RM										009SW										GE														0.00						0.00		0.00								Y

						EPP252								MCC SWITCHBOARD,										008SW										SQD				7/29/2005										0.00						0.00		0.00								Y

														OUTSIDE, WESTSIDE

														SOUTH END

						EPP356								BREAKER PANEL, FL 1,										001SW										SQD				8/3/2001										0.00						0.00		0.00								Y

														MECH RM 149

						EPP357								BREAKER PANEL, FL 1,										001SW										SQD				8/3/2001										0.00						0.00		0.00								Y

														MECH RM 149

						EPP365								BREAKER PANEL, FL 1,										001SW										GE				8/3/2001										0.00						0.00		0.00								Y

														MECH RM 149

						EPP366								BREAKER PANEL, FL 1,										001SW										GE				8/3/2001										0.00						0.00		0.00								Y

														MEXH RM 149

						EPP367								BREAKER PANEL, FL 1,										001SW										GE				8/30/2001										0.00						0.00		0.00								Y

														HALL 115 BY RM 111

						EPP4039								MOTOR CONTROL										015SW										WEST														0.00						0.00		0.00								Y

														CENTER, CENTRAL PLANT,

														FL 1, RM 1229

						EPP4040								MOTOR CONTROL										015SW																								0.00						0.00		0.00								Y

														CENTER, CENTRAL PLANT,

														FL 1, RM 1229

						EXHF217								EXHAUST FAN, FL 1,										009SW										GREEN				2/27/2005										0.00						0.00		0.00								Y

														LOBBY MENS RESTROOM

						EXHF218								EXHAUST FAN, FL 1,										009SW										GREEN				2/27/2005										0.00						0.00		0.00								Y

														LOBBY WOMENS

														RESTROOM

						EXHF219								EXHAUST FAN, FL 1,										009SW										GREEN				2/27/2005										0.00						0.00		0.00								Y

														ELECTRIC RM

						EXHF220								EXHAUST FAN, FL 1,										009SW										GREEN				2/27/2005										0.00						0.00		0.00								Y

														NORTH HALL MENS

														RESTROOM

						EXHF221								EXHAUST FAN, FL 1,										009SW										GREEN				2/27/2005										0.00						0.00		0.00								Y

														NORTH HALL WOMENS

														RESTROOM

						EXHF24								EXHAUST FAN, ROOF,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														SOUTH ROOF

						EXHF25								EXHAUST FAN, ROOF ,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														SOUTH ROOF

						EXHF26								EXHAUST FAN, ROOF,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														SOUTH ROOF

						EXHF27								EXHAUST FAN, ROOF,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														SOUTH ROOF

						EXHF28								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF2808								EXHAUST FAN, ROOF,										014SW										GREEN				9/21/2005										0.00						0.00		0.00								Y

														NORTHWEST

						EXHF2809								EXHAUST FAN, ROOF,										014SW										GREEN				9/21/2005										0.00						0.00		0.00								Y

														NORTHWEST

						EXHF2810								EXHAUST FAN, ROOF,										014SW										GREEN				9/21/2005										0.00						0.00		0.00								Y

														NORTHWEST

						EXHF2811								EXHAUST FAN, ROOF ,										014SW										GREEN				9/21/2005										0.00						0.00		0.00								Y

														NORTHWEST

						EXHF2812								EXHAUST FAN, ROOF,										014SW										GREEN				9/21/2005										0.00						0.00		0.00								Y

														NORTHWEST

						EXHF2813								EXHAUST FAN, ROOF,										014SW										GREEN				9/21/2005										0.00						0.00		0.00								Y

														NORTHWEST

						EXHF2814								EXHAUST FAN #8, ROOF,										014SW																								0.00						0.00		0.00								Y

														NORTHWEST

						EXHF2815								EXHAUST FAN, ROOF,										014SW										GREEN				9/21/2005										0.00						0.00		0.00								Y

														NORTHWEST

						EXHF2816								EXHAUST FAN, ROOF,										014SW																								0.00						0.00		0.00								Y

														SOUTHWEST

						EXHF2817								EXHAUST FAN, ROOF,										014SW																								0.00						0.00		0.00								Y

														SOUTHWEST

						EXHF2818								EXHAUST FAN #11, ROOF,										014SW																								0.00						0.00		0.00								Y

														SOUTHWEST

						EXHF2819								EXHAUST FAN #14, ROOF,										014SW																								0.00						0.00		0.00								Y

														SOUTHWEST

						EXHF2820								EXHAUST FAN#15, ROOF,										014SW										PENN														0.00						0.00		0.00								Y

														SOUTHWEST

						EXHF2821								EXHAUST FAN, ROOF,										014SW										GREEN				9/21/2005										0.00						0.00		0.00								Y

														SOUTHWEST

						EXHF2822								EXHAUST FAN, ROOF,										014SW										GREEN														0.00						0.00		0.00								Y

														SOUTHWEST

						EXHF2823								EXHAUST FAN #4, ROOF										014SW																								0.00						0.00		0.00								Y

														NORTHEAST

						EXHF2824								EXHAUST FAN #7, ROOF,										014SW																								0.00						0.00		0.00								Y

														NORTHEAST

						EXHF2825								EXHAUST FAN #9, ROOF,										014SW																								0.00						0.00		0.00								Y

														NORTHEAST

						EXHF2826								EXHAUST FAN #10, ROOF,										014SW																								0.00						0.00		0.00								Y

														NORTHEAST

						EXHF2827								EXHAUST FAN, ROOF,										014SW										LOREN				10/5/2004										0.00						0.00		0.00								Y

														NORTHEAST

						EXHF2828								EXHAUST FAN, ROOF,										014SW										GREEN														0.00						0.00		0.00								Y

														NORTHEAST

						EXHF2829								EXHAUST FAN #3, ROOF,										014SW																								0.00						0.00		0.00								Y

														NORTHEAST

						EXHF2830								EXHAUST FAN, ROOF,										014SW										GREEN				10/5/2005										0.00						0.00		0.00								Y

														SOUTHEAST

						EXHF2831								EXHAUST FAN #17, ROOF,										014SW										GREEN														0.00						0.00		0.00								Y

														SOUTHEAST

						EXHF2832								EXHAUST FAN, ROOF,										014SW										GREEN				10/5/2005										0.00						0.00		0.00								Y

														SOUTHEAST

						EXHF2833								EXHAUST FAN, ROOF,										014SW										GREEN				10/5/2005										0.00						0.00		0.00								Y

														SOUTHEAST

						EXHF2834								EXHAUST FAN, ROOF,										014SW										KEW				10/5/1998										0.00						0.00		0.00								Y

														SOUTHEAST

						EXHF2835								EXHAUST FAN, ROOF,										014SW										KEW														0.00						0.00		0.00								Y

														SOUTHEAST

						EXHF2836								EXHAUST FAN, ROOF,										014SW										KEW														0.00						0.00		0.00								Y

														SOUTHEAST

						EXHF2875								Exhaust Fan, Roof Northeast										014SW										CENTRI														0.00						0.00		0.00								Y

														Side Bldg

						EXHF29								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF302								EXHAUST FAN, ROOF										005SW										LOREN														0.00						0.00		0.00								Y

						EXHF303								EXHAUST FAN, ROOF										005SW										LOREN														0.00						0.00		0.00								Y

						EXHF31								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF32								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF33								EXHAUST FAN, SOUTH FAN										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

						EXHF34								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF35								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF353								EXHAUST FAN, ROOF,										001SW														8/3/2001										0.00						0.00		0.00								Y

														REAR RESTROOM

						EXHF354								EXHAUST FAN, ROOF,										001SW														8/3/2001										0.00						0.00		0.00								Y

														REAR RESTROOM

						EXHF36								EXHAUST FAN, ROOF,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														SOUTH

						EXHF37								EXHAUST FAN, ROOF,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														SOUTH

						EXHF38								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF39								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1999										0.00						0.00		0.00								Y

														ROOF

						EXHF394								EXHAUST FAN, ROOF										004SW										ACME														0.00						0.00		0.00								Y

						EXHF395								EXHAUST FAN, ROOF										004SW										ACME														0.00						0.00		0.00								Y

						EXHF40								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF4050								EXHAUST FAN, BLDG 3, FL										015SW										PORTER														0.00						0.00		0.00								Y

														3, ROOM 3310

						EXHF4051								EXHAUST FAN, BLDG 3, FL										015SW										PORTER														0.00						0.00		0.00								Y

														3, ROOM 3310

						EXHF4074								EXHAUST FAN TXP1, BLDG										015SW										PORTER														0.00						0.00		0.00								Y

														1, FL PH, RM PENTHOUSE

														A

						EXHF41								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF42								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF43								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF44								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF45								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF46								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF47								EXHAUST FAN, ROOF										007SW										CARNES				7/19/1998										0.00						0.00		0.00								Y

														SOUTH

						EXHF48								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF49								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF50								EXHAUST FAN, SOUTH FAN										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

						EXHF51								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF52								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF53								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF54								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF55								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF56								EXHAUST FAN, SOUTH										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														ROOF

						EXHF59								EXHAUST FAN,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														NORTHEAST ROOF

						EXHF60								EXHAUST FAN,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														NORTHEAST ROOF

						EXHF61								EXHAUST FAN,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														NORTHEAST ROOF

						EXHF62								EXHAUST FAN,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														NORTHEAST ROOF

						EXHF63								EXHAUST FAN,										007SW										CARNES				7/20/1998										0.00						0.00		0.00								Y

														NORTHEAST ROOF

						EXHF64								EXHAUST FAN,										007SW										CARNES				7/19/1998										0.00						0.00		0.00								Y

														NORTHEAST FAN

						EXHF67								EXHAUST FAN,										007SW										CARNES				7/21/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						EXHF68								EXHAUST FAN,										007SW										CARNES				7/21/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						EXHF69								EXHAUST FAN,										007SW										CARNES				7/21/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						EXHF70								EXHAUST FAN,										007SW										CARNES				7/21/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						EXHF71								EXHAUST FAN,										007SW										CARNES				7/21/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						EXHF72								EXHAUST FAN,										007SW										CARNES				7/21/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						EXHF73								EXHAUST FAN,										007SW										CARNES				7/21/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						EXHF74								EXHAUST FAN,										007SW										CARNES				7/21/1998										0.00						0.00		0.00								Y

														NORTHWEST ROOF

						EXHF75								FAN COIL UNIT, FL1, HALL										007SW										YORK				7/21/1998										0.00						0.00		0.00								Y

														CEILING RM S121

						EXHF76								FAN COIL  UNIT, FL1, HALL										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														CEILING RM S125

						FAB307								FIRE ALARM PANEL, FL 1,										005SW										NOTIFIER														0.00						0.00		0.00								Y

														RM A119

						FAB308								PULL STATION, FL 1,										005SW										NOTIFIER														0.00						0.00		0.00								Y

														LOBBY A101

						FAMP244								FIRE ALARM PANEL, FL 1,										008SW										NAPCO														0.00						0.00		0.00								Y

														STORAGE RM

						FEX601								Fire Extinguisher Inspection										001SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX602								Fire Extinguisher Inspection										002SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX603								Fire Extinguisher Inspection										003SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX604								Fire Extinguisher Inspection										004SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX605								Fire Extinguisher Inspection										005SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX607								Fire Extinguisher Inspection										007SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX608								Fire Extinguisher Inspection										008SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX609								Fire Extinguisher Inspection										009SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX610								Fire Extinguisher Inspection										010SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX611								Fire Extinguisher Inspection										011SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX612								Fire Extinguisher Inspection										012SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX613								Fire Extinguisher Inspection										013SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEX614								Fire Extinguisher Inspection										014SW																								0.00						0.00		0.00								Y

														(Monthly)

						FEXT183								FIRE EXTINGUSHER, FL 1,										012SW										SENTRY														0.00						0.00		0.00								Y

														MAINTENANCE OFFICE

						FEXT281								FIRE EXTINGUSHERS, FL1,										003SW																								0.00						0.00		0.00								Y

														SUIT 235 LOBBY(SEE MAP)

						FEXT309								FIRE EXTINGUSHERS, FL 1										005SW										AMEREX														0.00						0.00		0.00								Y

						FIREP4023								FIRE PUMP, CENTRAL										015SW										LINCOLN														0.00						0.00		0.00								Y

														PLANT, FL 1, RM 1229

						FJP4024								JOCKEY PUMP, CENTRAL										015SW										WESTINGH														0.00						0.00		0.00								Y

														PLANT, FL 1, RM 1229

						FOUN109								WATER FOUNTAIN, FL 1,										007SW										ELKAY														0.00						0.00		0.00								Y

														CONT. ED. HALL BY

														RESTROOM

						FOUN110								WATER FOUNTAIN, FL 1,										007SW										ELKAY														0.00						0.00		0.00								Y

														AOM HALL BY RESTROOM

						FOUN113								WATER FOUNTAIN, FL 1,										007SW										ELKAY														0.00						0.00		0.00								Y

														SOUTH HALL RM W124

						FOUN114								WATER FOUNTAIN, FL 1,										007SW										ELKAY														0.00						0.00		0.00								Y

														SOUTH HALL E.R.

														RESTROOM

						FOUN115								WATER FOUNTAIN, FL 1,										007SW										ELKAY														0.00						0.00		0.00								Y

														NORTH HALL RM E104

						FOUN117								WATER FOUNTAIN, FL 1,										007SW										HAL														0.00						0.00		0.00								Y

														MAINTENANCE SHOP RM

														S125

						FOUN150								WATER FOUNTAIN, FL 1,										010SW										OASIS														0.00						0.00		0.00								Y

														HALLWAY

						FOUN151								WATER FOUNTAIN, FL 1,										010SW										OASIS														0.00						0.00		0.00								Y

														HALLWAY

						FOUN171								WATER FOUNTAIN, FL 1,										011SW										OASIS														0.00						0.00		0.00								Y

														HALLWAY

						FOUN172								WATER FOUNTAIN, FL 1,										011SW										OASIS														0.00						0.00		0.00								Y

														HALLWAY

						FOUN184								WATER COOLER, FL 1,										009SW										ELKAY														0.00						0.00		0.00								Y

														MAINTENANCE SHOP

						FOUN201								WATER COOLER,CENTRAL										009SW										ELKAY														0.00						0.00		0.00								Y

														COOLING UNIT, FL 1,

														FRONT LOBBY HALL

						FOUN202								WATER FOUNTAIN, FL 1,										009SW										ELKAY														0.00						0.00		0.00								Y

														FRONT LOBBY HALL

						FOUN203								WATER FOUNTAIN, FL 1,										009SW										ELKAY														0.00						0.00		0.00								Y

														FRONT LOBBY HALL

						FOUN204								WATER FOUNTAIN, FL 1,										009SW										ELKAY														0.00						0.00		0.00								Y

														FRONT LOBBY HALL

						FOUN205								WATER COOLER, FL 1,										009SW										HAL														0.00						0.00		0.00								Y

														INSTRUCTORS WORK

														AREA, RM 119B

						FOUN247								WATER FOUNTAIN, FL 1,										008SW										HAL														0.00						0.00		0.00								Y

														FRONT  LOBBY

						FOUN248								WATER FOUNTAIN, FL 1,										008SW										HAL														0.00						0.00		0.00								Y

														HALL BY RM 120

						FOUN275								WATER FOUNTAIN, FL 1,										003SW										ELKAY														0.00						0.00		0.00								Y

														HALL SUITE 227

						FOUN277								WATER FOUNTAIN, FL 1,										003SW										HAL														0.00						0.00		0.00								Y

														SUITE 250

						FOUN278								WATER FOUNTAIN, FL 1,										003SW										ELKAY														0.00						0.00		0.00								Y

														SUITE 235

						FOUN304								WATER FOUNTAIN, FL 1,										005SW										HAL														0.00						0.00		0.00								Y

														HALL

						FOUN305								WATER HEATER, FL 1,										005SW										AO														0.00						0.00		0.00								Y

														JANITORS CLOSET

						GENB600								Generator Battery Inspection										600																								0.00						0.00		0.00								Y

														(Weekly)

						HWCP14								HOT WWATER PUMP, FL 1,										007SW										BG				7/19/1998										0.00						0.00		0.00								Y

														MECH RM S120

						HWCP15								HOT WATER PUMP, FL 1,										007SW										BG				7/19/2005										0.00						0.00		0.00								Y

														MECH RM S120

						HWCP1599								HOT WATER PUMP,										014SW										USE														0.00						0.00		0.00								Y

														WAREHOUSE BOILER RM

						HWCP1600								HOT WATER PUMP, FL 1,										014SW										TECO														0.00						0.00		0.00								Y

														WAREHOUSE BOILER RM

						HWCP1601								HOT WATER BOILER, FL 1,										014SW										RAY														0.00						0.00		0.00								Y

														WAREHOUSE BOILER RM

						HWCP1614								HOT WATER PUMP, FL 2,										014SW										MARATHAN														0.00						0.00		0.00								Y

														116A MECH RM ACCESS

						HWCP1616								HOT WATER PUMP, FL 2,										014SW										MARATHAN														0.00						0.00		0.00								Y

														116A MECH RM ACCESS

						HWCP1624								HOT WATER PUMP, FL 2,										014SW																								0.00						0.00		0.00								Y

														MECH RM NEAR 152

						HWCP1625								HOT WATER PUMP, FL 2,										014SW																								0.00						0.00		0.00								Y

														MECH RM NEAR 152

						HWCP1626								HOT WATER PUMP, FL 2,										014SW																								0.00						0.00		0.00								Y

														MECH RM NEAR 152

						HWCP2								HOT WATER CIRCULATING										007SW										BG				7/19/1998										0.00						0.00		0.00								Y

														PUMP, FL 1, BOILER RM

														S120A

						HWCP4025								HOT WATER CIRCULATING										015SW										GRUNDFOS														0.00						0.00		0.00								Y

														PUMP, CENTRAL PLANT, FL

														1, ROOM 1229

						ICE132								ICE MACHINE, FL 1, RM										007SW										SCOTT														0.00						0.00		0.00								Y

														N116

						INV4069								INVERTER (V.F.D.), BLDG 3,										015SW										TOSHIBA														0.00						0.00		0.00								Y

														FL 2, RM 2340

						KFR111								FREEZER, FL 1, RM N116										007SW										FRIG														0.00						0.00		0.00								Y

						KFR112								FREEZER, FL 1, RM N116										007SW										FRIG														0.00						0.00		0.00								Y

						KRC108								REFRIGERATORS, FL 1, RM										007SW										SEARS														0.00						0.00		0.00								Y

														N116

						KRC116								REFRIGERATOR, FL 1,										007SW										WHIRL														0.00						0.00		0.00								Y

														MAINTENANCE SHOP RM

														125

						KRC138								REFRIGERATOR, FL 1, RM										007SW										HOT														0.00						0.00		0.00								Y

														S103

						KRC139								REFRIGERATOR, RM S107										007SW										ROPER														0.00						0.00		0.00								Y

						KRC140								REFRIGERATOR, RM S108										007SW										HOT														0.00						0.00		0.00								Y

						KRC141								REFRIGERATOR, RM S117										007SW										HOT														0.00						0.00		0.00								Y

						KRC142								REFRIGERATOR, RM S118										007SW										HOT														0.00						0.00		0.00								Y

						KRC185								REFRIGORATOR, FL 1,										009SW										GE														0.00						0.00		0.00								Y

														MAINTENANCE SHOP

						KRC249								KITCHEN										008SW										MAGIC														0.00						0.00		0.00								Y

														REFRIGERATORS, FL 1,

														STAFF LOUNGE

						MCC17								ELECTRIC MCC, FL 1,										007SW										GE														0.00						0.00		0.00								Y

														MECH RM 120

						MCC18								ELECTRIC MCC, FL 1,										007SW										GE														0.00						0.00		0.00								Y

														MECH RM 120

						MCC4055								MOTOR CONTROL										015SW										WEST														0.00						0.00		0.00								Y

														CENTER, BLDG 3, FL 3, RM

														3310

						MCC96								MOTOR CONTROL										007SW										ALLEN														0.00						0.00		0.00								Y

														CENTER, GROUND LEVEL,

														CHILLER BLDG ELECTRIC

														RM

						PAV4067								PRE ACTION VALVE, BLDG																				GEM														0.00						0.00		0.00								Y

														3, FL 2, RM 2340

						PAV4070								PRE ACTION VALVE, BLDG										015SW										GEM														0.00						0.00		0.00								Y

														3, FL 3, RM 3305

						PKG127								PORTABLE A/C, FL 1, RM										007SW										MAY														0.00						0.00		0.00								Y

														W127

						PKG1566								A/C SYSTEM, FL 2, 200 IT										014SW										LIE														0.00						0.00		0.00								Y

														RM

						PKG1603								RTU 16, SOUTH ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1649								RTU 28, ROOF										014SW										TRANE				4/3/1999										0.00						0.00		0.00								Y

														NORTHWEST,

						PKG1650								RTU 29, NORTHWEST										014SW										TRANE														0.00						0.00		0.00								Y

														ROOF

						PKG1651								RTU 11, ROOF WEST										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1652								ROOF TOP UNIT, ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

														WEST

						PKG1653								ROOF TOP UNIT, ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

														WEST

						PKG1654								RTU 24, ROOF WEST										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1655								RTU 25, ROOF WEST										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1656								RTU 18, ROOF WEST										014SW										LEENOX														0.00						0.00		0.00								Y

						PKG1657								RTU 15, SOUTHWEST										014SW										LENNOX														0.00						0.00		0.00								Y

														ROOF

						PKG1658								RTU 14, SOUTHWEST										014SW										LENNOX														0.00						0.00		0.00								Y

														ROOF

						PKG1659								RTU 30, SOUTHWEST										014SW										CARRIER														0.00						0.00		0.00								Y

														ROOF

						PKG1660								RTU 32, SOUTHWEST										014SW										CARRIER														0.00						0.00		0.00								Y

														ROOF

						PKG1661								RTU 17, WEST ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1662								RTU 21, CENTER ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1663								RTU 16, SOUTH ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1664								RTU 8, SOUTH ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1665								RTU 4, EAST ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1666								ROOF TOP UNIT, EAST										014SW										LENNOX														0.00						0.00		0.00								Y

														ROOF

						PKG1667								RTU 31, EAST ROOF										014SW										CARRIER														0.00						0.00		0.00								Y

						PKG1668								RTU 6, CENTER ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1670								RTU 23, CENTER ROOF										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG1671								RTU 10, ROOF CENTER										014SW										LENNOX														0.00						0.00		0.00								Y

						PKG177								PACKAGE UNIT, OUTSIDE										013SW										CCOOLING														0.00						0.00		0.00								Y

														GROUND LEVEL,

														NORTHSIDE BLDG

						PKG178								PACKAGE UNIT 3, OUTSIDE										013SW										CCOOLING														0.00						0.00		0.00								Y

														GROUND LEVEL,

														NORTHSIDE BLDG

						PKG226								PACKAGE UNIT, OUTSIDE										009SW										TRANE				2/28/1996										0.00						0.00		0.00								Y

														BACK OF BLDG, GROUND

														LEVEL

						PKG227								PACKAGE RTU 7, OUTSIDE										009SW										TRANE				9/28/1996										0.00						0.00		0.00								Y

														BACK OF BLDG, GROUND

														LEVEL

						PKG228								PACKAGE RTU 8, OUTSIDE										009SW										CARRIER				7/28/1993										0.00						0.00		0.00								Y

														BACK OF BLDG, ELEVATED

														PLATFORM

						PKG229								PACKAGE RTU 9, OUTSIDE										009SW										CARRIER				7/28/1994										0.00						0.00		0.00								Y

														BACK OF BLDG, ELEVATED

														PLATFORM

						PKG230								PACKAGE RTU 10,										009SW										CARRIER				7/28/1993										0.00						0.00		0.00								Y

														OUTSIDE BACK OF BLDG,

														ELEVATED PLATFORM

						PKG235								ROOF TOP PACKAGE UNIT										008SW										GOOD				7/28/1991										0.00						0.00		0.00								Y

														1, ROOF

						PKG236								PACKAGE UNIT, RTU 2										008SW										YORK				7/28/1991										0.00						0.00		0.00								Y

						PKG237								PACKAGE UNIT, RTU 3										008SW										YORK				7/28/1991										0.00						0.00		0.00								Y

						PKG238								PACKAGE UNIT, RTU 4										008SW										YORK				7/28/1991										0.00						0.00		0.00								Y

						PKG239								PACKAGE UNIT, RTU 5										008SW										GOOD				7/28/1999										0.00						0.00		0.00								Y

						PKG240								PACKAGE RTU 1, OUTSIDE,										008SW										GOOD				7/28/1998										0.00						0.00		0.00								Y

														WESTSIDE

						PKG241								WINDOW UNIT, FL 1, RM										008SW										HAMPTON				7/28/1996										0.00						0.00		0.00								Y

														117

						PKG242								WINDOW UNIT, FL 1, RM										008SW										WHIRL				7/28/1996										0.00						0.00		0.00								Y

														118

						PKG243								WINDOW UNIT, FL 1, RM										008SW										WHIRL				7/28/1996										0.00						0.00		0.00								Y

														119

						PKG260								RTU 1, ROOF										003SW										CARRIER				7/29/2001										0.00						0.00		0.00								Y

						PKG261								RTU 2, ROOF										003SW										CARRIER				7/29/2001										0.00						0.00		0.00								Y

						PKG262								RTU 3, ROOF										003SW										CARRIER				7/29/2001										0.00						0.00		0.00								Y

						PKG263								RTU 4, ROOF										003SW										CARRIER				7/29/2000										0.00						0.00		0.00								Y

						PKG264								RTU 5, ROOF										003SW										CARRIER				7/29/2000										0.00						0.00		0.00								Y

						PKG274								RTU 3, BLDG A, ROOF										002SW										RUDD				8/1/1996										0.00						0.00		0.00								Y

						PKG279								RTU 1, BLDG A, ROOF										002SW										RUDD				8/1/1996										0.00						0.00		0.00								Y

						PKG283								RTU 2, BLDG A, ROOF										002SW										RUDD				8/1/1996										0.00						0.00		0.00								Y

						PKG284								RTU 16, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG292								RTU 1, ROOF										005SW										PAYNE				8/1/1987										0.00						0.00		0.00								Y

						PKG293								RTU 2, ROOF										005SW										PAYNE				8/1/1987										0.00						0.00		0.00								Y

						PKG294								RTU 3, ROOF										005SW										LENNOX				8/1/1997										0.00						0.00		0.00								Y

						PKG295								RTU 4, ROOF										005SW										LENNOX				8/1/1997										0.00						0.00		0.00								Y

						PKG310								ROOF TOP UNIT, BLDG A,										002SW										RUDD				8/1/1995										0.00						0.00		0.00								Y

														ROOF

						PKG311								RTU 5, BLDG B, ROOF										002SW										RUDD				8/1/1995										0.00						0.00		0.00								Y

						PKG312								RTU 6, BLDG B, ROOF										002SW										RUDD				8/1/1995										0.00						0.00		0.00								Y

						PKG313								RTU 7, BLDG B, ROOF										002SW										RUDD				8/1/1996										0.00						0.00		0.00								Y

						PKG314								RTU 8, BLDG B, ROOF										002SW										RUDD				8/1/1995										0.00						0.00		0.00								Y

						PKG323								RTU 1, ROOF , RM 182, #24										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG324								RTU 2, ROOF, RM 177 180										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

														181

						PKG325								RTU 3, ROOF, RM 178										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG326								RTU 4, ROOF, RM										001SW										TRANE				8/2/2000										0.00						0.00		0.00								Y

														172,173,176

						PKG327								RTU 5, ROOF RM 174										001SW										TRANE				8/2/2000										0.00						0.00		0.00								Y

						PKG328								RTU 6, ROOF RM 171										001SW										TRANE				8/2/2000										0.00						0.00		0.00								Y

						PKG329								RTU 7, ROOF, RM 162										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG330								RTU 8, ROOF, COORIDOR										001SW										TRANE				8/2/2000										0.00						0.00		0.00								Y

														150

						PKG331								RTU 9, ROOF, #20										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG332								RTU 10, ROOF, #21										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG333								RTU 11, ROOF, #19										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG334								RTU 12, ROOF, #16										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG335								RTU 13, ROOF, #15										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG336								RTU 14, ROOF, #31										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG337								RTU 15, ROOF, #17										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG338								RTU 16, ROOF, #15										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG339								RTU 17, ROOF, #10										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG340								RTU 18, ROOF, #13										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG341								RTU 19, ROOF, #1										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG342								RTU 20, ROOF, #2										001SW										TRANE				8/2/2001										0.00						0.00		0.00								Y

						PKG343								RTU 21, ROOF, #9										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG344								RTU 22, ROOF, #3										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG345								RTU 23, ROOF, #11										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG346								RTU 24, ROOF, #5										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG347								RTU 25, ROOF, #4										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG348								RTU 26, ROOF, #6										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG349								RTU 27, ROOF, #7										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG350								RTU 28, ROOF, #5										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG351								RTU 29, ROOF, #12										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG352								RTU 30, ROOF, #23										001SW										TRANE				8/3/2000										0.00						0.00		0.00								Y

						PKG369								RTU 1, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG370								RTU 2, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG371								RTU 3, ROOF										004SW										TRANE				8/4/2000										0.00						0.00		0.00								Y

						PKG372								RTU 4, ROOF										004SW										TRANE				8/4/1999										0.00						0.00		0.00								Y

						PKG373								RTU 5, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG374								RTU 6, ROOF										004SW										TRANE				8/4/1995										0.00						0.00		0.00								Y

						PKG375								RTU 7, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG376								RTU 8, ROOF										004SW										TRANE				8/4/1994										0.00						0.00		0.00								Y

						PKG377								RTU 9, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG378								RTU 10, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG379								RTU 11, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG380								RTU 12, ROOF										004SW										TRANE				8/4/1996										0.00						0.00		0.00								Y

						PKG381								RTU 13, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG382								RTU 14, ROOF										004SW										TRANE				8/4/1999										0.00						0.00		0.00								Y

						PKG383								RTU 15, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG385								RTU 17, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG386								RTU 18, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG387								RTU 19, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG388								RTU 20, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG389								RTU 21, ROOF										004SW										TRANE				8/4/2001										0.00						0.00		0.00								Y

						PKG390								RTU 22, ROOF										004SW										TRANE				8/4/2000										0.00						0.00		0.00								Y

						PKG391								RTU 23, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG392								RTU 24, ROOF										004SW										TRANE				8/4/2004										0.00						0.00		0.00								Y

						PKG393								RTU 25, ROOF										004SW										TRANE				8/4/2005										0.00						0.00		0.00								Y

						SHTR10								CEILING SPACE HEATER,										007SW										REZ				7/19/1998										0.00						0.00		0.00								Y

														FL 1, MECH RM 120

						SHTR9								CEILING SPACE HEATER,										007SW										REZ				7/19/1998										0.00						0.00		0.00								Y

														FL 1, MECH RM S120

						SUPF77								FRESH AIR MAKE UP UNIT,										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														FL 1, RM S112

						SUPF88								FRESH AIR MAKE UP FANS,										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														FL 1, RM W107

						SUPF89								FRESH AIR MAKE UP FANS,										007SW										MC				7/21/1998										0.00						0.00		0.00								Y

														FL 1, RM S101

						SUPF91								FRESH AIR MAKE UP, FL 1,										007SW										MC				7/22/1998										0.00						0.00		0.00								Y

														RM E126

						SUPF92								FRESH AIR MAKE UP, FL 1,										007SW										MC				7/22/1998										0.00						0.00		0.00								Y

														MECH RM COURT YARD

						SUPF93								FRESH AIR MAKE UP, FL 1,										007SW										MC				7/22/1998										0.00						0.00		0.00								Y

														RM N116A

						SUPF94								FRESH AIR MAKE UP, FL 1,										007SW										MC				7/22/1998										0.00						0.00		0.00								Y

														OUTSIDE MECH RM

														SOUTHWEST

						SUPF95								FRESH AIR MAKE UP, FL 1,										007SW										MC				7/22/1998										0.00						0.00		0.00								Y

														OUTSIDE MECH RM

														SOUTHWEST

						SWROOFS								Southwest College Roofing																																		0.00						0.00		0.00								Y

						TRANS4066								TRANSFORMER CPT3,										015SW										SQD														0.00						0.00		0.00								Y

														BLDG 3, FL 2, RM 2340A

						TRNS126								TRANSFORMER, FL 1, RM										007SW										GE				7/25/1998										0.00						0.00		0.00								Y

														W117

						TRNS128								TRANSFORMER, FL 1, RM										007SW										GE				7/21/1998										0.00						0.00		0.00								Y

														W108

						TRNS1502								TRANSFORMER, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														109 ELECTRICAL

						TRNS1505								TRANSFORMER#7, FL 1,										014SW																								0.00						0.00		0.00								Y

														RM 105 SERVICE

						TRNS1512								TRANSFORMER, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														105 STORAGE MECH

														CLOSET

						TRNS1516								TRANSFORMER, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														53 ELECTRICAL #1

						TRNS1517								TRANSFORMER#20, FL 1,										014SW																								0.00						0.00		0.00								Y

														RM 53 ELECTRICAL

														CLOSET #1

						TRNS1518								TRANSFORMER, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														056 ELECTRICAL #1

						TRNS1519								TRANSFORMER, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														53 ELECTRICAL #1

						TRNS1520								TRANSFORMER, FL 1, RM										014SW																								0.00						0.00		0.00								Y

														56 ELECTRICAL#1

						TRNS1539								TRANSFORMER, FL 2, 232										014SW																								0.00						0.00		0.00								Y

														MECH ROOM

						TRNS1540								TRANSFORMER, FL 2, 232										014SW																								0.00						0.00		0.00								Y

														MECH ROOM

						TRNS1548								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC ROOM

						TRNS1549								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						TRNS1550								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						TRNS1551								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						TRNS1552								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC ROOM

						TRNS1553								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						TRNS1571								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						TRNS1576								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						TRNS1579								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC

														CLOSET

						TRNS1582								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						TRNS1583								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														LIBRARY ELECTRIC RM

						TRNS1609								TRANSFORMER, ELECTRIC										014SW																								0.00						0.00		0.00								Y

														RM FOR HISD PROJECT

						TRNS1612								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM HISD

														PROJECT

						TRNS1636								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM 8,

														WAREHOUSE

						TRNS1637								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM 8,

														WAREHOUSE

						TRNS1638								TRANSFORMER, FL 1,										014SW																								0.00						0.00		0.00								Y

														ELECTRIC RM 8,

														WAREHOUSE

						TRNS285								TRANSFORMER, FL 1,										003SW										MGM														0.00						0.00		0.00								Y

														MECH RM SUITE 250

						TRNS286								TRANFORMER, FL 1, MECH										003SW										SQD														0.00						0.00		0.00								Y

														RM SUITE 250

						TRNS364								TRANSFORMER, FL 1,										001SW										GE				8/3/2001										0.00						0.00		0.00								Y

														MECH RM 149

						TRNS397								TRANSFORMER, FL 1,										004SW										SQD														0.00						0.00		0.00								Y

														ELECTRIC RM 108

						TRNS398								TRANSFORMER, FL 1,										004SW										SQD														0.00						0.00		0.00								Y

														ELECTRIC RM 108

						TRNS4060								TRANSFORMER, BLDG 3,										015SW										SQD														0.00						0.00		0.00								Y

														FL 3, RM 3310

						TRNS4061								TRANSFORMER, BLDG 3,										015SW										SQD														0.00						0.00		0.00								Y

														FL 3

						TRNS4065								TRANSFORMER EPT-2B,										015SW										GE														0.00						0.00		0.00								Y

														BLDG 3, FL 2, RM 2340A

						TRNS5								ELECTRICAL										007SW										GE				7/19/1998										0.00						0.00		0.00								Y

														TRANSFORMER, FL1,

														MECH RM S120

						TRNS6								ELECTRIC TRANSFORMER,										007SW										GE				7/19/1998										0.00						0.00		0.00								Y

														FL 1, MECH RM S120

						TRNS7								ELECTRIC TRANSFORMER,										007SW										GE				7/19/1998										0.00						0.00		0.00								Y

														FL 1, MECH RM S120

						TRNS8								ELECTRICAL										007SW										GE				7/19/1998										0.00						0.00		0.00								Y

														TRANSFORMER, FL 1,

														MECH RM S120

						WTH1501								HOT WATER HEATER, FL 1,										014SW										STATE-I														0.00						0.00		0.00								Y

														RM 111 JANITOR RM

						WTH1508								INSTANT HOT WATER										014SW																								0.00						0.00		0.00								Y

														HEATER, FL 1,

														AUDITORIUM

						WTH1618								ELECTRIC HOT WATER										014SW										STATE														0.00						0.00		0.00								Y

														HEATER, FL 2, MECH RM

														NEAR 152

						WTH250								WATER HEATER, FL 1,										008SW										RHEEM														0.00						0.00		0.00								Y

														SOUTH WOMENS

														RESTROOM

						WTH251								WATER HEATER, FL 1,										008SW										MOR														0.00						0.00		0.00								Y

														JANITORS CLOSET

						WTH396								WATER HEATER, FL 1,										004SW										RHEEM				8/4/2005										0.00						0.00		0.00								Y

														MAINTENANCE RM 105

						WTH971								WATER HEATER, FL 2										014SW										RHEEM														0.00						0.00		0.00								Y

						WTHO1								HOT WATER HEATER, FL1,										007SW										AO				7/19/1998										0.00						0.00		0.00								Y

														BOILER RM S120A,

						WTHO148								WATER HEATER, FL 1,										010SW										STATE														0.00						0.00		0.00								Y

														JANITOR RM

						WTHO169								WATER HEATER, FL 1,										011SW										RHEEM														0.00						0.00		0.00								Y

														JANITORS RM

						WTHO206								WATER HEATER, FL 1,										009SW										RUDD														0.00						0.00		0.00								Y

														ELECTRICAL RM

						WTHO273								WATER HEATER, FL 1,										003SW																								0.00						0.00		0.00								Y

														MECH RM SUIT 250

						WTHO274								WATER HEATER, FL 1,										003SW										STATE														0.00						0.00		0.00								Y

														CEILING RESTROOM SUIT

														235

						WTHO276								WATER HEATER, FL 1,										003SW										STATE														0.00						0.00		0.00								Y

														CEILING MENS RESTROOM

														SUITE 227

						WTHO315								WATER HEATER, BLDG A,										002SW										TAMA														0.00						0.00		0.00								Y

														FL 1, CEILING WOMENS RR

						WTHO316								WATER HEATER, BLDG B,										002SW										AO														0.00						0.00		0.00								Y

														FL 1, CEILING WOMENS RR

						WTNK1643								WATER STORAGE TANK,										014SW										STEEL				8/8/1995										0.00						0.00		0.00								Y

														NORTHSIDE

						WTNK4031								WATER SOFTENER TANK,										015SW										MUELLER														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL1, RM

														1229

						WTNK4032								WATER SOFTENER TANK,										015SW										MUELLER														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1, RM

														1229

						WTNK4033								SURGE TANK, CENTRAL										015SW										MUELLER														0.00						0.00		0.00								Y

														PLANT, FL 1, RM 1229

						WTNK4034								WATER SURGE TANK,										015SW										STEEL														0.00						0.00		0.00								Y

														CENTRAL PLANT, FL 1, RM

														1229

						WTRH1501								HOT WATER HEATER, FL 1,										014SW										STATE-I														0.00						0.00		0.00								Y

														RM 111 JANITOR RM

						WTRH1508								INSTANT HOT WATER										014SW																								0.00						0.00		0.00								Y

														HEATER, FL 1,

														AUDITORIUM

						WTRH4035								WATER HEATER, CENTRAL										015SW										LOC														0.00						0.00		0.00								Y

														PLANT, FL 1, RM 1229

						WTRS4								WATER SOFTNER, FL 1,										007SW										BRUNER				7/19/1998										0.00						0.00		0.00								Y

														MECH RM S120
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